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PREFACE 

(by W. C. Redman) 

During FY 1970 a small interdivisional and interdisciplinary 

group undertook a review and evaluation of the status of instrumen­

tation systems intended to protect the cores of future liquid metal 

cooled fast breeder reactors. This study was one of several which 

considered various aspects of LMFBR core design. In addition to pro­

viding an independent assessment of the existing status of instrumen­

tation systems for core protection, as an aid in evaluating the related 

portions of proposed LMFBR demonstration plants and 1000 MW(e) designs, 

attention was directed to how such systems might be Improved, through 

extension of current technology in the areas of detectors, circuitry 

and Information processing. The latter was considered necessary to in­

sure that future developmental activities related to LMFBR instrumentation 

were optimized in terms of achieving the ultimate goal of reliable and 

economic fast reactor safety. 

The primary goal of the study was to determine the potential for 

protecting LMFBR core Integrity by appropriate Instrumentation. The 

significant aspects of this problem were considered to be the following: 

1. Accessibility for Instrumentation with proposed primary 

system designs; other design concepts to improve Instrumentation access. 

2. Degree of core protection provided by available types of 

ins trumentatIon. 

3. The increase in protection which would be afforded by other 

types of Instrumentation, if they could be developed and utilized. 

4. The conflict between the need for fast, dependable scram 

and the adverse effects of spurious scrams, and the need for an analytical 

and experimental assessment of scram reliability. 

5. The potential for more reliable (and/or different) bases 

for scram via rapid, on-line information analysis using multiple signals. 

6. The relation between instrument capability, potential ef­

fects from fuel failure propagation, core resistance to deformations, and 

safety rod scram capability. 



7. The conflict between the objective of fast reliable 

scram and good LMFBR economics; between fast reliable scram and mechan­

ical access and space capabilities; and between redundant, diverse In­

strumentation and good IMFBR economics. 

8. Redundancy requirements needed to achieve specified re­

liability. 

9. Coincidence requirements needed to achieve specified re­

liability with periodic testing. 

10. Modes of degraded performance. 

11. Effect of long-term environmental factors on reliability 

and maintainability. 

A study group, composed of the authors of this report, investigated 

the above problem areas, in a series of approximately twenty-five dis­

cussion meetings. The areas of specialization of the members of this 

group included detectors, circuitry, instrumentation systems, data 

processing, reactor kinetics and reactor accident analysis. The group's 

capabilities were augmented as required by participation of other staff 

members in specific discussions. Such contributors included Ira Charak 

(EBR-II), Raymond Goertz (deceased), Barton M. Hoglund (CES), Kenneth A. 

Hub (PRO), David H. Lennox (PRO), Donald E. Lutz (ETD), Thomas J. Marclniak 

(RAS), David A. Shaftman (AP) and Jack H. Tessier (RAS). 

This report was prepared to provide a record of the significant 

Information assembled and developed in and for these meetings. While 

a consensus existed on most of the major opinions and conclusions, 

the principal authors for each section have been identified in the Table 

of Contents in order to avoid an implication of complete unanimity among 

the participants. The chairman of the study group, W. C. Lipinski, served 

as editor for this report, with assistance from W. C. Redman. 
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INSTRUMENTATION SYSTEMS 
TO PROTECT LMFBR CORE INTEGRITY 

by 

W. C. Lipinski, C. E. Cohn, D. R. MacFarlane, 
T. P. Mulcahey, D. Okrent, K. G. Porges, 

W. C. Redman, J. B. van Erp, and R. H. Vonderohe 

ABSTRACT 

This report assesses the role of instrumentation systems 
in providing protection for cores of future liquid-metal-cooled 
fast breeder reactors. The existing status of instrumentation 
systems for core protection is reviewed and consideration given 
to how such systems might be improved, through extension of 
current technology in the areas of detectors, circuitry, and 
Information processing. Credible types of accidents and mal­
functions are considered, in order to establish the time scale 
required for instrument system response and action. Emphasis 
is given to the effectiveness of various types of detection 
systems in providing protection against localized abnormalities. 
An indication is given of the direction for future developmental 
activities in order to satisfy the dual requirements of reli­
ability and economy in systems intended to insure fast-reactor 
safety. 
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I. INTRODUCTION 

(by D. Okrent) 

The high power density, the difficulty of detecting local anoma­

lies, the difficulty of access for permanent instrumentation in or near 

the core, and the knowledge that fuel elements have melted in many 

reactors (including two fast reactors, Fermi and EBR-I) have lead to a 

general concensus that local fuel-element melting on a subassembly 

scale is an accident with a finite probability of occurrence. 

Maintaining the integrity of fuel subassemblies and the capabil­

ity to insert safety rods is one of the essential requirements for safe 

operation of sodium-cooled fast breeder power reactors (LMFBRs). Ques­

tions of possible reactivity Insertion from either the voiding of core 

sodium or the reassembly of fissile material into a more dense config­

uration, as well as questions of capability of removal of decay heat from a 

core whose geometry has been appreciably disrupted, make it very im­

portant that gross failure or melting of several or most of the fuel 

pins in a subassembly not lead to damage to neighboring subassemblies 

or fail to be detected and timely protective action taken. 

The potential propagation and possible effects of fuel failure have 

been the subject of several studies;^~^ however, the definition of spe­

cific initiating events is difficult and complex phenomena are Involved. 

Also, only limited experimental information is available. Among the 

more difficult questions to resolve are the probable sources, magnitudes 

and timing of strong local pressure pulses, and the ability of highly 

irradiated subassembly structural wrappers (or casings or cans) to absorb 

significant energy without failure. Sodium-bubble collapse, rapid 

boiling of reentrant sodium on very hot surfaces, or a very rapid heat 

exchange between sodixjm and molten fuel are potential pressure-pulse 

mechanisms receiving particular consideration. 
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The first large fuel-coolant interaction pressures were directly 

observed in the destructive reactivity excursion in the water-cooled 

SPERT ID core.5 A pressure peak of about 3000 Ib/ln^ was observed as a 

second pulse in this experiment and is attributed to coolant reentry and 

mixing with hot fuel. Similar pressures were later generated in the 

laboratory by rapidly mixing molten fuel and water. 

Large pressures did not occur during the EBR-I core meltdown or 

the Fermi incident.^ However, a pulse of several hundred pounds per 

square inch in a TREAT experiment is attributed to the intimate mixing 

of metallic fuel and sodium,^ and much higher pressures have since been 

obtained during in-pile and out-of-pile experiments involving molten 

oxide and sodium, l"-!"* These experiments have exhibited a rather low con­

version efficiency of thermal energy to mechanical work; however, more 

work is required to be definitive about this important matter. 

The potentially important role of instrumentation and information 

processing in detecting local core anomalies in LMFBRs has been examined 

by various groups.'^"2" Table 1^1 illustrates the diverse thinking of 

various design groups as presented at the 1968 Argonne Conference on 

Large Fast Reactor Design^^ and in concurrent papers. 

Thinking has continued to evolve with regard to the appropriate in­

strumentation to protect core integrity against local anomalies. Particu­

larly interesting studies have been reported by General Electric ,^^~20 

in which complete or partial flow blockage of a subassembly has been 

assumed and the course of events estimated assuming a lack of protec­

tion-system action, but nevertheless providing the probable times when 

sensors of diverse character, if available, might have been able to 

detect the event and initiate protective action. Flowmeters, thermo­

couples, pressure sensors, fuel-failure detectors, boiling detectors, 

and reactlmeters each respond to a particular impetus. Each might 

provide some basis for protective action at a different specific time 

during the course of one particular postulated accident, but exhibit a 

different relative effectiveness for another set of anomalous conditions. 
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This report will examine the potential role to be played by 

instrumentation systems of various kinds with particular attention 

to sensing the local (or subassembly scale) accident, primarily by the 

use of illustrative transients and an examination of considerations of 

failure thresholds, stored heat, and the times required to generate 

significant molten fuel. The study of transients will be followed by 

a discussion of the status of various sensors, existing and potential, 

including considerations of reliability, accessibility, and potential 

failure modes of the sensors. The application of digital computers to 

protection of LMFBR core integrity will then be examined, and finally a 

comparative discussion of possible conclusions with regard to the 

choice of core instrumentation systems will be presented. 



TABLE 1. Comparison of Some Safety Features for Eight Reactor Deslg 

Phenix SNR and W CE Westinghouse 

Reactor power, 

MW(th) 

Core 

Shape: H/D 

Fuel element 

600 -̂ .550 2A00 

Cyl.: 0.68 Cyl.: 0.61 Cyl.: 0.63 Cyl.: 0.51 Cyl.: 0.29 Cyl.: 0.2 Cyl.: 0.3 

(Pu,U)02 

in SS 
(Pu,U)02 

in SS 
(Pu,U)02 
in SS 

(Pu,U)02 

in SS 
(Pu,U)02 

in SS; 

vented to 

coolant 

Na-bonded 

(Pu,U)C 

In SS; 

vented 

.dded moderator? 

lafety criteria 

on subassem­

bly can wall 

• 

No 

Capable of 

containing 

static 

pressure of 

1500 Ib/in^ 

No 

No 

No 

Integrity 

after so­

dium ex­

pulsion 

or re-

conden­

sation 

pressure 

pulse 

No 

Can thick­

ness ade­

quate to 

prevent 

failure 

propaga­

tion 

No 

Can thick­

ness ade­

quate to 

prevent 

failure 

propaga­

tion 

Yes 

quate to 

prevent 

failure 

propaga­

tion 

(Pu,U)02 

in SS; 

vented to 

coolant 

No 

Modular: 0.84 each 

of four modules 

Na-bonded (Pu,U)C 

in SS; vented to coolant 

No can wall (or per­

forated can) 

Core clamp 
No(there 

is sup­

port top 

and bottom) 

No 

(Hydrau 

lically 

clamped 

by non-

free­

standing 

channels 

which ex­

pand against 

each other 

during oper­

ation)^ 

No (Relative thermal 

expansion at top of 

core is employed) 



Table 1. (Continued) 

Westinghouse 

Primary system 
System type Pool 

If loop, 
measures to 
deal with 
primary 
system leak 

Pool Loop Loop Pool Loop 

Not appli- Not appll- Double wall Double-wall Not appli­
cable cable throughout vessel; cable 

elevated 
primary 
system 

Pool Loop 

IndependentNot appli- Siphon breaker; 
secondary cable double^alled 
boundary auxiliary cooling 
in critl- aystem 
cal portions; 
siphon 
breakers 

Reliance on 
double-CRH) 
wall vessel to 
keep core 
covered 

Indepen­
dent safety-
(RH) rod 
systems 

Yes Yes Yes 

Two sets 
of rods 
provided. 
Also sep­
arate cen­
tral rod 

Diversity in Yes 
safety-(RH) rod 
systems 

Worth of safety '̂ 1 
rod ($) 

Worth of control '\'2.5 
rod ($) 

1 1/2 'V'1.4 

Multiple 
indepen­
dent rod 
groupings 

Preferably Yes 

'\'1.1 <1.2 



Table 1. (Continued) 

Phenix 

Instrumentation to 
protect core 
integrity*^ 

Thermocouple(s) Yes 
in each core 
subassembly 
exit 

Subassembly flow No Intended No 

and W CE 

Reactimeter Possibly 

Delayed-neutron Yes 
detector 

Boiling detector Possibly 

Yes 

Yes 

Not men­
tioned 

Yes 

Yes 

Intended 

No 

Yes 

No 

Yes 

Yes 

No 

Yes 

Yes 

No 

In eight No 
selected 
subassem­
blies 

Westinghouse 

Almost all Not applicable 

Yes No 

Possibly No 

Possibly No 

Yes Not applicable 



Table 1. (Continued) 

SNR AI B and W CE GE 

Containment and 
engineered safety 
features 

Westinghouse 

Double 
Containment 

Primary contain­
ment to with­
stand blast 

Yes(only 
outer con­
tainment is 
effective 
barrier to 
fission 
products) 

Yes 

If yes, how 
set criteria 

Bethe-Tait 
calculation 
for unspeci­
fied ramp 
reactivity 
insertion 

Special features Designed 
of blast on normal 
protection require­

ments . 
Blast re­
sistance 
checked 
by model 
tests 

Rotating 
plugs 
bolted 
down 

To handle 
thermal 
energy re­
lease of* 
2400 MW-
sec, in­
volving 
60$/sec 
ramp at 
power 

Loss-of-
coolant 
flow with­
out scram 
leading to 
sodium 
voiding 
and 2200 
MW-sec of 
available work 

60$/sec 100 MW- None 
ramp lead- sec avail­
ing to ther- able work, 
mal energy based on 
generation on Bethe-
of 15 000 tait ana-
MW-sec lysis of 

core collapse 

Perforated 
immersed 
plate be­
low top 
shield to 
suppress 
water ham­
mer 

Inerted 
strong 
dome over 
over plug; 
missile 
barrier for 
for control-
rod drives 
and energy-
absorbing 
hold-down 
for plugs. 

Cover 
structure 
and plugs 
are held 
down 

Conven­
tional 



How accom­
plish shut­
down heat 
removal on 
loss of off-
site power 

How accom­
plish shut­
down heat 
removal 
from dis­
rupted 
core 

• 

Pressure cri­
teria for 
secondary 
containment 

PFR 

Natural 
convec­
tion pos­
sible 

Specially 
cooled re­
ceptacle 
below core 
support 
plate but 
within re­
actor tank 

20 in.w.g. 

Phenix 

Emergency 
power; 
possibly 
natural 
convec­
tion 

Cooling 
coils 
outside 
reactor 
tank 

Low 
pressure 

SNR 

Natural 
convec­
tion pos­
sible; 

emergency 
power 

Cooling 
of con­
tainment 
wall 

Sodium 

fire 

Table 1 

AI 

Natural 
convec­
tion 

Cavity 
liner 
cooling 
system 

Designed 
for 10 lb/ 
in^g; maxi­
mum ace. 

. (Continued) 

B and W 

Diesel-
powered 
pumps 

In the 
event of 
failure 
of the 
heat-ex­
change 
equipment 
in the 

pool, heat 
is removed 
through coi 
in the biol 
ical shield 

Pool of 
burning 
sodium on 
top plug/ 

CE 

Backup 
emer­
gency 
cooling 
loop on 
emergency 
power nat­

GE 

Diesel-
powered 
pumps 

ural convec­
tion 

Not es­
tablished. 

Is 
og-

Unspec-
if led 
sodium 
fire 

None 

None 

Westinghouse 

Auxiliary coolant 
loop on diesel power 

Normal and/or 
auxiliary coolant 
loops 

pressure of or small 
2 Ib/in^ plug out: 
g. 10/in^ and 

200°F 



Table 1. (Continued) 

L B and W CE GE Westinghouse 

Secondary No 
containment 
inerted 

Primary system Yes 
containment 
inerted 

The westinghouse presentation CKelXy 1968) at ^ ^ ^ ^ J - / » f ^ - - . " f ^ C o n ^ t r u c S i f u s e r o f " t ^ ^ ^ ^ E:;:r;y!'w:sh":-

.e,e.ence concept^^ Kelly^at^the A-^^--i;/^--ri°nL^tar^te':::irh1-u^:d in the «.st We.tln.house .Me^nsttatlon" 
ton D. C. 
reactor 

^ Described in GEAP 5710.20 

"" In addition to full core flux and bulk coolant flow and temperature. 

situations, which may require containment. 
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II. ANALYSES OF ACCIDENTS AND MALFUNCTIONS 

(by D. R. MacFarlane and J. B. vanErp) 

A. Scope of Study 

The aim of the present chapter is not so much to give detailed 

analyses of the various accidents and malfunctions that can be pos­

tulated,* but rather to give a semiquantitative description of the 

chain of events and the accompanying phenomena (Including the time 

scale). An attempt is made to determine the performance character­

istics of the various sensors and measuring systems, to obtain an 

insight into the relative merits of the various possible instrument 

systems for preventing or minimizing core damage. 

To achieve the above objective it was necessary to carry out some 

numerical evaluations. As input for these studies, data were used 

pertaining to what was considered a typical present-day LMFBR design, 

having a core geometry of the "unspoiled" type, i.e., having been 

optimized for performance instead of for sodium-void coefficient of 

reactivity for the core region. 

Some of the most important data regarding the LMFBR design on 

which the study is based are given in Table 2. It is believed, how­

ever, that the results of this study are not only applicable to the 

particular design for which they were obtained, but also have a gen­

eral validity for present-day LMFBR designs. 

Many relatively small accidents can, with sufficiently conserva­

tive assumptions, escalate into a major accident if corrective action 

* In order to be able to perform such detailed analyses, one would 
need to have available a detailed core and plant design, 
t Most of the numerical evaluations were performed by means of the 
SAS-IA Code22 developed at Argonne National Laboratory and available 
through the Argonne Computer Code Center. 
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is not assumed to be forthcoming at some point of the chain of events. 

Design-basis accidents are not the concern of this report, so that the 

chain of events, for the accidents considered, is not pursued very 

much beyond the point where the slowest set of sensors was assumed 

inoperative. 
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Table 2. Parameters of Typical Oxide-fueled LMFBR Core 

a) General Parameters: 

Height of Core Region 80 cm 

Height of Axial Blankets (each) 40 cm 

Height of Fission Gas Plenum 55 cm 

Outer Diameter of Fuel Pellet 5.64 mm 

Inner Diameter of Clad 5.86 mm 

Outer Diameter of Clad 6.36 mm 
-3 

Delayed-neutron Fraction, g 2.964 x 10 
_7 

Prompt-neutron Generation Time 4.728 x 10 

Doppler Coefficient T- -7^ (no coolant 

^^ -3 
voiding) (T in °C) - 6 , 7 x 10 

dk Doppler Coefficient T- -j^r (coolant f u l l y 
dT -' _ 

voided) (T in °C) _4.1 x 10 

Subassembly Outlet Plenum Pressure 1,5 atm 

Volume Fraction of Coolant 0.38 

Number of Fuel Pins per Subassembly 265 

Number of Subassemblies 265 

The data presented in Table 2 are predominantly those (apart from 
minor differences), pertaining to the lOOO-MWe LMFBR Follow-On Study 
(Advanced Design), performed by the General Electric Co. for Argonne 
National Laboratory under AEC Contract No, 31-109-38-1997, and re­
ported in Refs. 20, 23-25. 



Table 2. (cont'd.) 

Sodlum-vold Reactivity Effect 

Axial 
Nodes S k 
Number k 

27 

Lower 
Blanket 

Core 

Upper 
Blanket 

-1.140 

-2.401 

-5.536 

-5.064 

2.760 

1.108 

1.783 

2.157 

2.157 

1.783 

1.108 

2.760 

-5.064 

-5.536 

-2.401 

-1.140 

X 10-'* 

X lO-"* 

X 10-'* 

X 10-" 

X lO-" 

X 10-3 

X 10-3 

X 10-3 

X 10-3 

X 10-3 

X 10-3 

X lO-" 

X lO-" 

X lO-" 

X lO-" 

X lO-"* 

* The axial nodes are numbered from inlet to outlet. 
Each axial node has a height of 10 cm, and is assumed 
to be voided completely over the entire cross section 
of the core and blankets. 



28 

Table 2. (cont'd.) 

b) Hot-channel Parameters: 

Temperature of Inlet Coolant to Lower 

Axial Blanket 432.0°C 

Temperature of Inlet Coolant to Core 443.5°C 

Temperature of Outlet Coolant from Core 603.7°C 

Temperature of Outlet Coolant from Upper 
Axial Blanket 616.9°C 

2 -2 

Mass Flow Rate of Coolant 8.92 x 10 g cm 

Coolant Velocity (average) 10.7 m s 

Peak Linear Heat Rating 0.52 kW cm 

(= 15.85 kW ft ) 

Peak Fuel Centerline Temperature 2718°C 



B. Accidents or Malfunctions Affecting Localized Regions of the Core 

1. Introduction 

The class of accidents or malfunctions considered in this section 

is that which originates in local deviations from the normal operating 

conditions in the core. It is assumed that the core region involved 

is not large enough to affect strongly the overall reactivity, so that 

the power level remains essentially constant. Since the accidents con­

sidered here have only relatively small reactivity effects, it follows 

that identical accidents are less severe at a low power level (e.g., 

during startup) than during full-power operation. No separate analysis 

will therefore be presented for these accidents at low-power conditions. 

2. Flow Reductions Affecting the Total Flow of One or More 

Subassemblies 

General Aspects. This type of accident or malfunction re­

sults principally from flow obstructions, most often but not exclusively 

at the inlet of one or more subassemblies. The obstruction may be 

caused by foreign objects, gas bubbles, sudden movement of crud, etc. 

The flow reduction may be total or partial, instantaneous or rampwlse, 

permanent or temporary. 

The sensor types considered in connection with the detection of 

the accident or malfunction in its various stages of progress Include 

flow sensors, temperature sensors, localized-boiling detectors, pres­

sure-pulse (bubble collapse) sensors, anomalous reactivity detectors; 

and fuel-failure detectors. 

The order in which the sensor types are listed does not necessarily 

reflect the time sequence in which they would detect the incident. This 

latter sequence depends on the type of incident and the sensitivity of 

the sensor. 
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Analysis and Detection of the Initial (PrebolllnR) Stage. 

The sensor types most commonly considered for detecting a flow reduc­

tion in a subassembly in the preboiling stage are flow and temperature 

sensors. The former may be installed either at the inlet or at the 

outlet of the subassemblies; the latter are usually placed at the out­

let of the subassemblies. It is therefore of interest to determine the 

relative merits of these two sensor types with regard to their capa­

bility of avoiding or minimizing fuel damage. 

Most of the following analyses of localized core accidents or mal­

functions are concerned with the hot channel, so as to evaluate the 

most severe case. If it is assumed that clad damage will occur for 

* 
temperatures higher than approximately 800°C, then the highest per­

missible reduction in the total subassembly flow which, for steady-

state conditions, does not result in clad damage is easily determined 
t 

T - T. 
e.o 1,0 
800 - T. 

1,0 

where 

w denotes the total subassembly flow; 

w denotes the nominal value of the total subassembly flow; 
o 

T. and T denote coolant inlet and outlet temperatures, 
1,0 e.o 

respectively, at nominal conditions. 

* The mechanical properties of stainless steel start to deteriorate 
rapidly with increase in temperature above 800°C. Obviously, there 
does not exist a uniquely defined threshold for clad failure, as this 
depends on fuel design, burnup, and the characteristics of the acci­
dent transient. However, since the present report is concerned pri­
marily with trends, the assumed value for the failure threshold Is not 
too important. 

+ The difference between the clad outside temperature and the average 
coolant temperature has, for the particular fuel design considered, a 
maximum value of '\'20°C at the core midplane for nominal values of the 
heat fluxes. In the following, all calculations use as threshold value 
for clad damage a coolant temperature of 800°C rather than a clad tem­
perature of 800°C. This should not make much difference, as the 
threshold value of 800°C for initiation of clad damage is only an 
approximate value. 



For T = 432*C and T^ ̂  = 616.g^C (see Table 1), one finds 

w/w = 50.2% , 
o 

i.e., a reduction of the total subassembly flow by approximately 49.8% 

of nominal value is the highest permissible value which, under steady-

state conditions, does not result in clad damage. 
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2 
E 

I 

With e00"C coolant outlet 
^temperoture and flow 50.2% 

of nominol 

With nominal coolant 
outlet temperature {6I7»C) 
100% flow 

Figures 1 and 2 give, 

respectively, radial tem­

perature profiles in a fuel 

pin in the core midplane, 

and axial temperature pro­

files of fuel centerline 

and coolant, both for the 

case of nominal operating 

conditions and for the case 

of a coolant flow of 50.2% 

of nominal value. The 

latter case (which, as was 

seen above, results in a 

subassembly outlet temper­

ature of SOO^C), leads to a 

small degree of fuel melting (<6%) in the region of the core midplane. 

Possible effects on clad integrity, arising from prolonged operation at 

these higher than normal fuel temperatures, are not considered here. 

0.1 0.2 

Distonce from Fuel Centerline, cm 

Fig. 1. Steady-state Radial Fuel-temper­
ature Profiles in Midplane of Core when 
Operating at Nominal Power (peak rating 
= 15.85 kW/ft) and Inlet Temperature is 
Nominal (432'*C). 

Similarly, one can determine the highest permissible value for a 

reduction of the total subassembly flow for which sodium boiling would 

not occur under steady-state conditions. For this case the expression 

Is 

i,o 

sat ,e 
T. 
1,0 
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••—U02 m. p 

Fuel 
canter line ;̂ 

-

, Lower _ 
blanket 

^ 5 . 6 % o( fuel melted 

\ ~ " ^ ^ w i t t i 800"C \ 
\// outlet \ 

A with 6I7'C 
/ outlet (nominol) 

Coolontv 

Core 
region 

Upper 
blanket 

0 4 0 80 120 160 

Distance, cm 

Fig. 2. Steady-state Axial Temperature 
Profiles of Fuel and Coolant in Core Hot 
Channel when Reactor is Operating at Nom­
inal Power (peak rating = 15.85 kW/ft) 
and Inlet Temperature is Nominal (432°C). 

* 06 

-

— 

1 

coolont bulk boiling \ 
starts beyond this point^^^ \ 

\ \ \ 
\ \ \ \ 

1 1 1 1 1 , 1 , \ 
0 2 0 4 0 6 0 8 

Flow-area Reduction, I - ( A / A ) 

Fig. 3. Flow Fraction vs. Flow-area 
Reduction in Fuel Subassembly having 
Orifice-type Restrictions.^^ 

where T denotes the 
sat,e 

saturation temperature of 

sodium at the outlet of the 

subassembly. 

If the subassembly 

outlet plenum pressure Is 

equal to "^1.5 atm, one 

finds T 
sat,e 

^945°C. Then 

432°C and T with T. .— - -„ „ 
1,0 e.o 

= 616.9°C (see Table 1), 

one finds 

w/w = 36.2% , 
o 

i.e., a reduction of the 

total subassembly flow by 

63.8% of nominal value is 

the highest permissible 

value which, under steady-

state conditions, does not 

result in sodium boiling, 

all other operating para­

meters having their nominal 

values. 

Figure 3 gives w/w 

as a function of the reduc­

tion in cross-sectional 

flow area, 1 - (A/A ), of 

the subassembly for the 

case of an orifice-type 

restriction.2^ The point 

of the curve at which the 

dotted part starts gives 

the conditions for which. 
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under nominal operation, bulk boiling begins. The dotted part of the 

curve is only valid if boiling does not take place, i.e., for zero-

power operation. It is thus noted that, in order to reach a coolant 

temperature of 800°C (w/w = 50.2%) or to reach coolant boiling (w/w = 
o o 

36.2%), the flow-area reduction of the fuel subassembly has to be, 
respectively, 86% or 90%. 

Having thus established the steady-state limits for flow reduc­

tions as regards clad damage and sodium boiling, it is now of interest 

to determine these limits for transient conditions, assuming a reactor 

trip to occur on either low flow or high coolant temperature at the 

subassembly outlet. 

In the following, the flow reductions are assumed to occur in the 

worst possible way (i.e., stepwise ) in order to determine the most 

limiting conditions. It is clear that, for the same terminal steady-

state flow, rampwlse flow reductions, followed by reactor trip, will 

result in lower temperatures for coolant and clad than will stepwise 

flow reductions. 

The time delays relative to reactor trip were assumed as low as 

practical, but still within limits of relatively easy technical fea­

sibility, in order to determine an upper limit for the magnitude of 

permissible stepwise flow reductions. The assumed values of these time 

delays are summarized in Table 3. 

The reactor-trip margins were assumed as follows: 

* The fact that it will here be assumed that the reactor trip cir­
cuitry is actuated by sensors installed on Individual subassemblies 
does not necessarily mean that this reflects the actual situation. The 
aim here is to determine the performance of such a system in order to 
be able to evaluate whether its actual installment would be advisable. 
t It would seem fairly plausible that a flow reduction due to, e.g., a 
foreign object swept up by the flow, would occur in a near-stepwise 
manner. 
+ Defined as the difference between the nominal value of a process 
variable and the setpoint for initiating reactor trip associated with 
that process variable. 
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Table 3 

Time Delays Assumed for Reactor Trip Channels, Actuated by Subassembly 

Flow and Coolant Outlet Temperature 

Time Delay Reactor Trip 
on Flow 
(sec) 

Reactor Trip 
on Outlet Temperature 

(sec) 

Due to sensor 

Due to safety circuitry 

Due to safety-rod travel time 
* 

In upper blanket 

Total for reactor tript 

0 .1 

0.15 

0 .1 

0.35 

Based on safe ty-rod d r ive mechanisms de l i ve r i ng an a c c e l e r a t i o n of 
3 g. 

t This time delay i s counted between the moment the process v a r i a b l e 
(flow or temperature) reaches the chosen se tpo in t va lue and the moment 
the rods s t a r t to introduce negat ive r e a c t i v i t y i n to the system. 
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<•—NO saturation temp, at core outlet 

-cladding failure starts 

Upper blanket 

Subassembly 

I— Reoctor trip signal 
Shutdown reactivity storts 

I i > y 
Fig. 4. Coolant Temperatures vs. Time 
after Sudden 60% Flow Reduction in a 
Single Subassembly. Reactor Trip at 
90% flow; total trip delay 0.30 sec. 

a) For flow: A 

decrease of 10% of its nomi-
* 

nal value. 

b) For outlet tem­

perature: An increase of 

SO^C. 

Figures 4 through 10 give 

typical transients of the 

coolant temperature in vari­

ous locations for different 

values of stepwise flow re­

ductions for the cases in 

which reactor trip occurred 

either on low flow or on high 

outlet temperature from the 

subassembly. 

— NO sot temp at core outlet 

Clodding failure starts 

Core 
upper blonket 

subassembly 

I — Reoctor trip signal 

I Shutdown reoctivity starts 

Fig. 5. Coolant Temperatures vs. Time 
after Sudden 77.5% Flow Reduction in a 
Single Subassembly. Reactor trip at 
90% flow; total trip delay 0.30 sec. 

It is of interest to 

note that a 60% stepwise flow 

reduction (i.e., remaining 

flow is 40% of nominal value) 

results in maximum coolant 

temperatures of 770*0 and 

SOO^C for reactor trip on, 

respectively, low flow or 

high coolant temperature at 

the subassembly outlet. 

These temperatures are to be 

compared with the maximum 

coolant temperature of 800°C 

for a stepwise flow reduction 

of '̂ '50% without reactor scram. 

* Since the flow reductions were assumed to occur stepwise, it is not 
necessary here to specify the reactor trip margin for flow. For com­
pleteness, however, a value is given. 
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».« .« • ».«« ^Boiling storts at core ^ NO sot. temp jf ,. ' r*^ ^ .,^, / outlet 
ot core r •"-* ' 

Cladding failure starts 

Core 

upper blanket 

lubassembly 

[ 
Reoctor trip 

r— Shutdown reoctivity storts 

_l_L , ^ \ , l_ 

Fig. 6. Coolant Temperatures vs. Time 
after Sudden 83% Flow Reduction in a 
Single Subassembly. Reactor trip at 
90% flow; total trip delay 0.30 sec. 

Boil 

— 

- — - / 

~ 1 

ng storts at core midplane 

/ at core midplane 

f/'^~~'Co€% outlet 

^^^Clodding foilure starts 

^^.^Core midplone 

^Upper -b lanke t outlet 

'''''^____—Subassembly outlet 

^— Reactor trip 
signal 

r— shutdown reoctivity storts 
1 * 1 1 1 1 1 1 1 1 

Time, sec 

Fig. 7. Coolant Temperatures vs. Time 
after Sudden 99% Flow Reduction in a 
Single Subassembly. Reactor trip Im­
mediately; total trip delay 0.30 sec. 

Table 4 summarizes the 

limiting values for the magni­

tudes of stepwise flow reduc­

tions, to avoid clad damage 

or sodium boiling, for the 

following cases: 

a) reactor trip on 

low flow; 

b) reactor trip on 

high coolant temperature at 

subassembly outlet; 

c) no reactor trip. 

From Table 4 it can be 

concluded that, for the class 

of accidents based on step­

wise coolant flow reductions 

affecting the total flow of 

one or more subassemblies, 

the added protection for 

avoiding clad damage offered 

by a reactor-trip system 

actuated by flow and temper­

ature sensors installed on 

each individual subassembly 

is not very high in compari­

son with the safety margins 

already existing in the sys­

tem. Furthermore, flow sen­

sors offer only a very 

marginal advantage over tem­

perature sensors installed at 

the subassembly outlet for 

protecting against clad damage 

* The results given in Table 4, which were obtained for an LMFBR having 
as main characteristics those listed in Table 2, are simiMar. hnt not 
identical, to the results reported in Ref. 27. Diffensccau i.r.v x.i:a <.z 
differences in the plant designs studied. 
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Table 4 

Values of Stepwise Flow Reductions of Coolant in a Subassembly Leading 

to Clad Damage ("̂ SOO'C) or Sodium Boiling ('̂ 945°C) 

Maximum Value of 
Coolant Temperature 
Reached During 
Transient* 

(°C) 

^00 

S945 

Corresponding Value of Stepwise Coolant Flow 
Reduction (in % of nominal value) for: 

Reactor Trip on 
Low Flow in 
Subassembly 

4.'^'65 

S.'i'SO 

Reactor Trip on 
Coolant Temp­
erature at Sub­
assembly Outlet 

i'V'70 

No Reactor 

Trip 

i-̂ -SO 

j,'v-64 

*For flow reductions followed by a reactor trip, the maximum coolant 
temperature during the transient will occur at the outlet of the core 
region (except for the case of a total flow blockage, when the maxi­
mum coolant temperature will occur in the core midplane); for flow 
reductions without reactor trip, the maximum coolant temperature will 
be at the outlet of the upper axial blanket. 
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1000 

900 

— - NO sot temp at core outlet 

I Reactor trip signol 
Shutdown reactivity storts 

1 . 1 1 I I 1 — c 

or sodium boiling (5% or 10%, 

respectively, for the differ­

ence of allowable stepwise 

flow reductions). 

If temperature sensors 

could be Installed at the out­

let of the core region (i.e., 

at the inlet of the upper 

axial blanket), then the ad­

vantage of flow sensors over 

temperature sensors for a flow 

reduction accident would be 

even less evident. Figure 10 

gives the transients of the 

coolant temperature in various 

locations for a stepwise flow 

reduction by 80% of nominal 

value, followed by reactor trip on high coolant temperature at the core 

outlet. The maximimi coolant temperature reached, 945°C, is identical to 

that reached in case of reactor trip on low flow for the same stepwise 

flow reduction (see Table 4). 

Time, sec 
Fig. 8. Coolant Temperatures vs. Time 
after Sudden 60% Flow Reduction in a 
Single Subassembly. Reactor trip when 
coolant temperature at subassembly out­
let rose 30°C; total trip delay 0.35 
sec. 

The fact that so little is gained in added protection for the cases 

considered here is due, on the one hand, to the excellent heat-transfer 

properties of the coolant, and on the other hand, to the substantial 

amount of heat stored in the fuel pins. 

* This assumes that it is possible to obtain a representative measure­
ment of coolant temperature at the outlet of the core. In view of the 
geometry in the region between core and upper blanket, this may not be 
easily obtainable, as mixing (swirling) devices could probably not be 
installed there. Furthermore, it would require the temperature sensor 
to be part of the fuel subassembly, which would entail considerable 
complications for refueling operations. 

t The maximum values for local heat fluxes encountered in present-day 
LMFBR designs are much lower than the value of the critical heat flux. 
This situation - which is contrary to that existing for light water re­
actors (LWRs) - combined with the fact that coolant operating tempera­
tures are, under nominal conditions, relatively far below the tempera­
tures for clad failure and for sodium saturation, results in large safety 
margins against flow starvation for LMFBRs. See p. 55. 
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h - NO sot. lemp, ' ^ B"li"S V " " " " ' 
ot core midplane / core outlet 

f 900 — 

K B 

Clodding foilure starts 

Upper blonket 

Subassembly 

Reoctor trip signal 

Shutdown reactivity 
starts 

Time, sec 

Fig. 9. Coolant Temperatures vs. Time 
after Sudden 77.5% Flow Reduction in a 
Single Subassembly. Reactor trip when 
coolant temperature at subassembly out­
let rose 30°C; total trip delay 0.35 
sec. 

It is of interest, at this 

point, to investigate in more 

detail the amount of heat 

stored in the fuel. Figures 

11 and 12, represent transients, 

respectively, for coolant tem­

peratures and power (fission, 

as well as thermal) following a 

reactor trip with reactivity in 

the safety rods equal to ap­

proximately -$16. From these 

transients one finds through 

Integration that the heat 

stored in the fuel of the core 

region, above the coolant in­

let temperature of 432°C, is 
A 

equal to 2.02 fps. 

An identical value for the heat stored in the fuel of the core 

region, above the coolant inlet temperature, was found from 

E(T^) = |1 

E=H r-R T=T(r,2) 

z=0 r=0 T=T 

r ptT) C (T) dz dr dT , 
P 

with 

C (T) 2L 1.2 X lO-J + (1.93 X lO-"*) T (in J g"' "C-l)'*' 

for 400°C < T < 2800°C. 

* fps denotes full-power-seconds. One fps is equal to the energy pro­
duced in 1 sec at nominal power. The full-power-seconds considered here 
are relative to the average value of the power of the cooling channel 
under study rather than to the average value for the core. 
t This analytical expression is derived, for the indicated temperature 
range, from Refs. 28 and 29. 



40 

Here 

E(T ) denotes the heat stored In the fuel of the core region 
o 

above the reference temperature T (in fps); 

P denotes the power produced in the core region of the fuel 

pin considered (in Watts); 

H denotes the total axial height of the core region (cm) ; 

R denotes the outer radius of the fuel pin (cm); 

T(r,z) represents the temperature field in the fuel pin considered 

(in "O; 
P(T) 

Cp(T) 

represents the density of U0„ as a function of the tempera-
-3 2 

ture (in g cm ) ; 

represents the specific heat of UO. as a function of the 

temperature (in J g °C ). 

— Reoctor trip signal 

Shutdown reactivity starts 

I , , L £ 
Time, sec 

Fig. 10. Coolant Temperatures vs. Time 
after Sudden 80% Flow Reduction in a 
Single Subassembly. Reactor trip when 
coolant temperature at core outlet rose 
30°C; total trip delay 0.35 sec. 

Of interest also are the 

values of the heat stored in 

the fuel of the core region 

above the temperature at which 

cladding damage starts (800°C) 

and above the saturation tem­

perature of the sodium at the 

subassembly outlet (945°C): 

1.51 fps and 1.26 fps, respec­

tively. Figure 13 gives the 

amount of heat stored in the 

core region of the fuel pin 

above the reference tempera­

ture T as a function of T . 

In order to obtain a 

better feeling for the rela­

tive magnitude of this stored 

heat, the following reasoning is helpful. The average coolant velocity 

in the core-region is approximately 1070 cm sec"l, from which follows a 
_2 

coolant transit time in the core region of 80/1070 = 7.45 x 10 sec. 
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Fig. 11. Coolant Temperatures vs. Time 
after a Reactor Trip. Decay heat not 
taken into account. 

This means that under nominal 

conditions all the sodium in 

the core region will be re­

placed by new sodium every 

7.45 X 10 sec; in this time 

period the heat removed is, of 
-2 

course, 7.45 x 10 fps. 

As was found previously, 

the heat stored above SOCC in 

the core region is 1.51 fps, 

which is equal to 20 times the 

heat removed during one time 

period for coolant transit. 

Now, if one were to reduce the 

flow by a factor of 2.22, then 

the coolant temperature at the outlet of the core region would rise to 

approximately SOO^C after re-establishment of steady-state conditions. 

The new coolant transit time would then be 0.165 sec, and the heat removed 

during one new time period for coolant transit would be 0.165 fps. This 

means that the heat stored above SOO^C in the fuel of the core region is 

enough to heat up, from 443.S^C to SOO^C, an amount of sodium equal to 

^̂ 9 times that contained at any instant in the cooling channel in the 

core region. 

From the above It can be concluded that the heat stored in the fuel 

is relatively large with respect to the amount of coolant contained at 

any instant in the cooling channel. A consequence is that there will be 

some value (<100%) for the reduction in coolant flow for which sodium 

boiling and/or clad damage will occur, no matter how fast the flow re­

duction is detected, and no matter how fast the reactor trip system is 

actuated. This latter conclusion is, of course, in agreement with the 

results shown in Figs. 4 through 10 and reported in Table 4. 

Analysis and Detection of the Boiling Stage. Previously, only 

flow sensors and temperature sensors were considered. Other types of 
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Fig. 12. Nuclear and Thermal Power vs. Time after a Reactor Trip. 
Decay heat not taken into account. 

sensors become significant when the local core accident proceeds into 

the coolant-boiling stage. 

To establish an upper limit for severity, a stepwise flow reduction 

will be assumed equal to 100% of the nominal value (total blockage). An 

attempt is made in the following at determining the time sequence of the 

events that follow a total blockage of a single subassembly. 

To do this it is useful (a) to determine the heat required for melt­

ing the fuel, and (b) to study the temperature transients in a fuel pin 

following complete thermal insulation at full power. A solution for the 

first problem can easily be found by means of the following expression: 

M r^^°° 
P IT S^"^^ ''̂  

(in fps) 

with Cp for UO^ given on p. 37 in J g-1 "C"! and 

where 

denotes the heat required (in fpS) to heat the fuel from some 

reference temperature T (in °C) to 2800°C; 

The melting temperature of UO at near-atmospheric pressures is 
assumed to be 2800°C. 
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Fig. 13. Heat Stored in Fuel Pins above 
Reference Temperature, T . 

M denotes the fuel mass 

(in g); 

P denotes the nominal power 

(in W). 

For a fuel pin of the core re­

gion, M = 2.65 g cm~-̂  and P = 

5.2 X 10^ W cm~ (maximum 

linear heat rating in core 

midplane). Choosing T = 432°C 

(i.e., equal to the coolant 

temperature of the subassembly 

inlet), one finds 

E = 5.2 fps .* 

Furthermore, the heat required for transforming solid fuel at 2800°C 

Into liquid fuel at 2800**C is found from 

E = My/P (in fps), 
m 

where y denotes the heat of fusion. Takigg a value of 270 J g~̂  for Y» 

one finds 

E = 1.38 fps . 
m 

The total heat stored above 432**C in molten fuel (at 2800°C) in the core 

region is thus 6.58 fps. 

As mentioned previously, the heat stored above 432°C in the fuel of 

the core region at nominal conditions is equal to 2.02 fps. Thus the 

heat required to bring that part of the central fuel pin at the core mid­

plane from nominal operation to the fully melted condition at 2800''C is 

equal to 4.56 fps. 

* The full-power-second values given in this section are relative to 
the maximum heat rating in the core midplane. 
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The temperature transient 

in a fuel pin of the core re­

gion following complete thermal 

insulation at nominal power was 

investigated. The main results, 

presented in Figs. 14 and 15, 

give some of the fuel and 

cladding temperatures at the 

core midplane, as well as the 

percentage of fuel molten at 

the core midplane and for the 

total core region. 

2 3 ' 
Time, sec 

Fig. 14. Fuel Temperature and Fraction 
Molten vs. Time after Vapor Blanketing 
of a Fuel Pin. 

It is of interest to note 

that initially the centerline 

fuel temperature changes very 

little; all the added heat 

heats the outer concentric regions of the fuel pin. This is easily 

understood by considering that the system (i.e., fuel pin with periph­

eral heat sink) is perturbed initially only in the peripheral region by 

the change in heat-transfer coefficient. Figure 15 shows that initially 

the temperature profile in the center region of the fuel pin remains 

unaltered and the heat generated in that region flows outwards. The 

perturbation "propagates" relatively slowly towards the center region of 

the fuel pin, resulting eventually in a "flattened" temperature profile. 

It is not until t = 2.5 sec th.at the melting temperature is reached on 

the fuel centerline. After this time, some melting occurs on the fuel 

centerline, but still much of the heat continues to be stored in the 

colder peripheral fuel regions. However, once the radial fuel-tempera­

ture profile has been "flattened" (i.e., for t > 4.0 sec, approximately), 

rapid melting of the rest of the fuel occurs. Beyond 4.0 sec, some heat­

ing of the liquid fuel above the melting temperature of 2800°C occurs. 

This causes the moment at which 100% fuel melting is reached in the core 

midplane to be slightly later than the 4.56 sec calculated previously 

for the quasi-stationary case. 
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From the foregoing, the 

following conclusions can be 

drawn: (1) The same material 

properties of UO- which result 

in a considerable amount of 

heat being stored in the fuel 

at nominal conditions (2.02 

fps) also require considerable 

heat to be stored in the fuel 

in order to achieve fuel melt­

ing. (2) For the extreme case 

0 3 of a sudden and complete insu­

lation of the fuel at nominal 

Fig. 15. Radial Temperature Profiles in power, it takes approximately 
Fuel Pin at Various Times after Vapor 

Blanketing. 4.0 sec for 10% fuel melting 

to occur in the core midplane; 

for t = 4.0 sec the fraction of molten fuel in the total core (blankets 

not considered) is less than 3%. (3) For the case of a sudden and com­

plete thermal insulation of the fuel at nominal power, the clad-fallure 

temperature of 800*'C is reached relatively fast in the midplane, i.e., 

in approximately 0.2 sec, whereas the clad melting temperature is 

reached in approximately 1.0 sec. * 
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With this background information, an attempt will now be made to 

determine the chain of events, including its time scale, subsequent to 

a total flow blockage in a single subassembly, primarily for the purpose 

of illustration and without claim to great accuracy. 

The following assumptions are made: 

1) Stepwise coolant flow reduction in a single subassembly by 

100% of nominal value (total flow blockage). 

2) Failure of all reactor-trip circuits, except those actuated 

by detectors of anomalous reactivity due to fuel sliimplng. 

Reactor-trip signals generated by pressure pulses due to 
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coolant expulsion or sodium-void collapse, 3 0,31 Q,. ]^y re­

activity effects due to sodium voiding, are assumed not to 

result in reactor trip. 

3) Complete thermal insulation of the fuel from the moment 

boiling starts until fuel meltdown. 

4) Distortion of all six adjacent subassemblies, which causes 

a stepwise flow reduction of > 64% in each. 

The chain of events, with its time scale, is given in Table 5. The 

times are, of course, approximate in view of the uncertainties that still 

exist. One uncertainty pertains to the question of how well the solid 

fuel pellets will remain in place after some or most of the cladding has 

melted. Perhaps the pellet fragments will in part be "coughed" out 

during the "chugging" phenomenon due to sodium reentry. 

However, notwithstanding the various uncertainties, it is felt that 

the events pictured, as well as the time-scale given, appear to be 

relevant for estimating the probable role of protection instrument 

systems. 
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Table 5. Sequence of Events 

Following Total Flow Blockage of a Single Subassembly 

Event 
Time 
(sec) 

1) Stepwise total blockage of single subassembly. 

2) Flow sensors fail to detect; no reactor trip. 

3) Boiling is reached in core midplane.* 

4) High-sensitivity localized boiling detectors fail to 

detect; no reactor trip. 

5) Cladding fails and melts; partial release of fission gas. 

6) Upper half of subassembly is voided; sodiuin vapor 

bubbles collapse in upper plenum. 

7) Pressure-pulse (vapor-collapse) sensors fail to detect; 

no reactor trip. 

8) Lower half of subassembly is voided; continued 

collapse of large sodium vapor bubbles in upper plenum. 

9) Sensors of subassembly coolant outlet temperature fail 

% 
to detect; no reactor trip. 

10) Reactivity effects of voiding of subassembly (< '̂ 'lOc) 

is not detected; no reactor trip. 

11) Sodium reenters, is heated, and is expelled. 

Interaction between coolant and molten cladding material. 

Outside fuel surface is now approximately 1500°C in 

hottest locations. 

12) Pressure-pulse sensors fail to detect; no reactor trip. 

*See Fig. 7 

0.0 

0.0 

0.65 

0.65 

0.65-2.5 

0.85 

0.85 

0.85-1.5 

0.95 

0.85-1.5 

1.5-2.0 

2.0 
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Table 5 (cont'd) 

Event 

Time 

(sec) 

13) As 11). Interaction between coolant and 

molten cladding material. Outside fuel surface is now 

approximately 1800°C in hottest locations. 

14) Pressure-pulse sensors fail to detect; no reactor trip. 

15) As 11). All clad is now molten, and clad debris is 

expelled from the subassembly. Outside fuel temperature 

is now approximately 2000°C in hottest locations. Center-

line of fuel starts to melt (molten fuel fraction in core 

midplane < 2%). 

16) Pressure-pulse sensors fail to detect; no reactor trip. 

17) As 11). but now all cladding material has been expelled. 

Molten fuel fraction in core midplane <2%. Fraction of 

molten fuel total core <1%. Outside fuel temperature is 

now approximately 2200°C in hottest locations. 

18) Pressure-pulse sensors fail to detect; no reactor trip. 

19) As 11). Molten fuel fraction in core midplane <5%. 

Fraction of molten fuel in total core <1%. Outside fuel 

surface temperature is now approximately 2400°C in hottest 

locations. 

20) Pressure-pulse sensors fail to detect; no reactor trip. 

21) The "chugging" phenomenon (11 through 19) is continued 

until a sufficient amount of fuel is molten to cause 

some degree of fuel-coolant interaction. 

22) Fraction of molten fuel in core midplane '̂ .50%. 

Fraction of molten subassembly fuel in core region ^,20%. 

2.0-2.5 

2.5 

2.5-3.0 

3.0 

3.0-3.5 

3.5 

3.5-4.0 

4.0 

4.0-5.5 

5.5 
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Table 5 (cont'd) 

Event 
Time 
(sec) 

Fuel-coolant interaction, causing relatively small pressure 

pulse (as energy content of molten fuel is only approx-

-1 
imately 330 cal g ). 

23) Six adjacent subassemblies are distorted, causing a flow 

reduction > 64% in all. 

24) Pressure-pulse sensors fail to detect; no reactor trip. 

25) The "chugging" and pressure-pulse generation (points 11 

through 22) continue until a substantial part of the fuel 

of the subassembly is molten and the fuel starts to slump; 

100% melting of the fuel In the core region of the sub­

assembly occurs at approximately t = 6.0 sec. The 

reactivity effects may be either positive or negative, but 

are assumed to be sufficiently large to be detected. 

26) A reactor-trip signal is generated from either power level 

or anomalous reactivity effects. , 

27) The six adjacent subassemblies reach boiling in the core 

midplane. 

28) The cladding of the six adjacent subassemblies fails and 

melts; partial release of fission gas. 

5.5 

5.55 

6.0 

6.0 

6.15 

6.15-

onwards 



50 

Table 5 (cont'd) 

Event 

29) Safety rods introduce negative reactivity* 

30) Molten fuel starts to melt subassembly can wall. It would 

take between 10 and 15 sec to melt through to the cooling 

channels of the adjacent subassemblies. However, since the 

fission power is drastically reduced after the reactor trip 

there will probably be no melt-through, under the assump­

tions made. 

31) The upper parts of the six adjacent subassemblies are 

voided; large sodium vapor bubbles collapse in upper plenum. 

32) The lower parts of the six adjacent subassemblies continue 

to be voided. 

33) Stored heat in hot fuel of affected subassembly is removed 

by "chugging." 

34) Sodium may reenter the six adjacent subassemblies, heat up, 

and be expelled. 

35) As 34). This "chugging" may continue until the major part 

of the stored heat is removed. Then decay heat is removed 

by means of remaining flow or natural circulation. No 

further propagation. 

6.25-6.45 

6.3-
onwards 

* A crucial point in this chain of events is that neither core 
nor scram system have, up to this moment, been distorted to the 
extent as to make insertion of the scram rods impossible, ex­
cept perhaps for rods in the immediate vicinity of the affected 
subassemblies. 

6.35 

6.35-
onwards 

6.45-
onwards 

7.0-7.5 

7.5-
onwards 
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From the chain of events presented in Table 5 conclusions may be 

drawn: 

1. The sequence of events following a total flow blockage 

of a single subassembly is relatively slow compared to the technically 

feasible speed of response of sensors and reactor-trip systems. Though 

clad damage and clad melting occur relatively fast, considerable time 

is needed for any substantial degree of fuel melting. The times subse­

quent to the occurrence of the total flow blockage at which the various 

sensors would be able to give a signal are given in Table 6. 

2. The accident develops relatively slowly because, on the 

one hand, local core accidents have small reactivity effects (so that, 

in the initial stages, the power level remains essentially unaffected); 

on the other hand, a considerable amount of heat is needed to obtain 

any substantial degree of melting of the fuel, 

3. A massive and violent fuel-coolant interaction with high 

pressure pulse, involving molten fuel having a high energy content, 

may be quite Improbable, since the relative "slowness" of the accident 

would tend to preclude attainment of high energy contents, and since the 

conversion factor^^ for heat to mechanical work appears to be small for 

330 cal g"^. The maximum rate of heating, corresponding to a peak 

linear power rating of 15.85 kW/ft, is 47 cal g"̂  s"^. In order to 

attain an energy content of, say, 600 cal g"-̂ , the molten fuel would 

have to remain thermally Insulated for an additional 5.7 sec. 

4. Even under the conservative assumption that many levels 

of protection Instrumentation fail, and the reactor is tripped only 

because of anomalous reactivity effects due to fuel-slumping, the 

propagation of fuel damage should stop before spreading beyond the 

seventh subassembly, assuming that the first subassembly would damage 

only its itranediate neighbors. 

* By "high" is meant >>330 cal g"^; 330 cal g"-̂  corresponds to just 
molten fuel at 2800''C. 
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TABLE 6. Approximate Times Required for Various Sensor Types to 
Generate a Signal Subsequent to Total Flow Blockage of Single 

Subassembly 

Sensor Type 

Flow sensor 

Localized-boiling detector 

Pressure-pulse (bubble-collapse) sensor 

Temperature sensor at subassembly outlet 

Anomalous-reactivity detector (high sensitivity)* 

Anomalous-reactivity detector (low sensitivity) 

Fuel-failure detector 

Approximate Time (sec) 

^ 0.05 

"^ 0.7 

'^ 0.85 

-v. 0.95 

-v 1.0-1.5 

'^ 6.0 

"̂ 15 .0-upwards 

*High-or low-sensitivity anomalous-reactivity detectors are defined, for 
the purpose of the present report, as detectors capable of detecting the 
reactivity effects caused by, respectively, sodium voiding or fuel melt­
down of a single subassembly. 



53 

5, Regarding the comparative merits of the various sensors, 

the following can be said: 

a) The time delay subsequent to a total flow blockage for 

a temperature sensor installed at the outlet of the subassembly to give 

a signal is 'x- 0.95 sec, i.e., % 0.90 sec larger than that for a fast-

response flow sensor. During this 0.95 sec prior to the generation of a 

reactor-trip signal, there is a lower rate of heat transfer from the fuel 

in the region of the core midplane over a period of at most 0.3 sec, be­

cause cooling remains close to normal until boiling starts in the core 

midplane. If one assumes a total delay time for reactor trip of 0.25 sec 

(counted from generation of the reactor-trip signal until insertion of 

negative reactivity starts), and furthermore assumes conservatively com­

plete thermal insulation of the fuel from the moment boiling starts, 

then the fuel in the region of the core midplane could be thermally in­

sulated only for 0.55 sec prior to shutdown of the neutron chain reaction 

due to reactor trip on subassembly coolant outlet temperature. It is 

seen from Fig. 15 that complete thermal insulation for 0.55 sec does not 

lead to any fuel melting. 

If reactor trip were initiated by a low-flow signal generated by 

fast-flow sensors, then sodium boiling could still not be prevented for 

an accident in which the flow reduction is greater than 80% (see Table 4), 

Thus, terminating the accident by means of a reactor-trip signal from 

either low flow or high subassembly outlet temperature would not make 

much difference, since both cases would result in sodium boiling and sub­

stantial clad damage, but not in fuel melting, prior to shutdown of the 

neutron chain reaction. 

It may thus be concluded that, for the accident due to total (or 

near total) flow blockage, the advantage of flow sensors over temperature 

sensors is marginal, 

b) Pressure-pulse sensors installed in the upper plenum 

and sensing the collapse of sodium bubbles in the subcooled sodium of the 

upper part of the subassembly or the upper plenum, are expected to give a 
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signal in 0.85 sec following a total flow blockage of a subassembly. 

The advantage of fast-acting flow sensors over pressure-pulse (bubble-

collapse) sensors is thus even less than that over temperature sensors 

Installed at the subassembly outlet. Bubble-collapse detectors further­

more have the very attractive feature of being "whole-core" sensors, 

i.e., sensors not required to be installed in each individual subassem­

bly. Pressure-pulse sensors might also later sense a larger signal due 

to a fuel-coolant interaction or rapid sodium boiling due to interaction 

with very hot steel. 

c) Localized-boiling detectors have, for this type of ac­

cident, only an advantage of 0.15 sec as regards time delay if compared 

to bulk boiling (bubble-collapse) detectors. Even this advantage may be 

illusory. Since the signal-to-noise ratio for localized-boiling detec­

tion is probably rather low, it may not be feasible to use them in con­

nection with the reactor-trip circuitry. 

d) Anomalous-reactivity detectors of high sensitivity 

(capable of sensing sodium voiding) have, for the same reasons as pre­

sented under item (a), only a relatively small disadvantage in compari­

son with fast flow sensors, since a signal is produced in from 1 to 1.5 

sec following the total flow blockage. However, it may not always be 

easy to obtain a sufficiently dependable signal, so that the reactor-

trip margin may have to be increased so as to give a reactor-trip signal 

only following substantial fuel melting and slumping. In that case the 

time delay could be as high as 6.0 sec. A reactor-trip system with such 

a delay might still be of interest as a backup system. 

e) Fuel-failure detectors are slow and thus do not have 

great usefulness in terminating an accident due to total flow blockage 
* 

through reactor trip. 

* The fact that the fuel-failure detectors are not very useful in the 
context of the accident considered here (stepwise total flow blockage) 
does not at all mean that they are of no importance; quite to the con­
trary. Most slowly developing localized fuel failures inside a sub­
assembly can only be detected in the early stages by means of fuel-
failure detectors. See also p. 61. 
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3. Accidents or Malfunctions Affecting Localized Regions Inside a 

Single Subassembly 

General Aspects. This type of accident or malfunction is due 

primarily to; 

a) Foreign objects lodged in between fuel pins, or fuel 

distortions (e.g., local bulging of cladding and fuel-pin bowing) causing 

localized flow starvations or localized flow blockages inside the sub­

assembly, and 

b) Rupture of fuel-pin clad, causing release of gaseous 

fission products into the coolant, possibly followed by further clad 

damage to other fuel pins due to gas blanketing or coolant flow reduction. 

In order to evaluate the type of accident or malfunction resulting 

from the former, it is of Interest to determine first the safety mar­

gins against flow starvations and flow blockages that exist inherently 

in the system, by making a comparison between LMFBRs and LWRs. Subse­

quently, the possibility and means for early detection will be investi­

gated again with the aim of comparing the merits of the various possible 

sensors. % 

Safety Margins against Flow Starvation and Flow Blockage in 

Localized Regions of a Subassembly. LMFBRs have a very compact packing 

of the fuel pins compared to LWRs, so that the probability for the occur­

rence of local flow starvation or flow blockage would seem to be higher 

for the former than for the latter. On the other hand, the heat-transfer 

characteristics of the liquid metal coolant relative to those of water 

tend to compensate to some extent for this disadvantage. 

As is well known, burnout occurs in LWRs whenever the local heat 

flux exceeds the local value for the critical heat flux. This latter 

value depends on the local values of enthalpy, flow, and pressure. Burn­

out can take place even if the bulk temperature in the coolant channel is 

still below saturation; in fact, the phenomenon appears to be most violent 
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under those circumstances, 

In LMFBRs of presentT<Jay design burnout is not dependent on a local 

critical heat flux value.* All that is required to avoid "burnout" is to 

avoid boiling. Since the coolant saturation temperature is relatively 

far removed from the highest nominal operating temperature of the coolant 

in an LMFBR, a larger safety margin against localized flow starvation is 

available than for LWRs. 

In the following, the safety margin against localized flow starvation 

will be determined first. Only a very qualitative evaluation will be 

presented here, the primary objective being not so much to provide re­

sults of high accuracy, but rather to gain a feeling for the magnitude 

of the safety margins available. 

It is assumed that a flow starvation of a certain severity exists 

in a localized region inside a subassembly, extending over a certain 

axial height. The evaluation is here limited to the case in which the 

flow starvation extends radially over a limited part of the cross-sec­

tional area of the subassembly, so that the overall subassembly flow does 

not change much. 

It is conservatively assumed that no flow mixing takes place along 

the length of the flow-starved region (i.e., no coolant from surrounding 

colder regions enters the flow-starved region), and furthermore, that no 

radial heat transfer through conduction from the flow-starved region into 

the colder surrounding regions occurs. By neglecting, in this way, all 

radial heat transfer, the radial dimensions of the flow-starved region 

do not enter the results (provided, as mentioned above, that the overall 

subassembly flow is not changed much). 

The expression giving the dependence between the flow in the flow-

starved region and the allowable axial height of the flow-starved 

As mentioned before, at much higher heat fluxes than encountered in 
present-day LMFBR designs the concept of a "local critical heat flux" 
would need to be considered also for liquid metal coolants. 
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region, which would Just not lead to sodium boiling, is 

, T - T 
G \ sat o ^̂ ^ 
G / (dT/dH) 

where 

AH denotes the axial height (cm), of the flow-starved region 

measured from the point where the starvation occurs in the 

direction of the flow; 

G denotes the specific flow in the flow-starved region 

(g cm" 2 s"-^); 

G denotes the nominal value of the specific flow (g cm~^ s"-'-); 

T denotes the coolant saturation temperature at the downstream 

end of the flow-starved region considered ("C); 

denotes the mean value of the axial coolant-temperature 

gradient under nominal conditions in the region considered 

(̂ C cm-1). 

In order to get a feeling for the magnitude of the various quanti­

ties, a calculation is presented below using the data from Table 1, 

namely, % 

Height of core region H = 80 cm 

Coolant temperature at core inlet T. = 443.5''C 

Coolant temperature at core outlet T = 603.7'C 

For a rough evaluation, the heat flux is assumed to be uniform over 

the core height, so that 

i = ^ = 2.0«C cm-

The flow-starved region will be assumed to occur close to the out­

let of the core. The sodium saturation temperature at the outlet of the 

core region under nominal conditions is found to be 1059.l^C. One then 

finds 
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,H = (G ,1059,1^.603,7 ^ 227.6 ^£ 
G- 2,0 " \G 

For a flow starvation with (G/G^) = 0.1, one finds AH = 22.8 cm, 

i.e., a localized flow-starved region close to the outlet of the core, 

in which the flow is reduced to 10% of its nominal value, can thus extend 

over an axial height of 22.8 cm without leading to boiling. 

At the inlet of the core, due to the lower coolant temperature and 

the higher sodium saturation temperature (= 1138.0°C), the safety mar­

gin against boiling would be larger: a localized flow-starved region in 

which the flow is reduced to 10% can extend, at the inlet of the core 

region, over an axial height of 34.7 cm without leading to boiling. 

Similarly, the safety margin against clad damage at the core outlet 

can be determined. For this T in the previous equation is replaced 
sat 

by T ,, the clad failure temperature, which will be assumed to be 800°C. 
cf 

One then finds 

- = {hjC'y^^]^ -( i . 

A flow-starved region close to the core outlet, in which the flow 

is reduced to 10% of its nominal value, can thus extend over an axial 

length of 9.8 cm without exceeding the temperature at which clad damage 

starts. The corresponding value at the core inlet would be 17.8 cm. 

Having thus determined qualitatively the safety margins against flow 

starvation, an attempt will now be made at obtaining an estimate of the 

safety margins against flow blockages. The foregoing considerations have 

shown that increasing the severity of the flow starvation leads to de­

creasing permissible axial heights of the flow-starved region. In the 

limit, a completely blocked region would be allowed to have zero axial 

height. This, however, is not true, because the radial heat transfer by 

means of conduction and convection is not at all negligible. A completely 



flow-blocked region can have a non-negligible geometric extension, be­

fore boiling or clad damage does occur. Of course, as soon as radial 

heat transfer is taken into account the radial dimensions of a flow-

blocked or flow-starved region have to be considered. 
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McWethy ̂  al̂ . ̂ ^ carried out a study in which two cases were con­

sidered: (a) blockage of a single coolant channel, and (b) blockage of 

multiple coolant channels. A coolant channel is defined as the shaded 

area in Fig. 16. Figures 17 and 18 (reproduced from Ref. 19) give the 

time response of the sodium temperature for a single-coolant-channel 

case and for the multiple-coolant-channel case, respectively, with the 

axial height as parameter. These analytical results agree well with 

those found by Fontana et_ al^.^^ Experimental programs in this area are 

underway at ORNL and at ANL, and should produce results soon. 

As is seen for the single 

channel blockage, the tempera­

ture rise, even for a blockage 

extending over 30 cm, would 

lead to a maximum temperature 

increase of only 'v200''C, which 

would presumably not result in 

major clad damage and defi­

nitely not result in boiling. 

For the multichannel case, 

there is little or no radial 

heat transfer, so that a stag­

nant region of only very limi­

ted height would not cause 

trouble (heat transfer in the 

axial direction is taken into 

account). 

Fig. 16. Blockage of a Single Coolant 
Subchannel.^^ 

In summary, the following conclusions may be drawn: (1) LMFBRs 

appear to have relatively high safety margins against clad damage and 

sodium boiling, as caused by localized flow starvation inside a sub­

assembly; (2) for localized flow blockages, the region of stagnant 
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S 

sodium has to extend radially 

beyond a single cooling sub­

channel in order to cause clad 

damage (according to Ref. 19). 

Detection of Flow 

Starvations and Flow Blockages 

in Localized Regions of a Sub­

assembly. It was shown pre­

viously that localized flow 

starvations or flow blockages 

inside a subassembly need to 

have a certain geometrical ex­

tension (axial and radial) before sodium boiling and/or clad damage fol­

lows. The obvious question to ask is whether it is possible to detect a 

flow starvation or flow blockage which has the maximum geometrical ex­

tension that does just not lead to clad damage. 

Fig. 17. Temperature Rise of Stagnant 
Sodium at Three Axial Heights, for 
Single-channel Blockage.^ ̂  

Limiting the evaluation to the extreme case of a total flow block­

age, then it is noted that only a flow blockage affecting a very limited 

number of subchannels (say, between 1 and 4 subchannels) stands a chance 
* 

of not leading to clad damage. Once clad damage has occurred, with 

subsequent fission gas release and possible expulsion of fuel particles, 

the blocked area may extend and the fuel failure may propagate. 

In order to obtain a 10% reduction in overall subassembly flow, 

corresponding to an increase in average subassembly outlet temperature 

of 'V18.5°C, the blocked part of the cross-sectional flow area of the 

subassembly has to be 54% for orifice-type blockages (see Fig. 3), i.e., 

affecting some 290 subchannels. Obviously, if such a large number of 

subchannels are blocked, localized sodium boiling would occur, which 

might affect both flow and outlet temperature of the subassembly to a 

* This does not take into account considerations regarding the proba­
bility of the occurrence of a complete flow blockage extending over a 
cross-sectional area of several adjacent subchannels. In reality, the 
probability of occurrence of a flow blockage of such relatively large 
size may be very low, as it would require debris of certain dimensions 
Uhat could be strained out fairly easily) to be lodged in adjacent sub­
channels at approximately the same height. 
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much larger degree than would 

be the case solely as a conse­

quence of the reduced cross-

sectional area of the flow pas­

sage. 

It appears unlikely that a 

localized flow blockage can be 

detected, before clad damage 

and boiling occur, by means of 

flow or temperature sensors in-
A 

stalled on the subassembly. 

Once boiling does take place, 

detection by means of high-

sensitivity boiling detectors, 

if feasible, may be just as 

fast as flow or temperature 

sensors. When clad damage has 

taken place, a fuel-failure-

detection system would be of 

great importance, particularly 

i^ the rate of fuel-failure 

propagation is small in com­

parison with the response time of the fuel-failure-detection system. 

Detection of Rupture of Fuel-Pin Clad. In cores containing 

some 10^ fuel pins the probability for rupture of the fuel-pin clad 

could be fairly high, especially for burnups of 100,000 MWD/ton or more. 

Fig. 18. Temperature Rise of Stagnant 
Sodium at Three Axial Heights, for 
Multichannel Blockage.^^ 

Judd^ presented plausible arguments that ruptures of fuel-pin clad 

releasing fission gas (and not fuel particles, which could lead to sub­

channel blockages) may have a relatively low probability of leading to 

fuel-failure propagation. If the aperture of the rupture is large, the 

* Some authors suggest that noise analysis of the subassembly flow 
and/or outlet coolant temperature could perhaps give an earlier signal. 
This matter is, however, still conjectural; furthermore, it may not be 
possible to use such an early signal in the reactor-trip system because 
of reliability requirements. 
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total inventory of gaseous fission products in the pin is released in a 

short time. This could only lead to gas blanketing of the neighboring 

fuel pins for a time period too short to cause clad damage (say, less 

than 0.3 sec). If the aperture is small, the stream of gas bubbles oc­

cupies too small a fraction of the subchannel cross-sectional area to be 

able to cause gas blanketing. For apertures of intermediate size, how­

ever, there may still be a possibility of fuel-failure propagation due 

34 
to gas blanketing and flow reduction, even though recent experiments 

indicate that adjacent fuel pins do not have a high probability of being 

damaged by overheating due to gas blanketing. 

Ruptures of the fuel-pin clad that are accompanied by extensive 

clad deformation and possible expulsion of fuel particles could have 

serious consequences in that they may lead to flow blockages and fuel-

failure propagation. In view of the potential danger for flow blockage, 

it would be desirable to locate the subassemblies in which such ruptures 

did occur. 

Some authors have suggested that flow sensors installed on the sub­

assemblies would be capable of detecting fission gas released into the 

coolant subsequent to the rupture of a fuel pin. In the following an 

attempt will be made to determine whether or not flow sensors might be 

useful in this respect. 

One gram of fuel will, at 10% burnup, produce approximately 12 mg 

of gaseous fission products. If a uniform bumup of 10% is assumed in 

the core region, the volume of the fission gas produced in one pin would 

be approximately 760 cm^ at the coolant outlet temperature of 617°C and 

at the subassembly outlet pressure of 1.5 atm. 

The total volumetric coolant flow of the subassembly is approxi­

mately 4.4 X 10"* cm^ s~^ Thus, if all gaseous fission products were 

to be released in 1 sec, then the gas volumetric flow would be 0.25% 

and 1.75% of the total flow at the inlet and at the outlet of the sub­

assembly, respectively. This small flow disturbance of short duration 

could probably not be detected in view of the relatively high "noise" 
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level, which, under ideal laboratory circumstances, was found to be 

'^5% of the flow signal, measured peak-to-peak.^^ Under actual reactor 

conditions, the noise level would probably be considerably higher, due 

to the presence of a large number of parallel channels and the probable 

occurrence of relatively large-scale vortices in the lower plenum. If 

the release times are shorter, or if a number of pins fail simulta­

neously, the possibility of distinguishing the flow disturbance from 

the flow "noise" would be improved. The sensitivity of detecting fuel-

pin failures by using flowmeters may be better than indicated above if 

it can be experimentally demonstrated that the "noise" caused by gas re­

lease is concentrated in one portion of the frequency spectrum. Even if 

the reliability of a flowmeter-fuel-failure-detection system is not sat­

isfactory enough to be included as part of the reactor protection system, 

it may still have value as a system for fuel-failure location if the 

signal from a flowmeter is correlated with a subsequent signal from a 

gross fuel-failure monitor system. Alternatively, in order to be able 

to locate the fuel-pin rupture, it would be necessary to draw continuous 

(small) sample streams from the outlets of each individual subassembly, 

or to resort to tagging or coating techniques. 

4. Accidents or Malfunctions Caused by Errors of Fuel Enrichment 

General Aspects. This type of accident is not limited to 

LMFBRs, but may occur with LWRs. In either type of reactor, fuel zones 

of different enrichment may be used to flatten the radial neutron-flux 

profile and thus improve the overall core performance. It has been 

argued, however, that enrichment errors are potentially more dangerous 

in LMFBRs because of the possibility of positive reactivity effects that 

could accompany fuel movement. 

Two types of enrichment errors should be distinguished: (1) en­

richment errors involving an entire fuel subassembly, and (2) enrichment 

errors in which one or more fuel pins of a certain enrichment are in­

stalled in a fuel subassembly of lower enrichment. Type (1) is in most 

cases caused by a fuel-loading error, in which a subassembly with a cer­

tain enrichment is placed in a core zone of lower enrichment, whereas 

type (2) constitutes an error in fuel-subassembly fabrication. 
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It is possible to reduce the possibility of loading errors in­

volving entire fuel subassemblies by providing subassemblies of differ­

ent enrichments with certain mechanical features so as to make inter­

change impossible. This, however, may affect unfavorably the flexibility 

of the overall fuel cycle. It will, therefore, here be assumed that 

such loading errors can take place. Obviously, the primary defense 

against the occurrence of such loading errors is a very strict adminis­

trative control during the refueling process. However, once a loading 

error of this type has been made, means should in principle be available 

for detecting it at low power during the startup procedure before fuel 

damage ensues. This should not be too difficult. A loading error in­

volving an entire subassembly should show up at low power level, and 

under known flow conditions, as a high (or low) reading of the tempera­

ture sensors installed at the subassembly outlet, in comparison with 

subassemblies that should have the same power. Also, a loading error 

of this type may show up as an anomalous reactivity effect prior to 

criticality. Since adequate detection means are thus available, this 

type of enrichment error will not be further examined in this report. 

In the case of the enrichment error involving a limited number of 

fuel pins, detection prior to the occurrence of an incident is very dif­

ficult, primarily because the effect on either reactivity or coolant 

outlet temperature would be very small. The following treatment is 

limited to this type of error. 

Analysis. Present-day LMFBR designs have a comparatively 

large safety margin against flow starvations. As was shown previously, 

the flow in the hot channel may be reduced to '̂ -50% of its nominal value 

before the coolant outlet temperature reaches 800°C at which clad 

failure initiates. The same safety margins do not obtain for overpower 

conditions: for overpower, the operational limit reached first is not 

the clad temperature, but the fuel centerline temperature and the per­

centage of molten fuel in the cross section of a fuel pin at the core 

midplane. An overpower of 30% of nominal value results in '\'17% of the 

cross-sectional area of the fuel pin being melted in the midplane of the 

core region. Figures 19 and 20 give, respectively, radial temperature 
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Fig. 20. Axial Profiles of Fuel Tem­
perature and Percentage of Molten Fuel 
at 130 and 160% of Nominal Power. 

profiles at the core midplane 

and axial temperature profiles 

of the centerline temperature, 

as well as axial profiles of 

the percentage of melted fuel 

at power levels of both 130% 

and 160% of nominal value. 

A number of mechanisms 

have been suggested by which 

molten fuel in the centerline 

region of a fuel pin could re­

sult in clad damage. One pos­

tulates that the molten UO 

from the centerline region 

seeps through cracks suddenly 

formed in the pellets, thus 

coming in direct contact with 

the clad. Obviously, the pos­

sible damaging effects of 

molten fuel on the cladding 

depend on the fuel pin design 

and on the previous history 

(burnup, etc.) of fuel. 

P. L. Wattelet et al.^^ 

analyzed an accident due to an 

enrichment error, involving a 

limited number of fuel pins of 

a subassembly. Their results 

are reproduced here: 

"A fuel pin in which the 
cladding is defective in 
strength due both to a 
fabrication flaw and sub­
sequent irradiation in­
duced embrittlement is 
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found to fail* only under certain simultaneous adverse conditions. 

The fuel pin is: 

1. the 'hot' pin having adverse engineering and form factors, 

2. defected just above the core center, 
3. operating at 120% of normal overpower (138% of nominal), 

4. irradiated to 5% burn-up. 

"Cases studied in which conditions 3 and 4 were absent did not 

fail, but a fuel pin having all the above characteristics does 

fail. 

"The chronological record of the accident following failure is 
given in Table 3.1-1 (reproduced as Table 7 in the present report) 
in which fuel pin failure propagation, voiding and assembly failure 
propagation are separated for clarity. 

"The main uncertainties in this history of the defective pin acci­

dent lie in the following areas: 

1. Effect of voidage induced pressure pulses on the assembly can 
and especially on neighboring assemblies. 

2. Mode of propagation from pin to pin (here taken to be radial). 
3. The reactivity changes arising from the slumping assembly. 
4. Exactly when shut-down is achieved to alleviate can melt-

through . 
5. Whether significant heat inputs can be achieved into the 

second assembly before shut-down. 

"The main conclusion, however, is that there is an excellent chance 
that no inter-assembly failure propagation will result, especially 
if a somewhat higher flow than 10% is maintained after pump shut­
down. Indeed it would seem that, just as the completely blocked 
assembly accident can be ruled out by design, this accident too 
should not lead to drastic consequences if monitoring devices are 
adequate and if adequate flow is maintained. This is especially 
true in view of the unlikelihood of obtaining just the right condi­
tions for failure to occur, (adverse form factors, defected 
cladding at the right point, wrong enrichment fuel and high burn-
up). 

"The main recommendations which arise from this work are threefold: 

1. That further study be devoted to the case, in particular in the 
areas of uncertainty noted. 

2. That further attention should be given to monitoring instru­
mentation for the detection of fuel failure (sniffers, reac­
tivity meters, noise analyzers, etc.). A sooner indication 
than a high flux signal would be advisable. 

3. That consideration should be given to sizing the residual flow 
following pump shut-down according to the need for protecting 
a damaged assembly rather than for merely removing normal core 

* Failure is defined as the point at which the cladding stress reaches 
the reduced hoop yield strength. 



TABLE 7 

Defective Fuel Pin 

Reproduced from Ref. 36 

(Sec.) 

0.91 

0.95 

4.5 

5.4 

FUEL BEHAVIOR 

A hot defected fuel pin at 5% 
bum-up is subjected to local 
overpower on being loaded into a 
lower enrichment zone and the 
reactor being brought to power 

Fuel cladding attains yield 
stress and fails. 

Fuel ejection due to Internal 
pressures - also fission product 
gases. 

POWER AND FLOW 

Fuel blocks channel and slumps. 

Cladding of peak rod in first 
row fails. 

Fuel ejects from peak rod of first row 
together with fission product gases 

Sodium voiding due to 
fuel/sodium heat transfer. 

Peak pressures of 800 ± 300 psia 
Assembly can yields as pressure 
waves strike - may crack if 
embrittled. 

1.3' of channel voided, pressures 
are down to 670 1 250 psia. 

Voided channel - significant ex­
ternal condensation, pressures 
small 

Vapor and fission gas blanket 
next row of pins. 

Local power at 120% of 
115% of nominal power. 
100% flow in all 
assemblies. 

Power decreasing due to 
-5<: from voidage. 

Slow power decrease coun­
teracted by addition of 
reactivity due to slumping. 



(Sec.) 

5, 

6. 

6, 

7. 

.7 

.6 

,9 

,8 

10.5 

FUEL BEHAVIOR 

Cladding in second row pins fails. 

Fuel ejects from second row pins 
together with fission gas. 

Cladding in third row pins fails. 

Fuel ejects from third row pins. 
First hot pin completely slumped. 

Cladding of fourth to eighth row 
pins fail very rapidly as 
sufficient vapor is produced for 
full blanketing 

TABLE 7 (Cent.), reproduced from Ref. 36 

POWER AND FLOW 

6k due to voiding + 8.2p 

ASSEMBLY FAILURE PROPAGATION 

11.4 Fuel ejects from rows 4 to 8. 
Fuel starts to contact the 
assembly can. 

12.3 First row of pins completely 
slumped. 

12.4 

13.5 Second row of pins completely 

slumped 

14.7 Third row of pins completely 

slumped. 

Assembly can at hot spot fails 
due to high temperature 

Fuel contacts adjacent can at 
local point of failure 

6k > 2C from slumping. 

6k > 5C from slumping 

6k > 10 0 from slumping. 



TABLE 7 (Cont.). reproduced frnm C f 

(Sec.) 

16.3 

18.3 

19.3 

24.3 

28.0 

TIME FUEL BEHAVIOR 

Last rows 4 to 8 completely slumped. 
Fuel In full contact with assembly 
can wall. 

Fuel In center of slumped mass 
reaches 6100°F (Pvap = 200 psi). 

Pressure In slumped assembly high 
(In range 100-1400 psla). 

ASSEMBLY FAILURE PROPAGATION 

Heat input Into adjacent assembly 
may peak at 2.10^ Btu/hr ft^ if 
enough slumped fuel reaches the 
can wall before shut-down. If so 
adjacent wall may reach melting. ' 

Fuel in contact with assembly wall 
reaches 6100°F (Pvap - 200 psi). 

Heat input into adjacent assembly 
slowly rising (•>. 0.4.10^ Btu/hr 
ft ). Adjacent can wall average 
1300-1400°F. Adjacent can wall 
maximum 1700-2000°F. (Cooled 
after shutdown.) 

POWER AND FLOW 

«k > 30c from slumping 
Power on a 20 sec. 
period. 

•Sk = 60c from failed 
assembly. Power reaches 
110% overall reactor 
scrammed. 

Pumps tripped - flow in 
adjacent assembly coasts 
down. 

Flow in adjacent channel 
down to 45%. 

Residual flow in adjacent 
channel 



TABLE 7 (Cont.), reproduced from Ref. 

ASSEMBLY FAILURE PROPAGATION POWER AND FLOW 

(sec.) 

500.0 

No Propagation* 

Heat flux in to adjacent assembly 
approaches 0.5.10° Btu/hr f t . ^ 
Adjacent can wall average at core 
o u t l e t = 1600°F - ±f_ adjacent flow 
i s 12.5% 

Flow of 12.5% 

(If, however, the adjacent flow is 10%, 
then the maximum sodium temperature there 
is 1660°F and above boiling.) 

*Propagation is defined by the failure of the second assembly which is imminent following sodium boiling. 
Therefore, no propagation is defined as the avoidance of boiling sodium temperatures in the adjacent channel. 
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decay heat. This could be achieved by scramming the pumps by 
stages separated by an appreciable delay for reassessment of 
the current condition of the core." 

According to the foregoing analysis, the local core accident, which 

was initiated by the failure of a single fuel pin due to a fuel enrich­

ment error, is terminated, without propagating beyond the affected sub­

assembly, by scramming the reactor at t = 18.3 sec on overpower (110%). 

The overpower is caused by a reactivity increase of approximately $0.60 

due to fuel slumping. No credit was taken for in-core instrumentation. 

Detection of Accidents Caused by Fuel-enrichment Errors. It 

is of interest to evaluate what in-core instrumentation might be able to 

do to mitigate the consequences of the accident considered, especially 

since it may be relevant to question, with respect to the analysis pre­

sented in Ref. 36, whether the power-level control system might not have 

counteracted the reactivity effects due to fuel slumping, so that a 

reactor trip on overpower would not have occurred. In the following, 

the course of the Incident as presented in Ref. 36 is assumed to be 

valid for the purpose of evaluating the capabilities of the various 

types of in-core sensors (no attempt was made at reanalyzing the inci­

dent): 

• % 

(1) Anomalous-reactivity Detector. Rather than relying 

on a reactor trip caused by high neutron flux, it might be considerably 

better to use anomalous-reactivity detectors for generating a reactor-

trip signal. Since the anomalous-reactivity detectors account for 

changes in the position of the control rods, the danger of not detecting 

an anomalous reactivity due to compensating action by the control system 

is eliminated. As was mentioned previously, it is useful to distinguish 

two levels of sensitivity with respect to anomalous-reactivity detectors, 

i.e., high sensitivity (capable of detecting reactivity effects due to 

sodium voiding of a single subassembly) and low sensitivity (capable of 

detecting fuel movement in a single subassembly). 

According to Table 7 , anomalous-reactivity detectors of high sensi­

tivity could detect the accident at t ;̂  10 sec, whereas those of low 
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sensitivity could provide a reliable signal at t % 18 sec. 

(2) Pressure-pulse Sensors. According to Table 7, im­

mediately after the injection of molten fuel from the first failed fuel 

pin Into the coolant, pressure pulses between 500 and 1100 psia are 

generated within the subassembly. Thus there exists, provided that such 

pressure pulses can be detected with sufficient reliability by sensors 

in the upper (or lower) plenum, the possibility for terminating the ac­

cident earlier (with substantial reduction in overall damage to the core) 

than if detected from reactivity effects. 

It is not clear at what point in time pressure-pulse sensors could 

give a reliable signal regarding the occurrence of bulk boiling. This 

would depend on sodium bubbles rising into the upper part of the sub­

assembly or into the upper plenum and subsequently collapsing. Accord­

ing to Table 7, this might occur at t % 10 sec. 

(3) Localized-boiling Detectors. As a means for de­

tecting single fuel-pin failure due to a fuel-enrichment error, lo­

calized-boiling detectors of high sensitivity might be equally fast as 

pressure-pulse sensors, capable of sensing the first pressure pulse, 

since boiling would presumably occur to a substantial degree following 

the Injection of melted UO into the coolant. 

(4) Flow Sensors. Flow sensors Installed on each Indi­

vidual subassembly conservatively cannot be expected to generate a re­

liable signal before a 10% flow change has taken place. According to 

Fig. 3, this might occur when 5A% of the cross-sectional area of the 

coolant passage is affected, or when the fuel failure has propagated to 

the 6th or 7th row of fuel pins. This might be, according to Table 7, 

at t ;;; 10 sec. 

(5) Temperature Sensors. Sensors measuring the coolant 

temperature at the subassembly outlet would presumably be somewhat 

slower than flow sensors. The difference would, however, be small. Ac­

cording to Table 7, one might expect a signal at t ;̂  10 sec. 
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(6) Fuel-failure Detector. The delay in obtaining a 

signal from fuel-failure detectors based on detection of fission prod­

ucts is due, in this case, exclusively to the sampling and detection 

method used, since fission products are released to the coolant at the 

very Instant the accident is initiated. A fast scheme for detection of 

fission products, based on sampling streams taken from the outlet of 

each subassembly, might provide a signal in >, 15 sec following the 

rupture of the first fuel pin. 

A summary of the results of the above considerations is given in 

Table 8. 

C. Accidents or Malfunctions Affecting the Whole Core 

1. Introduction 

The class of accidents or malfunctions to be considered in this 

section is characterized by the fact that from the beginning they affect 

the whole core, or at least a very large fraction. The problems en­

countered in the study of this class are therefore of a different nature 

than those found for the accidents or malfunctions affecting a localized 

region of the core (as treated in Sect. B)*. For the localized accident, 

the main problem is how to obtain as early as possible a dependable 

signal in order to avoid a power excursion and to limit core damage by 

corrective action. For the whole-core accident, however, the problem 

is not so much how to get a dependable signal within acceptable time 

limits, since this is obtained usually without much difficulty, but 

rather to limit, through proper design of core and primary cooling sys­

tem, the highest rate of reactivity insertion due to the accident in 

question, so as to be able to offset reactivity with a technically fea­

sible and reliable reactor-trip system. 

The main accidents or malfunctions of this type are the following: 

1) Loss-of-flow accidents, as caused by: 
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TABLE 8. Approximate Times Required for Various Sensor 
Types to (generate a Reliable Signal, Subsequent to 
Failure of a Single Fuel Pin due to a Fuel-enrichment 

Error 

Sensor Type 

Pressure pulse (fuel-coolant interaction) 

Localized-boiling 

Flow 

Temperature at subassembly outlet 

Pressure-pulse (bubble collapse) 

Anomalous reactivity (high sensitivity) 

Fuel failure 

Anomalous reactivity (low sensitivity) 

Approximate 
Time 
(sec) 

1 

1 

10 

10 

10 

10 

>15 

18 

• 
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a) Loss of power to, or malfunction of, one or more pri­

mary cooling pumps, or 

b) Locked rotor of a single primary cooling pump, or 

c) Rupture of a pipe in the primary circuit. 

2) Reactivity accidents, at full power and at reduced power 

(e.g., at startup), as caused by: 

a) Control-system malfunction or 

b) Gas entrainment. 

2. Loss-of-flow Accidents 

As was pointed out on p.31 , LMFBRs of current design have rela­

tively large safety margins against flow reductions. A flow reduction 

of '\'50% of nominal value will just raise the outlet coolant temperature 

to the temperature of clad failure, SOCC; a flow reduction of '̂ 65% 

will just lead to sodium boiling at the subassembly outlet. Further­

more, as long as sodium voiding is prevent?ed, there are no reactivity 

problems, since the combined reactivity effects of the temperature in­

crease of fuel and coolant is small and generally negative. It is only 

in the subsequent stages of a loss-of-flow accident that reactivity 

effects may become positive due to sodium voiding of the central core 

region and possibly due to fuel melting. 

The most common cause of a total loss-of-flow accident is reactor 

trip (or turbine trip) accompanied by loss of off-site power. In that 

case all power to drive the main primary pumps is lost. The primary 

pumps will coast down due to their inertia and that of the coolant. It 

is important that, during the coastdown, sufficient flow be maintained 

to remove the heat stored in the fuel, while keeping the coolant outlet 

temperature well below the clad-fallure temperature. In order to 

achieve this it may be desirable to increase artificially the inertia of 
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the pumps, e.g., by means of flywheels. Once the coastdown transient 

has passed, sufficient cooling must be provided to remove the decay heat. 

This may be done by natural convection, by means of smaller emergency 

cooling pumps, or by pony motors attached to the main pumps and driven 

from an emergency energy supply (dlesel-generators). 

Partial loss-of-flow accidents (e.g., loss of a single pump) are 

usually less severe than the total loss-of-flow accident. However, two 

types of partial loss-of-flow accidents warrant further attention, I.e., 

the locked-rotor accident affecting a single pump, and the guillotine 

rupture of a pipe of the primary circuit between a pump and the inlet to 

the lower plenum. In the former accident the flow in one loop is assumed 

to suddenly reduce to zero, whereas in the latter accident the coolant 

provided by the pump In the affected loop Is assumed to be lost, and at 

the same time coolant from the lower plenum partly bypasses the core by 

flowing through the ruptured pipe. 

For none of these accidents is there any problem in obtaining a 

signal, because flow sensors on the loop, as well as tachometers, volt­

meters, wattmeters, etc., on the pumps should be able to provide, within 
* 

acceptable time limits, a command signal to trip the reactor. In this 

respect, the problems of protection Instrumentation for LMFBRs for loss-

of-flow accidents are not much different from those for LWRs. 

Figures 21 and 22 give coolant temperatures in various locations of 

the cooling channel subsequent to, respectively, a total loss-of-flow 

accident and a locked-pump-rotor accident (the latter for a two-loop 

plant) in a typical LMFBR (see Table 2 ) , with reactor trip on excessive 

outlet temperature. For both cases, reactor-trip command signals de­

rived from sensors installed on the pumps (tachometer, voltmeter, etc.) 

would obviously have been much faster than those derived from outlet 

temperature, and the resulting maximum values of the coolant temperatures 

would have been lower. However, even for reactor trip on outlet tempera­

ture, the coolant temperatures remain well below the 800°C threshold 

value for clad damage. 

* Compounded accidents, in which loss of flow Is combined with a 
failure to trip, will not be dealt with here. In that case, what would 
otherwise be a small accident not resulting in any core damage may de­
velop into a major accident of the class of a DBA because of the ac­
companying reactivity effects, if a back-up reactivity-in=ertioTi avai-pm 
has not been provided. 
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cluded that protection 

against this type of acci­

dent does not constitute 

any great problem as re­

gards instrumentation, with 
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Fig. 22. Coolant Temperatures vs. Time 
for Sudden 50% Flow-reduction Transient 
due to Locked Pump Rotor. 

Only those accidents 

that start as reactivity 

accidents are treated here. 

Primary sources of direct 

reactivity insertions are, 

as mentioned before, mal­

function of the control-rod 

system and the passage 

through the core of a large 

quantity of entrained gas. 

For the latter, voiding of 

the core region could add 

^̂ $̂3.6 in reactivity (see 

Table 2). A void occupying 

some 28% of the central 

core region could thus re­

sult in a prompt critical 

excursion. 

Obviously, the solution to these reactivity accidents is to attempt 

to minimize, by proper design, the maximum possible rates of reactivity 

Insertion, so as to be able to compensate them with that of the reactor-

trip system. In the case of an accident due to malfunction of the 
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control-rod system this means limiting the reactivity worth per control 

rod as well as the control-rod speed. For the gas-entrainment accident 

one has to avoid the possibility of localized buildup of gas bubbles 

that could suddenly break loose and be swept into the core by the cool­

ant flow. 

Reactivity accidents should be studied both for nominal and for 

reduced (e.g., startup conditions) power levels. The main reasons why 

the course of the accident could be different from these two cases are: 

(a) the negative reactivity coefficient for the fuel temperature becomes 

effective more slowly at low power levels, and (b) at startup conditions 
* 

the nearest point for reactor trip on high neutron flux may be several 

decades removed from the level at which the accident starts, whereas at 

nominal power conditions the set point for reactor trip on high neutron 

flux Is at most some 20% above the nominal neutron-flux value. It Is 

primarily because of this latter difference that the startup accident 

can be considerably more dangerous than the reactivity accident at power, 

since for the same reactivity insertion rate the shortest reactor period 

attained may be much shorter for the former case than for the latter at 

the moment the reactor-trip set point is reached. Since the total delay 

time between generation of the reactor-trip command signal and the actual 

Insertion of negative reactivity is presumably the same for both cases, 

the energy released during this delay time may be much larger for the 

startup accident than for the reactivity accident at nominal power. 

From Fig. 14 it can be seen that it takes 'V'3.5 sec and -vS.O sec at 

nominal power to reach, respectively, 4% and 100% fuel melting in the 

core midplane, starting from full-power operating conditions. From near-

zero power at hot-standby conditions the corresponding values would be 

"̂ 5.5 sec and 7.0 set. 

The energy released in a reactivity accident can be evaluated very 

approximately as follows 

* In many, if not most, present-day power reactors the period trip has 
been eliminated in favor of a source-range and an intermediate-range 
trip, because the period trip has proven to be a potential source of 
spurious reactor trips. 
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Fig. 23. Coolant Temperatures and Re­
actor Power vs. Time for $3/sec Reac­
tivity-insertion Transient. 
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Fig. 24. Reactor Power vs. Time for $l/sec 
Reactivity Insertion from 1% of Nominal 
Power. 

E = ̂  PT 
2 s 

where P is the power peak ex­

pressed as a multiple of full 

power and T the reactor-trip 

delay time. 

Assuming reactor trip to 

occur on power-range high neu­

tron flux, and assuming T = 

0.25 sec, one finds P = 28 and 

P = 44 for the peak power 

levels to be reached during a 

reactivity accident, in order 

to result in 4% fuel centerline 

melting in the core midplane, 

respectively, for accidents 

starting from nominal oper­

ating conditions, and for 

accidents starting from 

zero-power hot-standby 

conditions. 

As examples, Figs. 23 

and 24 Illustrate effects 

of reactivity accidents, 

respectively, at 100% and 

at 1% of nominal power, at 

nominal coolant inlet tem­

perature, and with reactor 

trip on high neutron flux 

at 120% of nominal power. 

The reactivity-insertion 

rates are, respectively, 3 and 1$ s"-'̂. The maximum values of the power 

reached are, respectively, 470% and 157% of nominal. These values are 

much lower than those calculated previously to result in fuel-centerline 
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melting, so that no.fuel damage occurs for either. 

In conclusion, it can be stated that reactivity accidents for 

LMFBRs do not entail instrumentation problems very different from those 

encountered with LHRs. 
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III. SENSORS AND MEASUREMENT SYSTEMS 

(by W. C. Lipinski, T. P. Mulcahey and K. Porges) 

A. Introduction 

The environmental requirements for sensors are determined by appli­

cation, i.e,, whole-core measurements vs individual-subassembly measure­

ments. In general, the environmental conditions are more severe under 

in-core conditions of individual-subassembly measurements. In addition, 

in-core sensors must be as small as possible so as not to cause signifi­

cant perturbations In the variable being sensed. Space limitations and 

accessibility miist be considered in the overall problem of transmitting 

information from the sensor to outside of the core of an LMFBR, and in 

the installation and maintenance of the sensors, cables, and connectors. 

In general, sensing a particular variable represents the first step 

in a protective chain. In the simplest case, the measured variable is 

compared to a limiting value In a comparator circuit; if the measured 

value is outside of limits, i.e., high coolant outlet temperature, low 

subassembly flow, etc, protective action ensues. In other cases, cir­

cuits in addition to a comparator circuit may be required to process 

the information obtained from a sensor, i.e., reactivity meter, and the 

sensor and circuits are more appropriately classified as a system. 

The overall reliability of a protection system is directly related 

to the reliability of the individual components. The failure modes of 

the individual sensors are of paramount Importance. Unsafe failures 

require periodic testing to uncover a sensor failure or, alternately, 

more advanced methods must be used to program high and low limit values 

on the sensor output throughout the plant operating range. 

Due to inherent random variations around the mean value of a 

measured variable, limitations are imposed as to how close a trip limit 

may be set with respect to the mean value of a variable. Similarly, 
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any errors in calibration, or sensor or circuit drift can influence 

trip-limit settings. 

The instrumentation and control portion of the LMFBR Program Plan 

describes the state-of-the-art and outlines the development work which 

remains to be done for sensors, components, circuits, and systems in 

support of the LMFBR safety program." The specific tasks relating to 

safety instrumentation are: 

Task 

4-

4-

4-

4-

4-

4-

4-

4-

4-

4-

4-

4-

4' 

3. 

3. 

•4. 

• 5 . 

• 5 . 

• 5 . 

-6. 

-6, 

-7 

-7 

-7 

-7 

-7 

3. 

4 

2 

1 

3 

,4 

.1 

.2 

.1 

.3 

.5 

.7 

.10 

Systems for the Detection and Location of 

Failed Fuel 

Systems for the Detection of Incipient Boiling 

in Sodium 

Priority 

1 

1 

1 Applications for Computers 

Multiplexing for Transmission of In-core Signals 3 

Cable for Electrical Transmission 1 

Connectors for Electric Signal Transmission 1 

Metals for Sensors and Cables 1 

Electrical Insulators for Sensors and Cables 1 

Sensors for the Detection of Neutrons In and 

Near the Core 1 

Temperature Sensor for General Use 1 

Sodium Flow Sensors for Use on Fuel Assemblies 1 

Pressure Sensors for Use In or Near Core 1 

Sodium Level Sensors 1 

The LMFBR program plan includes a comprehensive list of references 

and a bibliography which documents prior work. Therefore, no attempt 

has been made to duplicate the material of the program plan in all its 

detail, but a brief review of TREAT, SEFOR, and EBR-II, and some of the 

latest developments in safety instrumentation are described. Areas re­

quiring future development are indicated. In order to obtain a better 

comparison with respect to the measurement of a specific variable, the 

experiences at facilities for each variable are grouped according to 

the specific measurements. 
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Boland*^ has discussed the general aspects of In-core instrumenta­

tion for thermal and fast reactors. He gives operating principles of 

in-core systems, accompanied by schematic diagrams. 

Sensors 

Introduction. Whole-core as well as local-flux probes have a 

number of different safety missions, each requiring certain performance 

characteristics (see p. 73 ). In particular, prevention of a startup ac­

cident calls for a fast-acting flux probe which senses the whole core; 

loading errors or flux tilt due to other causes can be detected by 

local probes, etc. These problems are, to be sure, familiar ones in 

power-reactor instrumentation; however, LMFBR plants, in comparison with 

conventional water-cooled reactors, imply considerably less favorable 

detection conditions and more severe environmental conditions. 

To cope with these problems, one may choose a conservative or an 

Innovative approach. Conservative design would aim at the maximum ex­

ploitation of instruments which have a demonstrated reliability with a 

minimum number of changes required to meat stricter specifications; this 

not only takes advantage of established performance, but also makes use 

of maintenance personnel training, two important safety considerations. 

At the same time, a consistently conservative policy must eventually 

lead to a situation in which further adaptation produces unsatisfactory 

results at considerable expense. When this stage in development of an 

instrument channel is reached, it is well if a certain Investment in 

new and different possibilities has meanvjhlle uncovered an alternative 

system. An innovative Instrumentation policy thus must necessarily 

take the long view, bearing in mind that safety-instrument Innovation 

can defeat its basic purpose if the new system yields only marginal 

improvements in performance while presenting maintenance personnel with 

new problems which inevitably generate some psychological resistance. 

To merit Intensive investigation, new approaches must offer substantial 

prospects of Improvement, whether such improvements involve Increased 
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stability and durability of sensors, reduced calibration and maintenance 

requirements, or considerably enhanced performance parameters, such as 

sensitivity, speed or reaction, and background discrimination. These 

remarks apply especially to flux-sensing channels; a number of new 

sensing and processing methods have been proposed in recent years, 

while it is increasingly difficult to make do with conventional methods. 

In the following, we shall consider both conventional and unconventional 

methods, and attempt to assay the adaptability of each approach. 

Whole-core Flux-level Sensing. Flux-level sensing during 

startup requires a fast response to the level and its rate of change. 

The hostile environment, as well as the mechanical design, of LMFBR 

cores militates against detectors of adequate sensitivity being located 

in the core itself. Thus, a fairly large number of flux sensors, lo­

cated peripherally at a certain distance, is called for by various 

design studies for a 1000-MW LMFBR plant. The sensors specified in 

these plans are conventional, if radiation-hardened, fission chambers; 

electronic processing of signals is not described in detail. 

The preference for fission chambers over other flux sensors is 

dictated by their very considerable capability to reject y-tay input 

in the pulse-counting mode, which is largely a matter of mean fission 

track ionization versus Compton electron ionization; during startup of 

an aged core. Intense gamma radiation from long-lived fission products 

and other induced activities calls for the most efficient discrimination 

possible by any means. 

Estimates of the degree of discrimination available from conven­

tional fission chambers vary, partially because the gamma background 

is usually measured in R/hr,a unit which does not reveal the energy 

spectrum of the incident radiation on which the counter pulse-height 

spectrum necessarily depends. In principle, gamma background results 

largely from Compton electrons released in the counter wall and other 

surfaces, whence counter geometry and gas pressure must be expected to 

have a strong influence on the mean pulse height; the intensity in­

creases with the atomic number of wall materials. Further considerations 
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of this nature, such as plleup, are discussed In Appendix A of Ref. 39. 

The fission-to-gamma pulse-height ratio for typical commercial counters 

• is very roughly 10^ »'̂ *'Ithis can be somewhat improved by closer plate 

spacing as described in Appendix B. 

Although this degree of gamma rejection Is probably adequate for 

startup in an LMFBR core, three difficult problems remain which have not 

thus far been solved in a convincing manner. The first Is convenient 

readout over a range of more than 10 decades; another, connected with 

the first, is counter deterioration, in particular, due to burnup of 

fissionable coatings; third, also intimately connected, optimal siting 

of detectors with respect to the core. A number of studieŝ "̂'*'* have 

shown that signals from a single, necessarily highly efficient fission 

chamber can be processed in such a way as to secure flux and period 

sensing over the full range. 

Such a fission chamber, however, is rapidly depleted if located 

where it has the necessary sensitivity for startup purposes. Typical 

full-power fission rates in counters possessing an effective area of 

10^ cm^ and 200-ug/crâ  coating thickness come to 4 x 10° fis/sec-cm^ or 

1.2 X 10^^ fis/yr-cm^. The coating thickness of 200 yg/cm^ls near the 

upper limit of usable coatings and corresponds to 3 x 10^^ atoms 

uranium/cm^, which implies a depletion of the order of 4%/yr. 

With several detectors, maintenance problems are magnified, but 

siting can be flexible. A further solution adapted at several ORNL re­

actors of water-cooled design is a servo-feedback system through which 

a single counter is withdrawn into a region of attenuated flux,'^^ whence 

this counter can span the whole power regime while maintaining its cal­

ibration for a time comparable to the life of the plant. The problem 

of calibration would become considerably easier if a calibration channel, 

essentially Immune to deterioration, could be provided to check other 

detectors. A channel of this sort is under development. It is based 

on Cherenkov light sensing of prompt gamma radiation in a gaseous 

medium; by adjusting the gas pressure, one can, in principle, discrimin­

ate against the softer decay radiation.^^~^^ Flux-level sensing through 
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gamma detection at intermediate and full power has been discussed by 

several authors. "*8"51 In the absence of a calibration channel, fission 

chambers must be calibrated periodically against irradiated foils.which 

implies considerable problems; such calibrations can be supplemented 

by bumup calculations. Finally, burnup can be ameliorated by breeding. 

Deterioration of insulation, filling gas, and even metal components of 

fission chambers suggest, at any rate, a policy of frequent replacement. 

These problems are to some extent common to systems both with a 

single sensor and with a number of sensors of different sensitivity. 

However, the latter type of system admits at least the possibility of 

withdrawing those counters which have the highest sensitivity after their 

job is done to a milder environment, where both their fissionable coat­

ing and physical structures are not significantly deteriorated. Counters 

for the intermediate and power range may be located at greater distance 

from the core or shielded, whence their life is extended. This strategy 

implies certain switchover problems, which can be ameliorated by pro­

viding adequate overlap between operating ranges. This question is 

evidently closely connected with the means chosen for extracting flux-

level information from the signal delivered by sensors of various types. 

Pulse counting in the source range, and mean-square-current readout in 

the intermediate and power ranges have been discussed. Further remarks 

on the mean-square readout technique are presented in Appendix A. Where 

several detectors are used to span the range, one can build a certain 

amount of gamma rejection into the detectors for the higher power ranges; 

such "compensated" chambers deliver current signals only and are thus 

most directly exploited by dc-current amplification, although Campbell-

ing may also be used if a further increase of the operating range is 

desirable. On the other hand, special pulse chambers may be employed 

to obtain digital operation over the whole range from startup to full 

power. Considerations of statistics require that a given counter run 

at some 10^ cps when another counter is reaching its saturation limit. 

For that reason, conventional fission chambers and electronics, which 

develop several microseconds of deadtime per event, are hardly adequate: 

four or more separate detectors and three or more switchovers would be 

required to span the whole power range. With current pulse equipment. 
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however, the same range can be covered with two sensors; a third may 

then be Inserted to smooth switchover through extended overlap. 

Current pulse operation, discussed in Appendix B, is also likely to 

improve the performance of a Campbelllng channel for similar reasons. 

Practical performance criteria of various means of spanning the whole 

operating range are presented in Table 9. 

Enlarging on the entries of that table, it may be stated that 

analog systems such as a "Campbelllng" channel may not achieve the 

long-range stability of a digital system, even when the utmost is done 

to stabilize their performance. With regard to noise, the large number 

and variety of noise sources within a wide range of frequencies which 

one finds at a reactor plant site again appear to favor a digital solu­

tion. Thirdly, pulse-counting channels can be readily maintained at a 

desired operating point by pulse-Injection techniques'^ in contrast, a 

Campbelllng channel can be checked out only by interrupting normal 

operation and injecting a test signal. Finally, on-line digital compu­

tation, which is likely to be provided in the future for startup as 

well as for other chores, is directly compatible only with a digital 

system, but evidently requires an additional ADC for analog readout 

systems; the ADC, in turn, must be regulated somehow against drift. It 

may further be added that switchover problems, which are sometimes 

cited as a distinct disadvantage of digital, multicounter systems, 

pertain only for the most primitive, count-and-dump scheme of obtaining 

the mean channel count rate and its derivative. Digital hardware 

techniques^^t^*^ have been described which smooth that particular problem. 

The single sensor system, with pulse counting in the lower and 

mean-square measurement in the upper power range, has been recently 

developed into operational systems^^»^° which will be extensively 

tested in the next few years. The pulse-counting channel is made slow 

because this is believed to provide the best compromise between the 

different requirements of the mean-square-current and pulse readout. 

The resultant deadtime of the order of 2 ysec limits pulse counting 

to 2 X 10^ at 10% error. A self-correcting count-rate meter^^ can, 

however, be employed to reduce this error to less than 1%. If 
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TABLE 9. Comparative Evaluation of Three Systems of Power-level Sensing 

System a. Pulse counting throughout range, employing two or three sen­
sors (special fission chambers and cables) with 200-MHz 
current-pulse amplification and fast logic. 

System b. Single sensor, sensitivity adequate for source range; pulse 
counting in source range, mean-square-current readout in in­
termediate and power ranges. 

System c. Single sensor, sensitivity adequate in source range, servo-
actuated withdrawal. 

A. Construction and Installation 

1. Siting and Hardware 
a. Requires a number of channels, cables, and other hardware. 
b. Single channel and cable. 
c. Single channel and cable, but requires access for withdrawal 

system. 

2. Mechanical Problems 
a. No special problems unless withdrawal is used (see Item 3). 

b. No special problems. 
c. Considerable mechanical complexity with several peripheral 

sensors; single centered channel may be possible. 

3. Durability 
Favorable if most sensitive detectors can be withdrawn. 
Unfavorable; single counter must be sensitive for source range, 
thus depletes strongly in power range. 

c. Favorable; even, low depletion. 

B. Electronics (Signal Processing) 

1. Stability 
a. Favorable, largely digital. 

b. Less favorable; considerable stabilization of analog circuitry 
required. 

c. Favorable. 

2. Switchover and Matching 

a. Problems with two detectors, only marginal problems with three 
detectors, provided that suitable electronics are used. 

b. Does not apply. 
c. Does not apply. 

On-line Testability 

a. Pulse-injection testing can maintain constant performance; im­
mediate failure detection. 

b. Surveillance interruption required for testing; hence, failure 
detection depends on test interval. 

c. Same as Item a. 
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Table 9 (Contd.) 

4. Computer Compatibility 
a. Directly compatible; constant-statistics readout of power level 

and period at minimum delay through computer or hardware digital 
calculator possible over entire range. 

b. Not directly compatible; requires several analog circuits. In­
cluding ADCs. 

c. Same as Item a, 

5. Noise Sensitivity 
a. Favorable, only Input stage is noise-sensitive; considerable 

immunity to noise below MHz frequency range, 
s^^^ Relatively sensitive to noise throughout analog paths, 
c. Same as Item a. 

difficulties should be experienced with gamma pileup, it should still 

be possible to reduce the pulse width through the preamplifier and 

introduce any desired integration at the mean-square channel input; in 

fact, the prevailing gamma background may well call for a system which 

employs wideband techniques for the pulse regime and thus can deliver 

up to 10'' cps, as discussed below. It is evident that the extension of 

the overlap region to a higher decade results In a commensurate im­

provement in statistics as well as benefiting background subraction; at 

the same time, of course, reduction of the pulse length has a very 

marked influence on pileup.^^ Tests in a,representative gamma background 

can best determine whether wideband pulse techniques are called for; In 

this survey, it is opportune to point out that highly reliable amplifiers 

and logic circuits with nanosecond risetimes, routinely employed in 

nuclear and high-energy physics for the past several years, are commer­

cially available at modest cost. 

To sum up, whole-core flux sensing for a LMFBR implies a number of 

problems resulting from higher backgrounds, wider power ranges, and 

stricter performance requirements In comparison with conditions typical 

for thermal-flux power plants. Several possible solutions to these 

problems, involving both hardware development and electronics develop­

ment to a varying degree, have been surveyed. The case for digital 

techniques has been stressed somewhat more strongly, because such tech­

niques, familiar in experimental physics, are still not widely applied 

in reactor instrumentation. 
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Tn-r.ore Neutron Detectors: Monitoring of in-core neutron 

flux in reactor plants is chiefly required for purposes of control, 

which falls outside of the specific area of interest of the present 

survey. Safety considerations come into play, however, in connection 

with the detection of loading errors and similar possible causes of 

local flux distortions, as well as in the detection of delayed neutrons-

one of several methods through which cladding failure can be detected. 

The latter topic is discussed elsewhere; in this section, only neutron 

detectors potentially suitable for local flux detection are considered. 

Such detectors must be physically small, possess a very consider­

able degree of radiation and environmental insensitivity. and also must 

develop a signal which can be conveyed through long cables without sub­

stantial attenuation or distortion. Typically, a neutron-flux sensor 

may be incorporated in a capsule or dry well provided for temperature 

sensors; such temperature test points are planned for some LMFBR de­

signs in every subassembly flow channel and will be attached to the 

upper grid structure. Neutron sensors potentially capable of meeting 

these stringent specifications Include mainly two types: self-powered 

detectors and miniaturized fission detectors. Since self-powered de­

tectors have some design features which make them particularly re­

sistant to radiation and temperature, this type of sensor appears to 

be of considerable interest and warrants a thorough discussion with a 

view of assaying its potential application in a fast-neutron spectrum 

and large gamma background. This survey attempts such an assay, con­

centrating on aspects which have not been thoroughly covered in a grow­

ing number of publications on the subject.^^'^^ 

Self-powered detectors, in brief, directly collect the charge de­

veloped by a conductor embedded in an insulating medium, when this 

arrangement is immersed in a large flux of nuclear radiation. 

As the voltage developed across the insulation is very low, the 

quality of insulation (which inevitably deteriorates due to radiation 

damage) is far less important than for high-voltage devices such as 

ionization chambers. Consequently, a thin layer of insulation suffices. 
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which allows the device to be made very small. The neutron-sensing 

element is usually a foil or wire, which can be readily combined with 

a thermocouple junction.^^ Differential readout of two detectors allows 

a certain degree of background subtraction.66-75 Inherent background 

discrimination is secured through choice of materials, with considera­

tion of neutron capture cross sections as well as other cross sections, 

beta-decay half-lives, and decay energies, as discussed in detail in 

the following. The presence of beta decay Implies a certain equilibriation 

time for the readout. The specific use of these detectors for neutron-

flux monitoring appears to have been first considered by Mlttelman et al.,67 

although the observation that cables immersed in a radiation flux deliver 

weak dc currents was made considerably earlier. Tests of self-powered 

detectors in water-cooled plants have established their performance in 

relatively mild gamma backgrounds; the small size of the sensing head 

makes this type of sensor very useful for flux plotting. The very low 

detection efficiency* is a clear advantage in measuring correspondingly 

large flux levels; gradual depletion of the sensing element under con­

tinuous exposure can be coped with through calculations or periodic re-

calibration. 

A major question remains, however, concerning the ability of this 

type of sensor to discriminate against large gamma backgrounds en­

countered in LMFBR plants, and even larger backgrounds in LMFBR plants 

with vented fuel. In water—cooled plants, self-powered detectors owe 

much of their performance quality to the choice of electrode materials 

with relatively large thermal-neutron capture cross sections; this 

advantage is again absent in typical fast-breeder neutron spectra. It 

thus appears that self-powered detectors suitable for use in LMFBR 

plants may well require somewhat different choices of materials and 

possibly other changes as well to achieve adequate performance. To 

consider this question, a somewhat more detailed discussion of the 

basic mechanisms through which charge is transferred between different 

Typically, 0,1 pA/lÔ '* (thermal) neutrons/cm^/sec 
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media immersed in a neutron and gamma flux appears to be pertinent. 

Other aspects of self-powered detector design have been thoroughly 

covered 66-75 

In this discussion, we neglect heavy-charged-particle emission or 

recoil as contributing only negligibly to charge transfer; we further 

neglect slow electrons, which do not have sufficient range, and con­

centrate attention on fast electrons. Such electrons are generated 

directly by beta emission and internal conversion, as well as indi­

rectly by various processes involving hard gamma radiation. For heavy 

elements. Auger electrons following K-shell internal conversion or 

photoelectric gamma absorption also have sufficient energy to contribute 

a certain charge-transfer current. The rather complex history of events 

leading to electron emission can best be coped with by considering cer­

tain case histories in conjunction with their mirror images or obverse 

histories. Integration over the appropriate coordinate space, and over 

electron range distributions and other variables, yields partial cur­

rents proportional to differences in certain averaged macroscopic cross 

sections. This affords at least a qualitative picture of the dependence 

of signal and background currents on the choice of materials and geometry. 

We shall first apply this treatment to beta decay and internal 

conversion, and then to electrons resulting from local neutron capture, 

followed by local gamma-to-electron conversion processes. To simplify 

discussion, parallel slab geometry is assumed. A beta decay at some 

interior point Pj in the detector slab, with the emitted electron com­

ing to rest at some point P2 in the surrounding insulator, has the 

obverse process of a beta decay at Pj. with the electron stopping at Pj. 

if one may neglect for the present actual differences in beta-range 

distributions. With the further assumption that the slab is thin 

compared to the mean beta range, one thus obtains a net electron loss 

from neutron capture processes leading to beta activation in the whole 

slab, and a net gain from neutron captures activating nuclei in the 

surrounding medium up to a distance amounting to the mean electron 

range. The net charging rate or current due to beta emission should 
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thus be directly proportional to the difference between macroscopic 

cross sections only: 

where ^ is the neutron flux, Z _ the macroscopic capture cross section 

of the detector electrode medium, and Z _ the macroscopic capture cross 

section of the surrounding insulating medium; cross sections and flux 

are understood to be appropriately integrated. Consideration of 

electrons whose ranges are short in comparison to detector slab thick­

ness leads to essentially the same result. 

Internal conversion (IC), usually followed by additional electron 

emission through the Auger process, may be either prompt (in connection 

with neutron capture) or delayed (In connection with beta decay). Much 

as the case of beta decay just treated, it involves, only a single co^ 

ordinate Integration. Let P_ = IC overall probability for electrode 
E 

nuclides (formed by capture and/or decay) and P_ = IC overall probability 

for surrounding nuclides; then the signal current contribution amounts 

to 

^^VWE-WS)- • (2) 

Small conversion probabilities are, as mentioned, partially compensated 

through the generation of several electrons per event; these electrons 

can contribute to charge transfer to the extent to which their generally 

modest ranges permit them to escape from the electrode. This considera­

tion suggests very thin electrodes, which, however, still must have 

adequate conductivity to prevent the buildup of a local field opposing 

electron transfer. Equations 1 and 2 further point to the Importance 

of choosing a large activation cross section, consonant with the re­

quirement that the electrode must be a good conductor and tolerate 

high temperatures, and the further requirement of fast decay i.e., short 

half-life for the neutron capture product. The Insulator must contrari­

wise have a small cross section, in which case insulator decay is 

relatively unimportant. Unfortunately, strong differences in capture 
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cross sections are available only for thermal capture. Thus, the net 

current contribution due to direct beta emission is strongly reduced 

in a fast-neutron spectrum; moreover, the decay of any activity induced 

in the insulation will inevitably influence the equilibration time. 

Certain insulators, such as quartz (with a 2.6-hr half-life for ^^Si), 

are therefore clearly undesirable; even alumina (2.3-min ^®A1) or 

magnesia (9.5-min ^^Mg) may make the response too slow. Beryllia 

(2.7 X lO^-yr'^Be) appears most suitable, considering further that this 

material has a very soft beta emission which tends to reduce the second 

term in Eqs. 1 and 2, and thus improves the net current. A final re­

mark may be added: the presence of activities featuring electrons of 

relatively high energies and therefore large range in the coolant re­

quires shielding of the electrode by a sufficient thickness of insula­

tor; the detector thus cannot be arbitrarily small. 

^ Elwtrntt 
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Fig- 25. Charge-transfer Histories 

Turning now to the more 

complex cases of electrons 

generated by external con­

version of gamma rays, a 

schematic diagram may be 

helpful: such a diagram, 

depicting two charge-transfer 

histories and their obverse 

histories, is presented in 

Fig. 25. The history labelled 

'A" involves neutron capture 

at internal point Pj, accom­

panied by gamma emission. 

The gamma photon subsequently 

generates a fast electron, 

say through Compton scatter­

ing, at internal point P^; 

the electron penetrates the 

electrode surface and comes 

to rest at external point Po. 

The obverse process. A', 

file://'/PJ/jnolor
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starts at the image point Pf and proceeds by analogous stages to P3. 

Another history which leads to charge transfer, Case B, has an internal 

starting point ?i, external conversion point ?2 and internal end-point 

P3; whence, an electron is gained by the electrode slab. The obverse 

history, from PJ through P3. takes away one electron. Again, inte­

grating over all pertinent coordinates, one readily finds a net charg­

ing rate 

where Z „ and 2 _ are mean conversion cross sections which include 
YE yS 

Compton scattering and photoelectric conversion, but not pair production. 

We note, further, that gamma-ray emission In all these processes may be 

connected directly with neutron capture or else indirectly following 

beta decay. The net current contribution is considerably smaller than 

any contribution from beta decay, since two coordinate integrations are 

Involved; this is, however, made up for to some extent by the multipli­

city of gamma radiation. 

This exchausts the list of processes for which mirror image or ob­

verse cases can be found, and which therefore are necessarily confined 

to a distance of the order of the electron range. From further away, 

only processes which are analogous to histories A"" and B"* contribute to 

charge transfer: gamma rays emitted by neutron capture anywhere (or, 

for that matter, following beta decay anywhere) may reach the detector 

region and thereby cause an electron to pass across the electrode-

insulator interface in either direction. The current due to these 

events is given by 

where Z' is the macroscopic cross section for neutron absorption, 

averaged over various materials situated in various neutron fluxes (J)"* 

and adjusted for solid angle, as well as attenuation. 



96 

Combining all currents, we obtain a net charge-transfer rate 

+B(ti'i:'(z „- z: „). (8) 
^n n Y E Y S 

The constant A represents mainly another integration over the coordinate 

space defined by the mean electron range; constant B represents inte­

gration over the whole external space, solid angle, and attenuation. 

Increasing detector size thus only affects the relative magnitude of 

the second term in comparison with the other two terms, which approxi­

mately scale with size. The third term, of course, contains the main 

background due to that component of the gamma flux which arises from 

long-lived activation and fission products (short-lived decays as well 

as capture and fission gamma flux may be considered as contributing to 

the signal). The objective of designing a detector responsive to the 

neutron flux with a short equilibration time is to make the third term 

small in comparison with the other two. Since this is indeed very 

difficult to achieve for a fast-neutron spectrum, there remain only the 

alternatives of devising a subtraction, or else to attempt to make 

^YE ~ ^YS ^^ small as possible, which will also eliminate the second 

term. The latter stratagem implies materials of comparable density and 

atomic number for Insulator and electrode, with, however, entirely 

different neutron absorption properties. One possible approach would 

be the use of different Isotopes of the same element, which would make 

such a detector, assuming it could be constructed to meet other speci­

fications, rather costly. Subtraction would only require two electrode 

media of very different neutron absorption and similar gamma absorption, 

or electrode and insulating media with arbitrary but different proper­

ties. Let such a choice result in the equality 

f nE, - n s J - ( * ; / * „ ) - ] (^,, - V j = a [ A ( Z„,^ . .^^^) 
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where subscripts 1 and 2 refer to the two detectors, respectively, while 

a is a scale constant; then current subtraction with proportional scaling 

yields a net difference current 

"^nS, (1 + PsJ-^-- |l + Pc-ll ^ • (1°) 

It must further be considered that proportional subtraction rather than 

direct subtraction will result in incomplete removal of charge-transfer 

effects in the cable, which therefore must be subtracted beforehand; 

this calls for a design with two heads and four cables. 

In sum, the design of self-powered neutron sensors for LMFBR safety 

applications involves a number of difficult problems for which possible 

solutions, suggested here, still remain to be tried. A final design 

would then further require extensive testing for reliability and en­

durance. 

These problems lend some emphasis to alternative devices, such as 

fission counters, which will now be briefly considered. The design of-

practical fission counters, particularly counters available from com­

mercial sources, reflects the principal market for these counters in 

reactor control. Accordingly, design has centered on large, highly 

efficient detectors which deliver linear output over a very wide range 

of neutron flux. Such detectors also require a relatively large col­

lecting voltage, which implies insulation-noise problems. It may be 

pointed out, however, that miniaturized counters with a uranium wire 

electrode and correspondingly small volume can develop an adequate col­

lecting field with much smaller applied voltages; sufficient gas ion­

ization can be maintained by raising the pressure. Detection efficiency 

in a fast-neutron spectrum, as well as depletion rate, can be designed 

to have values representative of self-powered detectors. Background 

discrimination, on the other hand, would be representative of other 

fission counters, if operation in pulse—counting mode Is possible. For 
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that purpose, the connecting cable must be somewhat more massive than 

required for self-powered devices; further, the cable must be dimensioned 

to have an impendance which can be matched by a common-base input ampli­

fier in order to take advantage of the excellent background-discrimination 

capability of wideband current-pulse amplification. Problems resulting 

from filling-gas deterioration and fission product buildup may be solved 

by occasional gas renewal through a gas flow channel in the cable. 

Yet another possibility in providing neutron sensing with particularly 

good gamma discrimination lies in the employment of miniature corona-spark 

counters with a fission source. The voltage required for such counters, 

to be sure, is relatively high, but the available signal, pulses of more 

than 50 V, can be easily distinguished against any channel noise. Spark 

counters have the lowest gamma sensitivity of any known nuclear detectors 

and deliver signals which require no amplification. On the other hand, 

the endurance of these detectors is unknown, while the maximum count 

rate and therefore the flux range over which linear readout is obtained 

are limited by considerable deadtime. In designing a suitable device, 

considerable experience is available from the development and operation 

of similar devices designed for somewhat different purposes, such as 

flux plotting.''^ 

2. Temperature Sensors 

In reports by Popper and Knox,77 Hochheiser.^S and Shepard.^^ current 

practice and problems in temperature measurement are summarized. 

Of the base-metal thermocouples, chromel-alumel is preferred for 

nuclear reactor service because it is relatively immune to thermal-

neutron transmutation and because in-service experience has been accumu­

lated at various reactor installations. For longtime service, the upper 

useful temperature is about llOO'C. which corresponds to the expected 

sodium outlet temperature during a transient. Commercially fabricated 

l/8-in.-OD, stainless steel-sheathed, MgO-lnsulated, type K (chromel-

alumel) thermocouples with insulated junctions provide better than 0.5% 
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accuracy up to 900°C and have time responses as fast as 0.5 sec for 

a step change in temperature,^^ 

More accurate temperatures can be obtained with resistance thermometers, 

and under ideal conditions temperatures to within 0,01*'F can be measured. 

Long-term thermal-cycle tests to 800°C at Oak Ridge National Laboratory 

are now demonstrating drift stability within 1% for commercial, ceramic-

insulated, metal-sheathed, platinum resistance thermometers. Further de­

velopment might produce a temperature sensor for use in fast reactors, 

if problems of nuclear transmutation, high-temperature insulation leakage, 

sensor size, and slow thermal response can be overcome.^^ 

TREAT Experience. Thermocouple measurements of transient coolant 

temperatures have been made using stainless steel-sheathed thermocouples 

of 0.10-cm OD. The time response of the thermocouple for flowing sodium 

was estimated to be about 0.023 sec. 

SEFOR Instrumented Fuel Assembly, The coolant thermocouples 

consist of chromel-alumel junctions (0.012-in.-diameter wire), MgO insu­

lation, and Inconel sheathing (0.062-in. OD and 0.009-in. wall thickness). 

The time constant is less than 0.1 sec, 

EBR-II Instrumented Subassembly, All coolant thermocouples are 

of swaged construction, with chromel-alumel thermoelements, alumina insu­

lation, and Type 304 stainless steel sheaths. This type of thermocouple 

has performed reliably in environments similar to those of the EBR-II 

core region. 

Subassembly inlet-coolant temperatures are monitored by a thermocouple 

of either 0.04- or 0.0625-ln. diameter attached to the lower end of the 

lead conduit. This thermocouple extends up through the conduit to a 

point above the bulkhead, where it is attached to flexible chromel-alumel 

lead wires. Outlet-coolant temperature is monitored by an identical 

thermocouple attached to the upper end of the conduit. 
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The results for the XXOl instrumented subassembly have been 

reported and the actual measured values were very close to the pro­

jected values.81,82 

New Developments 

Thermoelectric Method. A temperature-measuring device which 

offers the additional feature of locating the position of peak tempera­

ture along the transducer is offered for special measurement problems. 

The "Magic Wire" transducers of Continental Sensing, Inc., available in 

three diameters; 0.15, 0.20, and 0.225 cm, can measure temperature in 

the range from 93 to 1093°C with an accuracy of + 1% calibration. 

The location range is 93 to 760°C, and only the largest wire also 

has the location feature. Magic Wire consists of a thermoelectric pair 

plus a third, insulated conductor having a negative temperature coeffi­

cient, all uniformly compacted into a metallic sheath. 

As the temperature reaches a maximum at some point, the shunt im-

pedence is lowered, and an output emf equivalent to the standard 

millivolt output is generated at this point. If several nonequal peaks 

are located along the length of the transducer, the output emf will 

correspond to the highest temperature. The third wire is used in an 

ac bridge to determine the location of the peak temperature. 

The time response of temperature measurements using this device is 

not much different from thermocouples of similar dimensions and mater­

ials. The speed of response of the determination of the position of 

peak temperature is not available and should be determined. If out-

of-pile and in-pile tests are performed, they should use complete 

systems. 

Acoustic Method. An acoustic method of measuring high tempera­

tures, based on the temperature dependence of sound velocity in solid 

sensors, has been used in several applications, and is now under de­

velopment for application to fast reactors in measuring fuel, claddinu-
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and coolant temperatures.^^j^'^ 

The system is basically comprised of four parts: transducer, lead-

in, sensor, and an electronic instrument. The transducer consists of 

a coil wound around a suitable magnetostrictive wire. The coil is 

pulsed, producing an elastic deformation in the wire. An axial wave 

then propagates along the wire, and is reflected according to the 

materials and geometric configuration of the line. On return to the 

coil reflected waves generate a signal due to an Inverse magnetostrictive 

effect. A single thin wire, of ̂ -l-mm diameter, occupies less space 

than any practical thermocouple pair. 

The time interval between reflections emanating from the beginning 

and end of the sensor is a measure of its average temperature. This 

time interval can be automatically measured and displayed on an oscillo­

graph or a commercially available device such as the "Panatherm" produced 

by Panametrics, Inc. Since extensional and torsional waves propagate 

at velocities proportional to the square root of Young's modulus, E, 

and the modulud of rigidity, G, respectively, it is necessary to 

consider all the possible mechanisms by which the environment may affect 

these moduli. 

The effect of reactions of sensor materials with oxide or carbide 

fuel materials, absorption or rejection of poorly bound alloying agents 

such as carbon, nitrogen, or chromium from unstabilized stainless steels 

used as claddings, and the oxygen, carbon, nitrogen, and other dissolved 

impurities in the coolant must be considered before confidence in this 

technique is justified. Radiation effects are estimated to be small. 

Candidates for sensor and lead-in materials have been narrowed to 

W, Re, Ta, Mo, and their alloys for high temperatures and also to stain­

less steel for temperatures below 870"C. The velocity-temperature 

characteristics of these materials determine the accuracy of the tempera­

ture measurement in conjunction with the sensor length. For example, 

assuming a time resolution of 0.1 ysec, the length of a rhenium sensor 

required to yield an accuracy of +1% at 2500°C is one inch. 
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Tests performed with empty prototype cladding of the type used in 

EBR-II fuel demonstrated the feasibility of using the tube itself as an 

ultrasonic sensor to measure its own average temperature. The effects of 

the fuel the fuel and sodium bond, however, remain to be investigated. 

Further, the use of the spiral spacing wire as a sensor was also demon­

strated for possible use in measuring coolant temperature external to the 

clad. Sodium immersion tests performed at Argonne National Laboratory 

demonstrated that the ultrasonic thermometer can work in sodium. Also, 

a rhenium sensor was tested at temperatures up to 2760°C. 

This application of ultrasonics shows great promise, but much addi­

tional development is necessary to realize the potential. The time 

response is about 100 msec, but this can be decreased by using larger 

sampling frequencies. Problems arise from spurious echos due to kinks and 

fastenings. 

3. Flowmeters 

The quantitative measurement of coolant flow through individual sub­

assemblies or channels in a liquid-metal-cooled fast reactor requires a 

sensor which is reasonably accurate, has a short time constant, and can 

reliably operate at temperatures up to 1400''F in a fast-neutron and gamma 

flux environment. Sensors examined for this application include: per­

manent and electro-magnet flowmeters, eddy-current flowmeters, and turbine 

flowmeters.^5 The mechanical configuration of the megnetic or eddy-

current flowmeter can be of either the flow-through or probe type. 

A transit-time flowmeter employing analysis of thermocouple tempera­

ture variations by noise techniques has been proposed, but additional 

development is required to achieve the required accuracy and transient 

response.8S ^6ther methods of measuring assembly flow such as differen­

tial pressure (Venturi type) flow meters, vortex generators, impact 

measurements, and sonic techniques, have also been proposed. 
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The principle of magnetlc-flowmeter operation is based upon 

Faraday's law of induced voltage.^® As the conducting liquid flows 

through a tube positioned in a stable magnetic field, a potential is 

developed across the tube and at right angles to the field in a flow-

through type of flowmeter. This potential is proportional to the 

volumetric flow rate of the liquid and the magnetic flux density. In the 

probe-type assembly, the magnets are enclosed in a tube and sodium flows 

past the outer surface of the tube. Successful application of the magnet­

ic flow meter depends on developing magnets capable of producing a stable 

magnetic flux at temperatures up to at least 1200°F in the presence of 

nuclear radiation. 

The electromagnet flowmeter operates under the same principle as the 

permanent-magnet flowmeter, except that a coil is used to produce the 

magnetic flux. The electromagnet flow meter has the following disadvan­

tages: a large amount of power and current is needed to produce a modest 

flux, the power is not easily transmitted to the meter through reasonable 

sized leads, and the coils are relatively large. 

The eddy-current flowmeter consists of ac-operated primary and sec­

ondary sets of coils electromagnetically coupled to a conducting fluid 

whose flow is to be measured. The coil system is balanced such that, with 

an ac current in the primary winding and with the fluid stationary, there 

is no induced voltage in the secondary winding. When the fluid moves, the 

pattern of the Induced currents in the fluid is distorted and the condition 

of balance no longer exists. The resulting induced secondary voltage 

serves to measure the fluid velocity.^5 Successful application of the 

eddy-current flowmeter depends on developing coll assemblies capable of 

withstanding the high temperature, rates of change of temperature, and 

nuclear radiation. 

Turbine-type flowmeters have been used successfully to measure flow 

rates in fuel subassemblies of many water-cooled reactors and have also 

been used, with limited success, to measure sodium flow rates in out-of-
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pile loops operating at temperatures up to ISOOOp. Successful applica­

tion of the turbine flowmeter depends on developing bearings for operation 

in the high-temperature sodium and high-temperature sensing coils capable 

of withstanding nuclear radiation. 

TREAT Experience. Electromagnetic flowmeters have been used rou­

tinely in the TREAT loop experiments.^1^ Their response is essentially 

limited by that of the recording oscillographs used for transient data 

('̂ '3000 cps, or higher, depending on the galvanometers). In addition, 

during a severe loop meltdown with seven EBR-II pins, the loop flowmeter 

detected the flow of molten uranium.^" 

SEFOR Instrumented Fuel Assembly. A permanent magnet flowmeter, 

mounted on the bottom of the instrumented fuel assembly, consists of an 

Alnico VI cylindrical magnet canned on the inside and outside with 0.020-

in.-thick stainless steel tubes. The meter has an overall length of 7 in. 

and an outside diameter of 1.84 in. The inside diameter of the test model 

was 1.20 in., but other throat sizes are used to conform with the orific-

ing pattern across the core radius. The design flow rate is from 12 to 

72 gpm. The meter was tested in a sodium flow loop at temperatures up to 

1000°F. At 72 gpm, the meter generated a signal of 12.5 mv. The 

measured strength of the magnet was 648 G. 

EBR-II Instrumented Subassembly. A permanent-magnet flowmeter was 

selected to sense coolant flow rates in the prototype subassembly. This 

selection was based upon successful operation of a similar unit for over 

2000 hr up to 1000°F. ^^-^^ 

The following design criteria have been established: 
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Geometry Hexagonal 

Distance across flats, in. 1.728 

Overall length, in. 9.188 

Flow conduit ID, in. 0.625 

Maximum flow rate, gpm 60 

Press.ure drop at 53 gpm, psi 12.5 

Integral extension lead wire 

Wire size 24 AWG 

Wire length, in. 82 

Sheath diameter, in. 0.125 

Based upon the expected magnetic flux density and conduit inside 

diameter, a sensitivity of 0.325 mV/gpm is anticipated at a sodium tem­

perature of 800°F, or about 10.5-mV output at the maximum flow rate 

(60 gpm). 

The results for the xxOl instrumented subassembly were very close 

to the projected values.^1»^^ 

New Developments: In support of FFTF, probe-type flowmeters 

are being developed. In order to circumvent the problems encountered 

with magnets at high temperatures, effort is focused on flowmeters using 

the eddy-current principle.^ 
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4. Pressure Measurements 

The pressure-measuring techniques used in liquid metal systems 

measure the displacement of an elastic member or the amount of force 

necessary to restore the elastic member to an undisplaced position. 

The displacement of the elastic member as a result of applied pressure 

may be measured directly by means of a transducer contacting the elastic 

member, or indirectly by measuring the change in volume of a cavity which 

includes a diaphram or bellows on one side, a capillary, and a measuring 

elastic member connected to a transducer. Several systems have been used 

in which the capillary is functionally replaced by a push rod. 

The displacement of the elastic member may be measured by a wide 

variety of transducers: 

a) Differential transformer 
b) Strain gage 
c) Variable inductance 
d) Potentiometer 
e) Null balance 
f) Oscillator 
g) Capacitor 
h) Photoelectric 
i) Ionization 
j) Magnetostrictive 
k) Thermionic 

The major problems encountered in measuring pressure In liquid metal 

systems are the high temperatures and the damaging effects of liquid 

metals on the materials used in the sensor portion of the transmitter. 

Of the above listed transducers, the ones that may be reasonably expected 

to function in high-temperature liquid metal systems are the first three 

listed. A discussion of the individual advantages and disadvantages of 

the listed transducers has been given by Slocomb.^"* An evaluation of 

potential pressure measurement instruments for sodium service in FFTF was 

given by Crocker.^^ 
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TREAT Experience. Pressure transducers exposed to the high 

transient radiation fields in TREAT respond to both reactor power and 

integrated power.^6 Power sensitivity has been essentially eliminated 

by use of certain variable-reluctance transducers or by means of a 

balancing circuit. For the miniature strain-gauge units used, signals 

proportional to integrated power have been as high as '̂ '15% of full scale, 

(This sensitivity appears as a smooth "zero change" and has been toler­

ated.) A variable-reluctance unit has been shown to have greatly de­

creased sensitivity to integrated power. Because of the relatively high 

dynamic range predicted to be necessary for ceramic experiments in which 

pin failure may be followed by rapid thermal mixing between coolant and 

fuel at "^1500''Cy these transducers have been adapted for service in ad­

vanced TREAT Integral loops.^^ This device is similar to the transducer 

selected in an independent study as most suitable for the SNAPTRAN-2 

transient pressure measurements.°°»°^ 

5. Core Vibration Sensor 

A comprehensive review of the different types of high-temperature 

accelerometers has been made by Michels, Wilson and Wiegand. •'•''̂  

The ANL program on piezoelectric acceler(5meters currently centers 

on evaluation and use of a particular accelerometer with an advertised 

range of I I S C F , Gulton Industries model number 4972. This type of 

accelerometer has been used with separate flexible cable (asbestos in­

sulation), separate semirigid cable (1/8-in. stainless steel sheathed), 

and integrally welded semirigid cable (120 ft long, 1/8 In. in diameter, 

and stainless steel sheathed). This accelerometer was first used at the 

Core Components Test Loop (CCTL) in conjunction with the boiling-detection 

program. A second use involved the vibration monitoring of the top, 

center, and bottom of the two steam superheaters at EBR-^^I, In this 

application, the bottom accelerometer became unusable when heated above 

BOO^F, but regained its sensitivity upon cooling. 

The main advantage of the high-temperature piezoelectric vibration 

sensor is its broad frequency response. The acceleration signal is 
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derived from the force-to-charge conversion by the piezoelectric 

crystal, with an inertial mass loading one crystal face and the accel­

eration loading the other crystal face. The low-frequency cutoff is 

determined fay the combination of shunt capacitance of crystal and cable, 

and conductance of amplifier and cable. Two approaches are to use high 

input-impedance voltage amplifiers or low input-impedance charge ampli­

fiers. For high-temperature transducers, special charge amplifiers have 

been designed to offset low cable impedance (by Kistler and Gulton). 

The upper frequency limit of accelerometers is determined by the mechanical 

resonance between the inertial mass and transducer compliances. This 

frequency varies in value between 20 and 150 kHz for most piezoelectric 

accelerometers. The customary practice in measuring acceleration is 

to cut off frequencies electrically at one-fifth to one-third of mechani­

cal resonance, depending on the desired accuracy of acceleration measure­

ment. 

The design of high-temperature piezoelectric devices is quite diffi­

cult because of the wide thermal range involved. Several manufacturers 

are trying to develop sensors to operate at 1200°F and above for hot 

monitoring of jet engines (current fast—reactor applications require 

negligible numbers of units). Obtaining crystals to operate in this 

range is now feasible, with the recent availability of lithium niobate. 

Conventional accelerometers which use lead zirconate-titanate, quartz, 

or lead metaniobate are not operable above 700 to 800°F. Gulton's 

accelerometers use a custom ceramic which irreversibly degrades between 

1150 and 1200°F. Other high-temperature piezoelectric materials are 

gem-grade tourmaline, which has low output, and lithium gallate, which 

is extremely brittle and still a laboratory curiosity. Piezoelectric 

materials can take high compressive loadings, but will fail at com­

paratively small shear or tensile loads. Thus, mechanical design for 

a wide temperature range must include sufficient compressive preload 

at room temperature to prevent crystal fracture upon heating and cooling. 
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C. Measurement Systems 

1. Boiling Detection 

The possibility of boiling liquid metals in proposed fast breeder 

reactors (LMFBR) which have a positive void coefficient has led to a 

search for various methods of detection of either incipient boiling 

or of nucleate boiling. The various methods and general approaches are 

indicated under Task 4-3.4, Systems for the Detection of Incipient Boil­

ing in Sodium, of the LMFBR Program Plan.37 of prime importance for any 

detection system is that It be able to detect boiling and cause corrective 

steps to be taken before significant damage can occur to the core. 

The primary methods of detection of Incipient or nucleate boiling 

being considered at this time are: 

a) acoustic; 

b) neutronic noise; 

c) ultrasonic. 

Of these, only the ultrasonic method has the ability to detect Incipient 

boiling; a boiling detector based on ultrasonics gives information about 

local conditions and must be placed In the core at positions where boil­

ing is most likely to occur. The other two methods can possibly be used 

to detect small amounts of nucleate boiling. 

The method receiving perhaps the most effort at this time is the 

acoustic method. This method can detect boiling only after it has 

occurred and thus does not qualify as a detection system for incipient 

boiling. The method to date shows great promise as a boiling-detection 

system, but the boiling may be masked in a background of cavitation 

noise from pumps, etc, plus vibrational noise from other parts of the 

reactor system. This background noise may be so strong as to obliterate 

completely noise due to small amounts of boiling in the core. What is 

needed is an alternative method Insensitive to noise not related to void 

formation in the core. 
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An alternative to acoustic boiling detection is neutronic-noise boil­

ing detection. This method is based on reactivity effects due to the 

variation of core physical characteristics such as sodium-bubble formation 

and collapse, giving rise to fluctuations in the neutron flux. The 

fluctuation in physical characteristics may be composed of three components: 

a) density fluctuation due to sodium void formation by bubbles; 

b) temperature fluctuation due to local thermal effects; 

c) mechanical fluctuations due to vibrations of nearby fuel pins 

due to bubble growth and collapse. 

The effect of the bubble void on reactivity is position-dependent.^"' 

Since the sodium-void coefficient is positive near the center of fast 

reactor cores and negative near the boundaries, there is obviously a 

position where it is zero. Boiling at such a position would be impossible 

to detect through analysis. However, it may be possible still to detect 

boiling from variations of temperature, vibrations, neutron energy spectrum, 

or spatial shape. Secondly, since a detector receives neutrons from a 

significant portion of the core, the effect of a small amount of boiling 

would be "smeared out" thus only large amounts of boiling would be de­

tectable. Still another objection is concerned with the filtering effect 

of the reactor in transmitting high frequencies. This objection is re­

moved somewhat in a fast reactor since the bandwidth is increased by 

about three orders of magnitude over water reactors, thus including 

effects on the power spectrum to about 10 kHz, an order of magnitude 

higher than that expected from the growth and collapse of sodium vapor 

bubbles in a subcooled liquid. 

Acoustic Boiling Detection. Sounds generated by flowing coolant 

and pumps tend to obscure boiling signals. 1°2,1", 106 i^ ^^e NaK-cooled 

Dounreay Fast Reactor (DFR), the British have successfully detected boil­

ing at full-flow operation. Boiling was produced in the NaK coolant by 

electrical heaters. !<"* Acoustic emissions caused by the boiling were 

detected by microphones attached to rods which were inserted through the 

reactor vessel cover into the reactor coolant. The lower end of each 

rod was in the coolant just above the core. This successful detection 

of liquid-metal boiling might be explained partly by the fact that DFR 
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has electromagnetic pumps which produce only moderate turbulence despite 

in-core flow rates of 30 fps (9 m/s). However, fast breeder reactors 

for electric-power production most likely would use the more efficient 

mechanical pumps to produce high flows. How these pumps would affect 

acoustic boiling detection is still an unresolved question. 

Acoustic_ Monitoring of EBR-II. To determine how background 

noise might affect boiling detection in a liquid-metal-cooled system 

en5)loying mechanical pumps, Anderson monitored two sodium systems,^^^ 

EBR-II at the National Reactor Test Station (NRTS) in Idaho, and the 

Core Components Test Loop (CCTL) at Argonne*s sodium facilities. It was 

found that appreciable flow and pump noise existed in these systems, 

which may make boiling detection more difficult than for the case of 

the DFR. 

It was found from monitoring EBR-II that the acoustic sound level 

at full-flow conditions was independent of reactor power for 0, 25, and 

50 MWt, and remained relatively constant during full-flow operation dur­

ing the 10-day monitoring period. The most significant results during 

these tests were obtained during reduced-flow operation for a reactor 

physics test. As motor speed was reduced to lower the flow velocities, 

the frequency spectrum of the accelerometer At the motor housing clearly 

showed harmonics generated by the bearings. Frequencies and amplitudes 

of these harmonics were directly proportional to motor speed between 54% 

flow and full flow (810 rpm). In contrast, sonic and ultrasonic spectra 

from the throttle valve and the holddowns maintained spectrum shape, but 

dropped rapidly in amplitude with decreasing flow rate. For the three 

holddowns, ultrasonic spectra below 20 kHz were comparable, but above 

20 kHz they differed markedly. These spectral differences could be 

caused by different coupling to mechanical structures, and to placement 

and bonding of individual accelerometers. However, removing and refasten-

ing one accelerometer had no effect on signal output. The fact that the 

spectra were essentially unchanged at 54% flow, suggests that spectral 

peaks above 20 kHz may be caused more by geometry than by the acoustic 

source. It may be coincidental that holddown No. I, showing the 

noisiest signal, was closest to one of the two centrifugal pumps. 
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Acoustic Monitoring of the Core Components Test loop. As 

an independent check on the flow-dependent background noise in EBR-II. 

Anderson monitored acoustically a similar sodium-flow system, the Core 

Components Test Loop. Both EBR-II and CCTL have variable-speed control 

of centrifugal pumps to control flow, secondary-flow throttle valves, 

argon atmosphere over the sodium, and equivalent system pressures. Test 

conditions at the CCTL were 1050°F (520°C), with sodium flowing at 400 gpm 

through 4-in. pipe, at 125-ft head, and for a pump speed of 1000 rpm. 

For these tests, two accelerometers rated to 1150°F (620°C) were mounted 

on sodium-filled components. One accelerometer was fastened to a base 

support of the test vessel, and the other to a rod welded onto the pump 

discharge line. Conventional accelerometers were attached to the upper 

pump housing, which incidentally proved quite useful when a slight bind­

ing developed in the face-seal bearings. Acoustic noise level at the 

bearing location was monitored and recorded on 24-hr circular charts, 

allowing the test program to be completed on schedule without a shutdown 

due to the pump. 

When compared to the primary-sodium-flow noises at EBR-II, signals 

from the sodium flow system at CCTL had similar amplitudes and flow-

related characteristics. Ultrasonic frequencies were attenuated by the 

relatively massive accelerometers (30-kHz resonance). but signals could 

be observed up to 20 kHz. As for EBR-II, a noise threshold occurred 

near 50% flow. At the noise threshold Individual "pops" appeared to be 

'V'lO-kHz sine waves, decaying with a time constant of 10 to 20 msec. To 

check the decay behavior of reverberant sound, a hydrophone was pulsed 

to create sounds inside a water-filled tank of similar construction to 

the CCTL test vessel. From these tests, the decay of ultrasonic energy 

(20-100 kHz) corresponded to an equivalent sound-energy absorption co­

efficient at the tank wall of only 2 to 4%. In addition, amplitude of 

reverberant sound pressure at the wall of the water-filled tank was 

greater by an order of magnitude than the pressure of the original sound 

pulse. 
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From these results, it was concluded that in sodium-cooled fast 

breeder reactors, the presence of flow-induced background noise will 

complicate acoustic detection of boiling sodium. Extrapolation from 

subcooled boiling tests in water indicates that flow noise and expected 

boiling noise may be comparable. Therefore, even if boiling experiments 

show boiling sodium to produce more sound than in comparable water 

geometries, sensitivity of an acoustic boiling-detection system in a 

fast breeder reactor still may be limited by flow noise. 

High-temperature Sensor Development. In order to resolve 

the sensitivity problem, high-temperature sensors to be directly im­

mersed In sodium systems are being developed. Sensors for this type of 

application are as yet unavailable from commercial sources. For reactor 

use, the irradiation behavior of the piezoelectric material lithium 

niobate is being examined. Lithium niobate remains piezoelectric to its 

Curie temperature of 1210°C, but oxygen loss from the crystal may limit 

its use to below SOO^C. 

Neutronic-noise Boiling Detection. The state-of-the-art of 

neutronic-nolse boiling detection was reported as part of an overall 

effort to determine the feasibility of developing a system for detecting 

the onset of boiling in proposed sodium-cooled LMFBR cores. •'̂'̂^ 

The bulk of the literature on neutronic-noise boiling detection is 

based on experimental applications to water-cooled thermal reactors. 

Several researchers have detected anomalous noise which they attributed 

to boiling, although the evidence in some cases was Inconclusive. Dis­

crepancies have also appeared in the various reported results. Extrapo­

lation of these results to LMFBRs is further complicated by the differences 

between the two types of reactor systems. For example, the frequency-

filtering effect of an LMFBR is less than that of a thermal water reactor. 

Also, the boiling bubbles in low-pressure liquid metals are likely to be 

much larger than in high-pressure water. Further research is required 

to determine the nature and importance of these differences. 
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In view of the inadequacy of the available information, it was 

recommended that an evaluation of the maximum sensitivity of neutronic 

methods of boiling detection in LMFBRs be initiated using a more basic 

approach. This approach should rely heavily on theoretical studies to 

identify and evaluate all aspects of boiling-induced neutron fluctuations, 

including fluctuations in energy spectrum and spatial shape. 

With regard to data acquisition and processing, more recently de­

veloped methods of statistical data analysis, such as fast Fourier trans­

form algorithms, cross-correlation, and polarity correlation, should be 

explored because of their potential in decreasing computational times. 

Theoretical identification of the nature of boiling-induced neu­

tronic noise plus the data requirements of the computation procedure will 

determine the criteria for the data-gathering instrumentation. Evalu­

ation of the feasibility of developing the required instrumentation will 

be a prime consideration in evaluating the feasibility of neutron-noise 

boiling detection. 

The state-of-the-art report concluded that feasibility of a sodium-

boiling detector is within the realm of existing technology, but that 

further theoretical and experimental research is required to demonstrate 

the feasibility of neutronic-noise techniques for detection of boiling 

in LMFBRs, and that many problems related to boiling-induced neutron 

fluctuations, data gathering, and computer processing of such data must 

be resolved before an effective system can be developed. 

2. Fuel-Failure-Detection System 

"Cladding failure" or "fuel failure" are somewhat unspecific desig­

nations of complex phenomena ranging from unobtrusive cracks or pinholes 

in the cladding to a violent disintegration of cladding and fuel. Safety 

considerations are involved in even milder types of failures to the ex­

tent to which there are reasons to believe that such failures can eventually 

lead to more serious consequences. Specifications for equipment instru­

mentation for cladding-failure detection thus embrace a wide choice of 
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requirements with respect to speed, quantitative indication, reliability, 

and location of the faulty pin in the core. 

Most possible requirements - except perhaps quantitative resolution 

and speed - can be met by adapting instrument schemes originally de­

veloped for use in water- and gas-cooled reactors. Some of these have 

already been tested on existing llquld-metal-cooled reactors, while others 

would still require considerable engineering development. In addition, 

advantage may be taken of recent improvements in nuclear detection and 

computer technology which should allow some different approaches. In 

adapting existing systems. It is important to heed the lessons learned 

by experience with similar installations. One of these lessons, which 

will be stressed in this survey, is the requirement for adequate signal 

processing or filtering; another is the need for early planning of any 

hardware \irtiich must go into the plant. 

Considering, first, minimal failures of the pinhole type, means are 

readily available to disclose such failures without location. The most 

convenient and sensitive scheme of discovering loss of hermetlclty of any 

fuel pin is to look for relatively long—lived volatile fission products 

in the gas blanket. The signal is somewhat obscured by the presence of 

tramp uranium in the coolant, as well as by pjrevlous leaks. New leaks 

can be readily observed, however, insofar as accumulated fission gases, 

under considerable pressure inside the cladding, are expelled rapidly 

enough to cause a significant increase of fission products in a monitor 

loop through which the blanket gas is circulated. Detection schemes 

must discriminate against residual sodium vapor as well as activities 

Induced in the blanket gas and its normal impurities. This discrimination 

is readily feasible by the "charged wire" method; ̂"̂ "̂-̂  •'̂̂  the same method 

has also been developed with charged plates or rods. ̂  ̂  ̂ "̂  •'•̂  For increased 

sensitivity, the activity may be stripped from the wire and retained in 

a small detection volume^^^ viewed by a detector which Is set for a 

specific activity. In lieu of the "charged wire" scheme, gas chromatography 

has been successfully used on some plants.-^ ̂ "̂̂  ̂ ^ The sensitivity of an in­

tegrating scheme can be simply estimated if one may assume that the overall 

transport time of the system is comparable to, or less than, the half-life 

file:///irtiich
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of the activity. The equilibrium concentration of that activity contained 

in the gas volume enclosed by the cladding is then volumetrically sampled 

by the counting system. To estimate the equilibrium concentration, the 

porosity of the fuel pin at operating temperature must be known; this 

information is difficult to establish for specific fuel. However, both 

theoretical estimates and experience'!^ suggest that pinhole failures are 

indeed detectable. 

It may be added that discrimination against tramp uranium and other 

background can be readily enhanced by tagging fuel pins with a suitable 

gas, i.e., a gas which activates to a convenient half-life and does not 

readily dissolve in the coolant, such as any noble gas (except, of 

course, the blanket gas). Tagging is also useful in connection with 

location, as discussed below. On the other hand, the appearance of 

activity in the gas blanket does not indicate the degree of failure, 

and thus could be connected with a relatively benign pinhole or, equally 

well, with the structural failure of one or several pins. In the latter 

case, other monitors, discussed further on, should also yield a signal; 

hence, the degree of failure can be Inferred in principle from several 

failure detectors even when one of these has relatively poor inherent 

discrimination capability. 

Gas-blanket monitoring clearly fails wtien fuel pins are vented, as 

has been proposed in some LMFBR designs. For any other type of fuel 

the relative simplicity and reliability of a gas-blanket monitoring in­

stallation commends its use for general surveillance, and for confirmation 

and discrimination in connection with other systems. 

With regard to the question of locating pinhole (or more extensive) 

failures, gas-blanket monitoring can effect a more or less precise 

location if subassemblies are tagged by including specific volatile 

isotopes in the internal gas plenum of the fuel pin or by bonding non­

volatile tags into the fuel. The judicious use of both methods can 

evidently further discriminate between pinhole-type and more extensive 

failures. Both schemes are at present well-established by tests; details 

are briefly described in Appendix C. 
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Other available techniques of failure location involve sampling of 

each subassembly or group of subassemblies with a view of discovering 

the presence (or enhanced presence) of fission products. Technical 

possibilities of sampling are further discussed below. If it is assumed 

for the present that sampling streams of coolant are somehow available 

outside the reactor enclosure, it should be readily feasible to separate 

entrained volatile fission products from such a stream by sparging with 

helium; the sparging stream would probably require further removal of 

remaining sodium vapor and could thereupon be scanned by a charged-wire 

system. The system, to be sure, cannot afford to integrate, if It is 

reasonably assumed that such a system cannot be provided for each sub­

assembly; hence, coolant streams from subassemblies must be cycled through 

the sparging system for a given time. Charged-plate systems have been 

specifically designed for such cycling; an advanced version of this system 

automatically performs background subtraction.114-115 jĵ g sensitivity of the 

whole unit would depend considerably on the design of the sparger, which 

would have to be developed. Most sparging systems perform rather poorly; 

a somewhat better device, used on a water-cooled reactor,^^° might be 

found adaptable to sodium. Even without considering the sparging effi­

ciency and efficiency of sodium cleanup, the detection efficiency of a 

sampling detection system Is necessarily poorer than that of an inte­

grating system; however, a system designed on the basis of the suppo­

sition that time is not very important could execute a logically designed 

search strategy on command by the more sensitive blanket-gas monitor. 

Normally, the system would cycle in a regular search so as to detect a 

more serious leak most expeditiously. 

A location scheme based on sampling each subassembly, but cycling 

sampling streams through fewer detectors, presupposes a steady release 

of the detected activity from the leak. This implies considerable diffi­

culties with intermittent leaks as well as with very small leaks, for 

which detection sensitivity may not be sufficient. In that respect, the 

tagging scheme would be expected to perform better. The possible delay 

through cycling can be minimized by a search routine, as considered 

above, in conjunction with a gas-blanket monitor; tagging detection may 

require more time. It should be stressed again that any system based on 
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fission gas release or tagging gas release is necessarily inapplicable 

for vented fuel. 

Aside from these possible problems, it appears that location 

schemes based on the detection of gases released by a fuel failure can 

be developed for a LMFBR plant. Just as the blanket gas monitors based 

on similar principles, such location systems can be made sensitive to 

pinhole failures, but inherently do not discriminate well between such 

failures and more serious types. At present, there are two different 

possibilities, tagging or coolant-stream sampling, sparging and cycling. 

The first scheme requires relatively little on-site hardware, but im­

plies a certain additional cost for fuel; the second implies rather 

serious hardware development costs, but then can accommodate any herme­

tic fuel. At the present time, it is not clear which approach is 

preferable, either for technical or economic reasons, or whether such 

installations are clearly demanded by the potential danger to the plant 

posed by a pinhole type of failure, assuming that more serious failures 

can be detected by other means discussed below. As for the question as 

to what course of action is indicated by the disclosure of a pinhole 

leak, this would largely depend on the probability that more trouble­

some failures gradually develop from small leaks, as well as on the 

probable time scale of such phenomena. 

Considering now failures of "intermediate" type in which a signi­

ficant area of bare fuel becomes exposed to the flowing coolant, some 

recent investigations disclose that prolonged exposure to sodium may 

cause oxide fuel pins to swell.'2° The readily envisioned sequelae to 

such swelling, promoted by mechanical stress as well as local temperature 

rise due to flow obstruction, suggest the potential need for a policy 

of removal of subassemblies containing affected pins from the core, on 

a controlled time scale. The game of failure location thus admits yet 

another variant: say that an intermediate failure has been clearly 

established by a whole-plant monitor; then some rapid and reliable scanning 

system may be employed during shutdown, when conditions in the core are 
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amenable to scanning with sensing equipment which for various reasons 

cannot be left in place permanently. As no detailed Instrumentation 

system of this sort has been proposed, the potential of scanning during 

shutdown cannot be assessed at present. 

Whatever policy of disposal of failed-element-containlng subassemblies 

may be decided upon, the disclosure of intermediate failures, i.e., dis­

crimination between such failures and pinhole failures, is clearly a 

desirable goal. As discussed above, discrimination Is not reliable on 

the basis of detection of gas release alone; hence some other method is 

required. In principle, the local temperature rise due to coolant flow 

obstruction should be detectable, assuming that intermediate-type fail­

ures cause such an obstruction, either through swelling or through 

partial blockage of the flow channel with semidetached cladding, etc. 

Practically, however, the temperature is sensed only for a whole sub­

assembly, whence the temperature rise would be masked by both fluctua­

tions and sensor instability; similarly, blockage of the flow past one 

pin would be virtually undetectable with a flowmeter at the present 

state of the art (see section III.B.3.). This leaves only the option of 

detecting intermediate failures through the j^esence of some nonvolatile 

fission product or nonvolatile tag in the coolant. For failures which 

may be classified as critical, involving the violent disassembly of fuel 

pins and emission of debris, one can further attempt to detect the 

presence of such solid matter. 

In comparison with gas-blanket monitoring, the detection of any 

activity in the coolant is strongly handicapped by the activity of the 

coolant Itself. On the other hand, a certain advantage relative to 

gas-blanket monitoring stems from the possibility of working with short 

half-lives; an important consequence is that the occurrence of an inter­

mediate or critical failure can be thus detected with a relatively short 

announcement delay; further, such a detection scheme can in principle 

work even with vented fuel. To keep the announcement delay short, 

however, it is necessary to process the count rate from whatever 
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detector is chosen in such a way as to avoid low-pass filtering, which 

is customarily used in count-rate-meter channels. A strong signal, 

due to the sudden appearance of a relatively large bare fuel surface, 

will thus result in a rapid rise of the output signal and consequent 

rapid detection, subject only to the coolant passage delay between core 

and detector and additional electronic delay (which is sometimes neglected 

in discussions of detection schemes for transient phenomena). With this 

"fast" signal-processing mode, the passage of fission product-contaminated 

debris through the detection volume after a critical failure can be ex­

pected to result in a rather characteristic "spike" signal shape, from 

which one can therefore infer that this type of failure has occurred. 

Slow (low-pass filter) processing will tend to make this signature 

difficult to recognize; at the same time, it can retrieve the count-rate 

increase from a modest bare fuel surface which would tend to be masked 

by fluctuations in a fast processing channel. This brief discussion 

may serve to point to the desirability of providing more detail on 

signal-processing systems in general descriptions of safety-instrumenta­

tion schemes; such detail is, in fact, material to the effectiveness of 

the whole channel. In the foregoing case, it is clear that the combin­

ation of a "fast" and a "slow" channel, fed by the same sensing element, 

can provide fast reaction and signature-recognition capability for strong 

signals as well as enhanced sensitivity for weak signals. The functional 

element in this dual channel can be implemented either by analog or 

digital circuitry; in the latter case, hardware solutions or software 

programs can be designed to extract information from the signal.39,121 

Methods available for coolant monitoring include gamma-ray spectro­

scopy and delayed-neutron detection. Gamma-ray spectroscopy, which must 

contend with the strong background due to the coolant activity, presents 

many problems. Although detection of a strong specific activity may be 

marginally feasible in connection with coded fuel pins, discussed above, 

the prospects of distinguishing fission product activity from background 

are poor unless some means can be devised to retain fission products by 

immersing some device in the coolant stream. This possibility has been 



121 

Investigated for water-cooled plants;-*̂ ^̂  whether it would work for sodium 

is not known. Evidently, any such retention device results in consider­

able delay as the activity builds up, and thus could be considered useful 

only when background discrimination is important enough to sacrifice 

speed. Moreover, holdup of activity clearly militates against a locating 

scheme in which coolant streams from different subassemblies are cycled 

through the same detector. However, if speed of detection is considered 

unimportant, as in a confirming system intended for location of mild and 

intermediate failures, concentration of fission products by some means 

would be useful if phsyical samples of the coolant could be taken from 

different subassembly streams, through a suitably design sampling valve. 

The further processing of such samples Includes a wide range of different 

methods, including chemistry and mass spectroscopy as well as gamma ray 

spectroscopy. For vented fuel, this search would necessarily have to 

concentrate on the least volatile fission products; samples may even have 

to be sparged to get rid of gaseous fission activity. 

The detection of delayed-neutron precursors in the coolant uniquely 

circumvents the serious problem of coolant background inherent in the 

search for other short-lived fission products through gamma-ray detection. 

At the same time, most of the delayed-neutron precursors have half-lives 

which are so short that relatively slight delays, due to the passage of 

fission products through the break in the cladding, will seriously 

attenuate the available activity, while the signal available at a down­

stream detector site is also strongly affected by the detailed flow 

patterns which happen to exist, either in a stable or variable mode, 

between the falled-element location in the core and the detector. Identi­

cal failures in different core locations can thus yield very different 

signals. 

The flow pattern also has a decisive influence on the effectiveness 

of a given sampling loop intake, whether each subassembly is sampled or 

a single loop serves to monitor the whole plant, as in the FERD system 

installed at EBR-II. •'̂^̂  To secure an acceptable margin of reliability 
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for this scheme of failure detection, it is thus just as important to 

design an efficient sampling intake as it is to design the detection 

station and associated signal-processing equipment. An alternative which 

may become practically feasible in some plants is to site a detection 

station on each of the main coolant-circulation ducts, just ahead of the 

heat exchanger. This is not only highly advantageous from the point of 

view of speed of indication and S^/N ratio, but offers substantial free­

dom from sampling uncertainty and thus is uniquely capable of detecting 

the passage of a small number of cladding flakes or other pieces of de­

bris, which may readily bypass even efficient sampling loops. A fuller 

discussion of these siting possibilities may be found in Ref. 39. 

Delayed-neutron detection stations tend to be bulky, as considerable 

graphite moderator is required to make neutron detection effective. This 

makes any scheme of individual subassembly sampling impractical unless 

streams from subassemblies are cycled through a small number of detection 

stations. Some gas- and water-cooled reactor plants have such systems, 

permanently installed, with as many as several thousand ducts leading to 

a battery of cycling valves, which feed into a number of detection 

stations. For a LMFBR plant, this number of penetrations of the primary 

enclosure is probably counter productive if overall plant safety is con­

sidered. However, if one or several cycling valves could be installed 

within the primary enclosure, valve design could be greatly simplified 

and only a few penetrations would be required. The same remark applies 

to sparging which, if carried out within the enclosure, would avoid any 

need for heating or shielding ducts which lead out of the reactor. A 

possible alternative to a fixed sampling tube is sampling each subassembly. 

One might further consider articulated sampling intakes, which may be put 

into operation only during a refueling shutdown, if mechanical design 

problems for on-line use should be prohibitive. It need scarcely be 

added that a shutdown-operated scan system must necessarily be based on 

a fairly long-lived fission product (which specifically eliminates 

delayed-neutron detection). 
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A general remark pertaining to various systems which detect the 

presence of certain elements in either the coolant or the gas blanket 

may be added, concerning the solubility of different chemical and 

physical species in sodium. Recent measurements^^'*~^28 of the solu­

bility of different noble gases furnish some information on the satura­

tion uptake as a function of temperature; however, the exploitation of 

this information to estimate the signal strength in a certain specific 

detection scheme is difficult in view of the unknown effect of the mode 

of emission. For instance, emission of individual atoms from a bare 

fuel surface would be expected to lead to a considerably greater up­

take than the delivery of a gas bubble; considerable variation in up­

take is further to be expected with bubble diameter, and thus with local 

pressure and agitation of the coolant. A similar uncertainty exists 

relative to the solubility of solids; experience with EBR-I indicates 

that uranium tends to plate out on stainless surfaces. Following a 

number of fuel failures, this effect could thus lead to the formation 

of uranium deposits and their subsequent detachment as flakes, whose 

passage through the core would produce false failure signals in several 

of the described detection schemes. 

In summary, the detection of various types of cladding failure, 

as well as the location of the subassembly containing a failed pin, 

appears technically feasible by a number of different means. A complete 

system may employ several schemes in some kind of detection and location 

strategy which depends largely on the type of fuel, the degree of re­

liability wanted, and other policy matters, not the least, cost. Most 

of the schemes outlined here exist, if at all, only in prototype form, 

and considerable development effort would have to be invested particu­

larly in engineering sparging devices, sampling manifolds and valves, 

cycling valves, and sampling loop intakes. Tests of the alternative 

location method of xenon tagging are now under way, and fabrication of 

a number of tagged subassemblies has been undertaken with a view of 

providing this method of failure location for FFTF. Whether fabrication 

would be economical on the larger scale implied by a LMFBR core remains 
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to be determined. More work is evidently desirable concerning the 

various effects of solubility in sodium of different species on the 

signals from different detection schemes, particularly detection schemes 

working with the coolant. Finally, development is needed in the art of 

signal processing to extract the maximum of information. 

The above survey of fuel-failure-detection schemes does not claim 

to be exhaustive, but is believed to have covered those technical 

possibilities which currently offer the best prospects. Other techniques, 

such as ultrasonic scrutiny of structures submersed in sodium, may be­

come feasible in the future. A brief description of certain technical 

details, amplifying the above discussion, appears in Appendix C. 
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Failure: Modes. Mechanisms, and Detection 

Introduction 

The previous sections have described the principles of operation 

and availability of types of reactor sensors that may be necessary for 

monitoring LMFBR core integrity. However, no consideration has yet been 

given to the realistic use of these sensors. Sensors integrated into 

monitoring and protection systems have failed in the past, and failures 

will continue to occur regardless of reliability improvements. If 

these sensor failures occur in important monitoring or protection systems, 

the resulting system failure may have serious consequences; therefore, 

knowledge of sensor failures and how to detect them is important. This 

section describes the failure modes, failure mechanisms, and methods of 

failure detection of LMFBR core-monitoring sensors. The descriptions 

given will only treat the sensor and sensor-related failures, and will 

not consider the modes, mechanisms, and detection of failure in the 

electronic information-processing and readout equipment used to display 

or interpret the primary sensor signals representing the measured 

parameter. ^ 

The organization of this section consists of a few necessary but 

generalized definitions followed by a detailed discussion of sensor-

failure modes, mechanisms, and detection. In the classification of 

sensors under the discussion of failure mechanisms, an attempt has been 

made to designate a sensor either by the parameter to be measured or by 

the method of operation or construction, so that a minimum of redundancy 

occurs. 

Definitions. In any discussion of sensor failures it is best 

to first define "sensor" and then describe the characteristics which 

may allow the interpretation of what constitutes a sensor failure. 
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Sensor. A sensor is any device which is capable of responding 

to a physical parameter and then transmitting this response information 

to other devices which may then process or interpret the information. 

All sensors are characterized by their intended purpose, construction, 

method of excitation, method of response, as well as by the signal-

response characteristics they exhibit; therefore, sensor failures should 

be characterized by the same attributes. 

Sensor Failure. A sensor has failed when it is unable to 

monitor the intended parameter at the location of the intended measure­

ment within prescribed accuracy limits. The types of sensor failures 

which will be considered relate to changes in sensor characteristics as 

a result of changes in the sensor itself or of changes in its relative 

operation with the devices to which it transmits the parameter informa­

tion being measured. 

A type of sensor failure which will not be considered in this sec­

tion relates to changes in sensor characteristics as a result of changes 

in the system in which the sensor is intended to make measurements. An 

example of such a failure would be a time-response failure due to "crud 

buildup" on a thermocouple. 

2. Failure Modes 

The failure mode of a sensor is the direction of change of the 

signal-parameter relationship as a result of a failure of that sensor. 

A knowledge of the failure modes or potential failure modes of a particu­

lar sensor in a system environment provides insight for design and 

operation of monitoring and protection systems. A failure-mode analysis 

is necessary to predict the protection-system response to the sensor 

failure, thereby determining whether unsafe failures can occur. A 

failure-mode analysis may also provide insight to methods of examination 

of sensor signals to detect the possible presence of sensor failures. 
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There are only three failure modes which characterize sensor failure: 

a) The information coming from a sensor will Indicate an increase 

in the measured parameter, 

b) The information coming from the sensor will indicate a decrease 

in the measured parameter. 

c) The signal will fall to respond. 

These failure modes do not just refer to steady-state informational con­

tent from the sensor, but are also concerned with the response of the 

sensor in time. For example, the Increase of the time of response of 

a sensor to a changing plant parameter may be classified as having a 

decreased output compared to what it should be Indicating. A sensor 

falls in one of these three ways where the particular signal is not only 

a function of the sensor characteristics, but also of the system or en­

vironment in which this sensor is placed. For example, if the two dis­

similar wires making up a thermocouple short and form a junction which 

is not in the area of the original junction^ any one of the three failure 

modes may exist. If the new junction is in an environment of a higher 

temperature than the original junction, the thermocouple generated will 

indicate a higher temperature than anticipated. If the temperatures of 

the original and shorted junctions are the same, there will be no change 

in signal output; however, the temperature being monitored is no longer 

the one originally Intended. If the new shorted junction is at a lower 

temperature than the original junction, the signal output will Indicate 

a decrease in indicated temperature. For another example, using a 

different mechanism of failure of a thermocouple, the open circuit, the 

modes of failure which can exist are either decreasing or failure-to-

respond. If the circuit resistance with the open circuit existing is 

sufficiently low and the capacitance of the instrument readout system 

is sufficiently low, the value indicated by the thermocouple signal will 

decrease due to the removal of the source. However, if the thermocouple 
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circuit resistance is sufficiently high and there is sufficient capaci­

tance in the circuit, the only indication of a thermocouple failure may 

be the failure of the thermocouple to respond to changes in the variable 

being monitored. 

In the following section most of the types of sensors considered 

for LMFBR application will be discussed and the possible failure modes 

indicated. 

3. Failure Mechanisms 

Mechanisms of failure are the descriptions given to the physical, 

chemical, or electrical changes which result in alteration of the 

characteristic of a sensor so as to place its usefulness outside the 

acceptable range. The mechanisms of failure may be physical in nature: 

for example, leaks, broken parts, changes in system-component behavior 

such as magnet field or spring tension or compression or other physical 

parameter changes, or they may be chemical or electrical, or any combina­

tion of the three. Examples of chemical changes are corrosion, absorption 

of water by MgO insulators, chemical decomposition of material, or chemi­

cal changes as a result of transmutation of elements. Examples of electri­

cal changes are changes in EMF output, ionization, resistance, capacitance, 

or inductance. 

Failures usually, but not always, result in changes in magnitude of 

the sensor signals, indicating changes in sensitivity, accuracy, re­

peatability, range, speed of response, or stability. Failures can also 

be classified as slow or sudden, depending upon the relative time scale 

Involved. Drift is also a characteristic of all sensor signals, and 

care should be exercised to exclude normal drift characteristics from 

consideration as long as the drift is within acceptable limits. There 

are mechanisms of failure, however, which cause an apparent signal 

drift; these will be discussed under the particular transducer involved. 

"Normal drift" as used here is applied to those changes in the informa­

tion output from the sensor that are a result of either rhanups in the 
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sensor environment other than the parameter being measured or small 

variations in the sensor characteristics. Drift is considered further 

in Sect. III. E. 

The mechanisms of failure to be discussed are divided into two 

types: 

a) mechanical failures dealing with the structural integrity of 

the sensor itself; 

b) operation or response failure dealing with the sensing and 

transmission characteristics of the sensor. 

Seven important mechanisms of mechanical failure are: 

a) leaks of sodium, gas or water vapor or other material into 

or out of a sensor as a result of 

1, broken hermetic seals 

11. broken sheath , 

iii, broken diaphragms; 

b) thermal and mechanical stresses resulting in broken or changed 

internal configuration as a result of 

1. differential coefficients of thermal expansion 

11. thermal or mechanical shock 

iii, vibration 

Iv. thermal or mechanical cycling or fatigue 

V. overheating - overstressing; 

c) wear or erosion; 
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d) crud buildup within liquid-metal-filled sensor components, 

resulting in increased time response or failure to respond; 

e) sensor positional changes resulting in misinterpretation of 

the sensor output; 

f) degradation of material strength properties due to radiation 

effects, resulting in signal error; 

g) degradation of material strength properties due to chemical 

corrosion effects, resulting in signal error. 

The above mechanical failures can also result in sensor or signal-

transmission failure. 

The important operational or response failure mechanisms dealing 

with sensing and signal transmission which are electrical or chemical 

depend upon the basic mechanism of information gathering and trans­

mission. Some of the types of electrical failures dealing with sensors 

for use of LMFBR systems are: 

a) an open circuit in the signal-transmission path; 

b) a short circuit in the signal-transmission path; 

c) shorting of the one leg of a signal path to ground; 

d) degradation of components by temperature; for example 

1. decrease of magnetic flux in a permanent magnet due 

to annealing 

ii. change in sensitivity of piezoelectric materials; 
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e) changes in resistance, capacitance, inductance, permeability, 

or magnetic flux due to radiation damage or transmutation; 

f) induced electrical noise from vibration; 

g) electrical arcing due to electrical ionization; 

h) degradation of component sensitivities by ionizing radiation; 

1) degradation of sensor stability or sensitivity due to changes 

in excitation frequency; 

j) changes in emf output of thermocouple due to material re-

crystalization or transmutation. 

Some important mechanical operational or response failure mechanisms 

include: 

a) changes in spring constants of bellows and spring assemblies 

due to temperature or radiation effects; 

b) changes in friction coefficients, •causing mechanical positional 

errors; 

c) changes in time response or response characteristics due to 

foreign material buildup within sensors or sensor transmission lines, 

such as 

1. sodium oxide plugging of sodium-filled capillary tubes 

11. presence of gas in capillary tubes. 

In the remainder of this section an attempt will be made to discuss 

the principle of mechanisms of failure of particular types of sensors 

as well as of general types of sensors. In this discussion the 
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classification method for sensors will present the important mechanisms 

of failure in a nonrepetitious manner. The classification is based 

partly on the parameter to be measured, such as temperature or neutron 

flux, and partly on construction types, such as piezoelectric, inductance, 

and resistance. In some instances the description of failure mechanisms 

will apply to a particular type and construction of sensor, such as an 

acoustic temperature monitor; in other cases it will apply to a general 

type of transducer material which can be used in many types of sensors, 

such as a piezoelectric crystal. 

Radiation Effects. Radiation can affect both electrical and 

mechanical properties and components of sensors. Therefore, all sensors 

to be located near or adjacent to a nuclear reactor must be constructed 

to compensate for these effects or be replaceable within a time duration 

such that the effects will not cause significant errors to occur within 

the sensors. Some of the electrical and mechanical effects of radia­

tion on sensors and sensor materials are as follows. 

Ionizing radiation. Ionizing radiation can cause changes 

in the electrical conductances of the basic sensor materials, causing 

shifts of the sensor signals. The Ionizing radiation can also cause 

charge buildup and discharge, which increase the noise level within the 

sensor materials. Radiation absorption also causes an increase of 

temperature within the sensor materials; this may cause materials to 

exceed their temperature limits or cause mechanical-thermal stresses 

within the materials. Radiation effects caused by either ionizing 

radiation or neutron radiation may change the basic properties of the 

materials present due to transmutation of the elements or breakdown of 

the structure of the basic sensor material. Dielectric or insulator 

breakdown due to structural breakdown in the sensors can cause changes 

in resistance, capacitance, or inductance, thereby causing errors. 

Mechanical changes which can occur due to irradiation are the embrittle­

ment of the transducer metals and structural materials such that they 

can no longer withstand the environment. 
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Examples of the effect of reactor radiation on sensor materials 

are as follows: 

a) Neutron radiation of thermocouples is reported to cause a 

shift of up to 4-5% in the emf output for even some of the most radiation-

resistant materials such as chromel-alumel. 

b) Piezoelectric devices are sensitive to gamma and beta radia­

tions. 

Temperature Measurement. Three methods of measurement of 

temperature that may be useful for LMFBR application rely on the use of 

the thermocouple, resistance thermometers, and acoustic methods. 

Sheathed thermocouples are the most highly developed. The mechanisms 

of failure of thermocouples are a short circuit between lead materials, 

a short circuit between lead materials and an electrical ground, an 

open circuit, decallbratlon of emf output due to neutron Irradiation, 

and changes in emf output due to changes in insulation resistance. 

Other mechanisms of failure can occur when foreign material is present 

in a high-temperature zone to serve as an electrolyte. For example, 

voltage generated by galvanic action between dissimilar wires can 

cause a change in emf. Voltages generated In parallel with the thermo­

couple wires can cause either an increasing or decreasing failure mode 

depending upon materials and construction. The "parallel voltage" 

mechanism is not usually found with common LMFBR thermocouple materials 

and construction, and the effect of the parallel voltage generated may 

be removed by the use of proper amplification and display equipment. 

The short circuit between lead materials has already been covered as 

an example under the discussion of failure modes. The open circuit was 

also covered as an example. The change in emf output due to neutron 

irradiation is a gradual effect and results in either a decreasing or 

Increasing mode of failure depending on the thermocouple materials 

present. The presence of water vapor within the insulation of the 

thermocouple results in a decreasing mode of failure. The effect of a 
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failure of an ungrounded thermocouple becoming a grounded thermocouple 

depends upon the readout instrumentation and the presence of electrical 

noise within the system; no generalizations can be made. 

Resistance thermometers depend upon the change in resistance of an 

element to determine temperature and will be included in the general 

discussion of resistance devices. 

The acoustic method of temperature monitoring depends upon the 

thermally Induced change of sound velocity. The change in sound velocity 

is related to Young's modulus and the material density for longitudinal 

sound waves, and to shear modulus and density for shear waves. The 

method of operation is as follows: 

A wire contained in a sheath is pulsed with a high-frequency 

acoustic energy, and the time to the receipt of the reflected energy 

from points of change in acoustic impedance is monitored. Reflections 

from acoustic discontinuities, such as change of cross section or sharp 

bends in the wire, are used to provide the basis for timing. The 

acoustic device is an averaging device in that it registers the change 

in the reciprocal of velocity of sound over a length of the wire between 

discontinuities. The length of wire used as a sensor element has a 

minimum requirement (of possibly a few inches) which is dependent on the 

frequency of the acoustic signal. This device is basically simple and 

depends only upon the very accurate external measurement of time for an 

acoustic pulse to travel the length of the sensor section of the wire. 

Two types of failure can occur that affect the acoustic energy as it 

travels in the wire. If mechanical failures allow good contact with 

the surrounding environment, then either the acoustic energy may be 

dissipated in the surrounding material and insufficient signal will be 

returned to read accurately the time difference, or the resulting 

acoustic-impedance reflections will obscure the desired signal. Another 

failure mechanism that could happen would be a break in the sensor 

section of the wire, which would give a decreasing mode of failure. A 
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poor coupling between the wire and the acoustic transponder could cause 

the signal to become lost in the base noise of the instrument. 

Flow Measurement: The principal method for the measurement 

of sodium flow in LMFBRs is the permanent-magnet (PM) flow-through type 

of flowmeter. This device is self-excited, and has an output which is 

proportional to the magnetic flux and the velocity of sodium through 

the magnetic flux. The mechanisms of failure may be by open circuit or 

short circuit of the lead wires, or changes in the magnetic flux strength 

within the gap between the magnets due to mechanical considerations or 

changes of field strength of the permanent magnet. Any physical, chemi­

cal, or electrical effect which decreases magnetic field strength within 

the sodium-flow tube decreases electrical resistance of the insulator or 

affects the continuity of the electrical leads; this produces a decreas­

ing mode of failure. A possible zero offset due to an emf generated by 

a thermocouple junction formed between the lead wires and some other 

material within the flowmeter could produce an increasing or decreasing 

mode of failure. In the construction of the flowmeter the leads are 

normally attached to the metal of the flowmeter assembly on opposite 

sides of the flow tube, thus giving a very low resistance value between 

sensor leads. A decrease in resistance of any insulator material, such 

as might be caused by water vapor, or an electrical short to ground in 

the lead or within the flowmeter, would be very difficult to detect by 

any testing technique. A probe-type PM flow monitor is under develop­

ment in which the sodium flow is on the exterior of the probe. This 

device will have the same mechanisms of failure as the flow-through type. 

The eddy-current probe flowsensor is an externally excited device 

which depends upon the displacement of a magnetic flux in the direction 

of travel of the sodium to unbalance the voltage induced in one or more 

coils to produce a signal proportional to flow. One basic construction 

involves the use of three colls; one coil is excited, and the other two 

coils, located on either side of the excited coil, are connected in 

series with opposing voltages. This arrangement produces a signal due 

to an unbalance In the induced voltage of the coils when the magnetic 
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flux generated by the center coil is displaced downstream. The possible 

mechanisms of failure are open and short circuits. The modes of failure 

for a short circuit can either be in the increasing direction or de­

creasing direction, depending upon where the short circuit exists. The 

open circuit would cause a decreasing mode of failure. 

The eddy-current flowmeter could possibly have a fail-to-respond 

type of mode failure; however, this would require several simultaneous 

failures which have a very low probability of occuring at one time. The 

mechanism most likely to cause failure would be shorting of one coil to 

ground or the shorting of two turns within a coil. The mode of failure 

is either increasing or decreasing, depending upon which coil fails. 

The flow-through type of eddy-current flowmeter may have the ex­

citing coils around a pipe with the receiving coils in the center of 

the pipe; however, the method of operation and modes of failure are the 

same. 

An acoustic flow monitor exists which depends upon the transmission 

of an acoustic signal both upstream and downstream within the flowing 

media. Sensors located a known distance from the transmission source 

receive the acoustic signal, and the phase shift of the two received 

signals is compared. Under steady-state flow conditions, if the trans­

mitter and receivers are working, the signals being received are of the 

same frequency as transmitted. Therefore, the modes of failure of this 

device depend upon whether the transmitter or the receivers fail. If 

the transmitter fails, the known frequency is no longer present, and 

the differential phase between the two receiver signals reduces to zero, 

indicating a decreasing mode of failure. If, however, either receiver 

fails, the phase difference between the two receivers becomes oscilla­

tory or of constantly increasing phase, depending upon the circuit used 

to make the comparison. However, for this type of flowmeter it may not 

matter which mechanism of failure occurs, since the use of another 

technique is possible to monitor the system operation: the presence 

of the transmitted acoustic frequency at each receiver can be monitored 

by the electronic readout equipment; failure to receive a signal of 
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that frequency is an indication of a transmitter or receiver failure. 

A similar technique for acoustic flow monitoring which is being 

developed is to determine the time or time difference between receipt 

of a transmitted acoustic pulse by an upstream and/or downstream re­

ceiver. The change in the time or time difference between zero flow 

and full flow should be a linear function of flow rate. The bale failure 

modes of this technique are also dependent on whether the receivers or 

transmitters fail and, as with the continuous acoustic transmission, 

other electric mechanisms are available to detect failures. 

The basic mechanism used In pressure-drop flow-monitoring depends 

upon the relationship of pressure and velocity and is usually sensed by 

a differential pressure device. The Venturi and orifice flowmeters are 

of this type. This type of flowmeterlng may have an Increasing, de­

creasing or failure-to-respond mode of failure corresponding to the 

types of failure of the pressure sensors used. 

Pressure Sensors. The types of pressure sensors used may be 

Bourdon tube, diaphragm, bellows, or a manometer type of device. They 

may also be null-balance or displacement devices. Bourdon tube, dia­

phragm, and bellows types of transducers when used as displacement de­

vices are entirely mechanical in operation up to the point where the 

displacement is to be monitored and as a result is only subjected to 

the mechanical types of failure. The measurement of the displacement 

generated by these devices may be performed by mechanical, optical, or 

electrical (inductance, capacitance, resistance, piezoelectric) devices 

which in turn have their basic mechanism of failure. If the sensor is 

a null-balance device, the basic displacement is not allowed to take 

place by applying a counterbalancing force which must be controlled to 

maintain zero displacement. In this case the actual measurement that 

is made is the magnitude of the counterbalancing force. The addition 

of null-balance capability to the basic sensor complicates the failure-

mode analysis and contributes to the types of failure mechanism which 

can occur. Because of the complications involved, no general restrictions 

can be placed on the possible failure modes. 
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Bellows and diaphragm types of sensors are used to separate one 

medium on one side of a barrier from the medium on the other side. The 

barrier used in high-temperature transducers is of metallic construction 

for which the expansion and contraction are limited in magnitude and 

direction. There are two important types of sensor construction which 

utilize bellows or diaphragms. One is the null-balance sensor, in 

which the barrier always remains in the same position due to a balanced 

force on both sides of the diaphragm or bellows. This allows the chamber 

of the bellows on the measurement side to be maintained at a constant 

and known volume regardless of the magnitude of the force exerted on the 

barrier. The other type of bellows arrangement allows a change in volume 

of the bellows on one side in order to increase the pressure or displace­

ment on the other side of the bellows. Each arrangement has its advantages 

and disadvantages for performing measurements. 

The mechanism of construction of the bellows incorporates an effec­

tive spring constant which may or may not vary as a function of the 

displacement of the diaphragm of the bellows. Bellows are usually used 

for the measurement of pressure or force. The modes of failure of 

bellows-type sensors are structural in nature, and, for the displacement 

bellows, may result in a decreasing, increasing, or stationary mode of 

failure. Temperature effects may relax the spring constants of the 

bellows assembly and allow overexpansion for a given pressure or force. 

Embrittlement or hardening of the bellows material may allow an increase 

in the spring constant, thereby indicating a decreased sensitivity, or 

the bellows or diaphragm of the bellows may rupture, allowing the 

materials in the separated chambers to mix. With the displacement 

bellows, the actual measurement is usually performed a distance away 

from the bellows or sensor assembly by another device which is sensitive 

to the presure or volume displacement of the original bellows. 

Bellows devices are being developed for the measurement of sodium 

flow, pressure, and level. • 
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Monitoring Neutron Flux. The principal devices that may be 

used to monitor neutron-flux information in an LMFBR are uncompensated 

and compensated ion chambers, fission chambers, self-powered detectors, 

and thermopiles. 

Compensated ion chamber (CIC), This type of ionization 

chamber requires external voltage sources for excitation of the chamber. 

The chamber consists of two chambers of effectively Identical config­

uration with an inner connecting gas space; one chamber measures both 

gamma flux and neutron flux, and the other chamber measures only gamma 

flux. The two chambers are connected such that the output of one sub­

tracts from the other, thereby resulting in only the neutron signals 

being contained in the output. CICs, if initially hooked up and ad­

justed correctly, and assured of voltage sources of the proper values, 

can fail in either the increasing or decreasing mode. The fallure-to-

respond mode is unlikely to occur if the neutron signal is easily 

distinguished from the gamma background. The various mechanisms of 

failure which can occur are the following: 

a) loss of voltage to the gamma chamber; 

b) loss of voltage to the neutron-plu5-gamma chamber; 

c) loss of all voltage; 

d) open circuit (failure modes equivalent to loss-of-voltage 

mechanism); 

e) degradation of sensitivity due to the loss of sensitive 

material from gamma-plus-neutron chamber or both chambers (filler gas); 

f) changes of sensitivity due to the gain or exchange of gas 

within the chamber; 

g) cable breakdown (electrical). 
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This type of chamber is usually filled with gas at one atmosphere 

and at room temperature. Reactor operation will be at higher tempera­

ture, so that the chamber will probably have a higher internal pressure 

than its environment. The most probable result of a chamber leak would 

therefore be the loss of filler gas, which reduces the sensitivity of 

the chamber to both neutrons and gammas, giving a decreasing-mode failure. 

The exchange of gas within the chamber as a result of having an initial 

vacuum or creating a vacuum in the chamber by cooling can cause unbalanced 

chamber operation, and at the same time increased gamma and neutron 

sensitivity; the resulting mode of failure cannot be determined without 

knowledge of the gases and chamber construction and the location of the 

leak. The loss of neutron-sensitive material also can result in only 

a decreasing mode of failure. The loss of voltage to the gamma chamber 

will cause an increasing mode of failure, and the loss of voltage to 

the gamma-plus-neutron chamber will cause a decreasing mode of failure 

due to a change in polarity. The loss of all voltage will cause a de­

creasing mode of failure. An open circuit will cause an increasing or 

decreasing mode of failure, depending upon which circuit is interrupted; 

this malfunction of the chamber is equivalent to the loss-of-voltage 

failure already described, with the loss of signal lead equivalent to 

the loss of all voltage. 

Fission Chamber and Uncompensated Ion Chamber. The fission 

chamber and uncompensated ion chamber, like the compensated ion chamber, 

depend upon an external source of emf or excitation. Operation of the 

fission counter depends upon the absorption of neutrons by a fissionable 

material and the production of heavy ionized particles. When operated 

as a counting chamber, the use of a discriminator allows selection of 

pulse height, making the fission counter much more sensitive to neutrons 

than the uncompensated ion chamber. When operated as a current chamber, 

the uncompensated ion chamber and fission chamber are very similar, both 

being sensitive to neutrons and gammas. The potential neutron sensitivity 

of the fission chamber is slightly greater than that of the uncompensated 

ion chamber due to the larger number of ion pairs produced by uranium 

and plutonium fission products compared to boron. When used as a current 
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chamber, the mechanisms of failure are the same as for the CIC except 

there is only one chamber and hence only one voltage applied. 

There is an additional mechanism of failure when one of these 

chambers is used as a counting chamber. Changes in capacitance due to 

changes in configuration or mechanical breakage can cause increased 

response time and hence a lower saturation level in counting. Thus the 

Increase in capacitance would cause a decreasing mode of failure. 

All mechanisms of failure originating within the sensor itself, 

except the short circuit, will produce a decreasing mode of failure; 

however, electrical breakdown of cable or seal or chamber short circuit 

can cause an increasing mode of failure. 

In the different types of ion chambers, failures can occur which may 

not be apparent while operating in the usual operating range of a 

chamber; however, these failures can cause the operating characteristics 

of the chamber to shift such that the neutron sensitivity changes in a 

nonlinear manner as a function of power level. This may occur if the 

voltage characteristics of the chamber change such that saturation of 

the chamber occurs. This effect would result in a decreasing mode of 

failure, since the chamber reading would be »less than the actual value. 

Testing for such a failure would require recalibration of the chamber at 

the higher power levels or off-line measurement of chamber characteristic 

to determine if changes are occurring. 

Self-powered Detectors. The self-powered detector re­

quires no external excitation voltage and depends upon the emission of 

beta particles during decay of neutron-activated materials. The con­

struction of this detector is such that there is an Insulator material 

surrounding the central beta-emitting material, A collector material 

surrounds the insulator material. The electrons emitted by the beta-

active material are of sufficient energy to pass through the insulator 

material and be collected on the collection surface. The current thus 

produced is monitored external to the detector. Since gamma radiation 

also induces high-speed electrons, the chamber will be sensitive to both 
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gamma and neutron radiation, dependent upon the relative cross sections 

of the materials and electrons present and the energy of the incident 

gamma radiation. The principal mechanisms of failure will be short 

circuits or open circuits, both being a decreasing mode of failure. 

Thermopile. A thermopile consists of a series of thermo­

couples whose hot junctions are encased in fissionable material such 

that the difference in temperature of the junctions is proportional to 

the fission rate. The principle mechanisms of failure would be opens 

and shorts, and the modes of failure would be identical to those of 

thermocouples. 

Other Sensors. Outside of the four principal measurement 

methods already discussed, the distinction of sensors by measurement 

function, such as sodium level, pressure, strain, and vibration, be­

comes difficult since the basic elements of the sensors can perform 

different measurement functions depending upon the method of sensor 

construction. For example, a piezoelectric device basically indicates 

a displacement or crystal distortion, and it can be incorporated into 

devices for measuring displacement, vibration, pressure, acceleration, 

sodium level, and acoustic energy. Because of this overlap of basic 

techniques for measurement, the basic measurement devices and their 

mechanisms and modes of failure will be discussed separately. 

tion 

The basic electrical techniques usually used in LMFBR instrumenta-

involve magnetic-flux and piezoelectric effects, or the creation 

of changes in inductance, resistance, and capacitance. Each of these 

techniques has its unique problems and mechanisms of failure. 

Piezoelectric devices. Piezoelectric devices depend upon 

the transmission of forces to the crystal to form distortions within 

the crystal; these distortions then generate a charge displacement in 

the crystal. The net flow of electric charge is transmitted to the 

readout instrumentation through the lead wires of the sensor. The 

mechanisms of failure that can occur in this type of sensor may occur 

anywhere along the chain just described. For instance, a decrease or 
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lack of the transmission of the force necessary to distort the crystal 

may change the sensitivity of the instrument, or the crystal efficiency 

for electromechanical conversion may decrease the transmission of 

acoustic energy to the crystal. The change in electrical resistance or 

piezoelectric activity of the crystal may change the characteristic 

sensitivity with regard to the amount of electrical charge generated. 

The changes in the impedance in the connecting cable may also change the 

sensitivity of the device. Each of these mechanisms of failure will re­

sult in a decreasing mode of failure for piezoelectric transducers. 

An electrical short circuit or a mechanical open circuit may reduce 

the output of the transducer to zero. An open circuit in the electri­

cal portion of the transducer may result in the failure-to-respond mode 

if the capacitance of the transducer is sufficient to maintain the 

charge on the electronic readout equipment, that is, providing the de­

sired signal is the dc level or charge level rather than the ac signal 

or fluctuation level output from the transducer. If the ac fluctuation 

output from the transducer is the desired signal, then an electrical 

open circuit will result in a decreasing mode of failure. There is 

one "increasing" mode of failure which might occur in piezoelectric 

transducers of a very unique design. This mechanism of failure depends 

upon the construction and method of mounting of the piezoelectric 

crystal within the sensor. Normally, piezoelectric crystals are mounted 

with the distortion force being applied to either the X, Y, or Z axis. 

If such a mounting is used and the mechanical failure which occurs 

causes a bending moment on the crystal, a slight Increase In transducer 

output may occur with certain piezoelectric materials. Of course, in­

ternal stresses may also cause the crystal to break or to lose sensi­

tivity due to changes of elasticity. Also, gas buildup by radioactive 

decay of crystal materials could lead to fracture of the brittle 

crystal material-

Inductance. Inductance devices are based on the premise 

that an ac current of fixed frequency will vary in a coll or a series 

of coils as the magnetic permeability of the space around the coil 

varies. The variation of the magnetic permeability may be caused by 
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the displacement of the material within a coil or the replacement of 

one material by another. For example, the permeability of a coil will 

change if magnetic material is removed from a coil or if a liquid such 

as sodium replaces a gas such as argon within the area of the coil. 

Some inductance devices depend upon the transmission of signals 

from one coil to another coil through a transformer effect. Under 

operating conditions the amount of signal being transmitted depends upon 

the distance and the properties of the material between the two coils. 

The mechanisms of failure of inductance devices are those princi­

pally associated with coils and coil configurations. This includes 

the shorting of adjacent turns within the coil to decrease the impedance 

of a particular coil or the mechanical displacement of one coil relative 

to another, thus changing the inductance path of the magnetic field. 

The modes of failure can be increasing or decreasing in nature, depend­

ing upon the initial construction of the sensor. If the current in a 

single coil is the prime variable being monitored, then the shorting of 

turns of that coil will decrease the inductance and resistance, and 

thereby increase the current flow within the circuit. This may be 

either an increasing mode or a decreasing mode of failure depending upon 

the Initial purpose and the direction of change of inductance that was 

to be monitored. If two coils are to be associated in a transformer-

type arrangement, the shorting of turns in either the primary or 

secondary part of the transformer will usually result in a decrease of 

sensitivity of the device and thus in a decreasing mode of failure. A 

mechanical displacement of one coil with respect to the other coil may 

cause a decreasing or increasing mode of failure depending upon the 

direction of displacement and original construction. 

Resistance Devices. Resistance devices, like inductance 

devices, are based on the premise that a dc or fixed-frequency-ac 

current will vary as a result of variations in the resistance of the 

sensor. The variation in resistance of the sensor unit can be the 

result of temperature, pressure, strain, or other effects on the active 

resistance element in the sensor. Resistance thermometers and strain 
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gauges are two such devices. Devices of this nature which rely upon 

small variations in resistance for the determination of the value of 

the measured parameter may require lead-compensation devices which 

balance or compensate for any changes in the resistance of the lead 

materials going to the principal transducer material, so as to separate 

out the effects of resistance changes in the leads and in the transducer. 

Devices of this type can have numerous mechanical configurations depend­

ing upon the desired sensitivity and environmental conditions being 

measured. Resistance thermometers may contain a large length of coiled 

wire and as a result will have all the deficiencies of other types of 

coil devices with regard to possible shorting. 

The principal modes of failure of such devices are increasing or 

decreasing since resistance can increase due to either irradiation or 

an open circuit, or can decrease due to shorting of coils together. 

Direct resistance measurements of the reactor materials rather than 

sensor materials is believed to be possible. For example, the resistiv­

ity of sodium is a direct function of the temperature. Such a device 

has been proposed for use in LMFBRs, but critical mechanical spacing 

and the presence of other factors which can change the resistance of 

a molten liquid metal may preclude the use of such a device in LMFBRs. 

Capacitance devices. In general, capacitance devices do 

not readily lend themselves to incorporation in sensors, principally 

because the changes in capacitance which may result as functions of the 

parameter being measured are usually small in relation to the total 

capacitance of a sensor and lead system, and as a result are difficult 

to detect accurately. 

Failure modes of capacitance devices are caused by breakdowns of 

the dielectric and shorting of capacitor plates or the open circuit. 

Thus, the capacitance devices can either have a decreasing or an In­

creasing failure mode. 
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Magnetic Flux Device. This section treats devices in 

which the voltage generated for the sensor signal is a direct result of 

the cutting of flux by the sensor wires themselves rather than being a 

device such as a permanent-magnet flowmeter where the basic variable 

plays a direct part in the generation of the electric signal. Included 

in this type of category are devices based upon a dynamic microphone 

principle such as is used in some accelerometers and acoustic listening 

devices. 

The failure modes of such devices are decreasing. Decreasing modes 

can be the result of decreases in magnetic flux of the magnetic material 

due to temperature or other causes, or to mechanical or electrical fail­

ures resulting in decreased signal output. These devices are usually 

self-exciting. 

4. Testing and Detection of Sensor Failures 

The items to be discussed here refer only to techniques which may 

be used to detect failures of sensors (including cable) but are not 

intended to provide a discussion of detection of failures in processing 

or readout instrumentation. Also, it is not intended to discuss the 

frequency of testing. However, the duration of the testing is an im­

portant parameter for sensors to be used on-line and, therefore, 

comments on the duration of performance of a calibration or test will 

be included. Consideration will also be given to the degree of auto­

mation which might be employed in the use of some of the testing tech­

niques discussed. The guide line for the following discussion will be 

assumed to be that the duration of the testing should be as short as 

possible for sensors to be used continuously on line. 

Ideal Method. The ideal method for the testing of sensors 

would be the periodic calibration of the sensor throughout its intended 

range of operation by subjecting it to the range of parameter measure­

ments that it was intended to measure. This could be implemented by 

two techniques; either the actual system variable being monitored could 

be changed throughout its range and the measurements taken comnared with 
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measurements of known accuracy, or the sensor could be removed from its 

operating environment, calibrated, and then returned to operation. 

Consider the first technique for reactor applications, a) The 

periodic changing of the system variable to include the limits for 

calibration would require plant operation to exceed the normal or de­

sirable range and result in reduced safety factors of operation or 

potential damage, b) The operation of the system variable below the 

desired value in order to calibrate may degrade plant performance and 

efficiency. 

Consider the second technique. The removal of the sensor for re-

calibration throughout its range may require that the reactor be shut 

down or that a larger number of sensors be used. The resulting cost 

of plant shutdowns, maloperations, or periodic removal and complete 

recalibration of sensors precludes the use of these techniques for the 

LMFBR. 

Compromise Methods. Realistic methods are safe, possible, 

and economical. The ideal method of complete calibration Is not practi­

cal during continuous operation, so methods have been devised to perturb 

system variables to indicate that the sensor *Ls working correctly. For 

example, it is possible to change the temperature of part of the coolant 

stream passing thermocouples so as to produce a change in the thermo­

couple reading without effectively changing the temperature of the total 

coolant flowing in the system. The raising of the thermocouple tempera­

ture gives an indication as to the operability of the thermocouple at 

the particular location being tested. Another technique is the incor­

poration of a heating element around a thermocouple such that its 

temperature can be raised independently of the flowing medium. 

Still another technique which can be used to test the calibration 

or operability of sensors is to vary the parameter being monitored 

within known limits and to cross check with other types of sensors 

within the system. For example, to monitor flow, change the primary 

flow by 5% or 10% and see if the temperature rise across the core also 
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changes by 5% or lOX. Other variables such as reactor power have to 

remain constant if calibration is being performed. Correlation tech­

niques can be used to augment this type of sensor testing. 

If it is not possible to incorporate such testing systems within 

the design of the plant, there are other techniques which can be used 

to test the continuity, mechanical integrity, and operation of different 

types of sensors. These techniques are applicable mostly to the type 

of transducers based on electrical phenomena. 

Electrical-impedance Monitoring. Time-domain reflectometry 

is used to determine and monitor the impedance of electrical cables and 

circuits throughout their length. The method used is to pulse a circuit 

with an emf and monitor the reflections received due to changes in 

electrical impedance within the circuit. Open circuits, short circuits, 

and the distance to these faults can be monitored with good accuracy. 

The disadvantage of this technique is that it requires the mechanical 

attachment of an electronic device and the utilization of personnel to 

monitor each device to be checked individually. This method of moni­

toring requires that the sensor not be functional for a very short 

testing time. Automatic application in the use of this technique has 

not been reported for reactor applications. 

Piezoelectric-admittance Monitoring. Piezoelectric de­

vices can be tested by applying to the lead wires a variable-frequency 

sinusoidal signal and then monitoring the electrical admittance of the 

sensor. This technique measures integrity of the piezoelectric device 

and assembly, since the mechanical compliance reflects back to the 

measurement instrument as a change in electrical admittance. The 

spectrum of electrical signals from the sensor indicates the useful 

frequency range; therefore, changes in mechanical compliance or measured 

spectrum would be an indication of sensor degradation. This method of 

monitoring requires that the sensor not be functional for a very short 

testing time. Automatic application in the use of this technique has 

not been reported for reactor applications. 
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Circuit-continuity Monitoring. Open-circuit testing de­

vices which apply an ac signal of a frequency higher than the signal 

frequency usually found in that particular type of transducer are in­

corporated in some commercial instrument readout equipment. The ac 

current generated by the application of this signal is monitored; for 

an open circuit, the high-frequency signal will drop and an alarm will 

be given. Another device utilizes a dc voltage of magnitude greater 

than any to be expected on the measurement instrument. This voltage is 

applied through a resistor such that if an open circuit occurs within 

the sensor assembly, the sensor resistance then becomes very large and 

the high voltages applied to the inlet of the electronic circuitry give 

a high-scale trip signal. Circuit-continuity monitoring using both ac 

and dc methods allows continuous circuit monitoring without interfering 

with the basic sensor operations. 

Performance Monitoring of Acoustic Sensors. Testing of 

acoustic sensors can be performed by the use of one device to excite 

others. By using a known signal and correlating the signals received 

by the other sensors the operability can be determined. This type of 

system has not been used in the nuclear Industry, but would be amenable 

to either continuous, automatic on-line application or the use of very 

short testing times. • 

E. Limitations of Measuring Accuracy 

1. Tnherq;r̂ t tJpise in Process Variables 

Values of variables are established in the Design Basis to select 

a protective margin for critical plant variables and to determine the 

set points of trip monitors. These set points are initially selected 

on the basis of ideal noise-free signals, for example, 105% high-flux 

trip. In general, all process variables have some noise which is 

represented by a random deviation around a mean value. If a particular 

variable should have, for example, 10% peak-to-peak noise superimposed 

on the mean value, then instantaneous values of the variable will 

randomly exceed 105% and will result in spurious trips if the set point 
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is set at 105%. In order to avoid spurious trips, a compromise is 

reached and the set point is increased. The inherent noise in a 

process variable thus establishes a lower limit for a trip setting 

which will not result in spurious trips. This lower limit in turn sets 

the margin between the trip setting and the mean value of the variable. 

For exceptionally noisy processes this may require the acceptance of 

an undesirably wide margin. 

Alternatively, the noise content of a signal may be reduced by 

applying filtering techniques, but an analysis is required to determine 

whether the filtered system has an acceptable transient response and 

does not introduce excessive delay in producing a trip signal. In 

general, if the spectral density of the noise is concentrated in the 

low end of the frequency spectrum, filtering techniques will not be 

effective. 

2. Errors Due to Sensors and Circuitry 

The accuracy of a measurement is the relation between the true value 

of a physical quantity and the value of the quantity obtained by measure­

ment. The error of a measurement is the difference between these two 

values. The "true value" is simply the quantity obtained by a more 

accurate instrument, i.e., a standard. Strictly, the accuracy of the 

determination of a measured quantity depends on the precision with 

which the appropriate standard quantities can be maintained or repro­

duced. It is common practice to distinguish between "precision" and 

"accuracy." The word "precision" is related to the random error dis­

tribution associated with a particular measurement, and the word 

"accuracy" is related to the existence of systematic errors. Systematic 

errors arise from faults (such as incorrect or inaccurate calibration) 

or changes in condition (such as temperature and pressure) which could, 

if detected, be corrected or allowed for. Random errors are caused by 

various unpredictable fluctuations. 
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Static Characteristics. The static error of an instrument is 

the difference between the true value of a quantity not changing with 

time and the value indicated by the instrument. By calibrating an in­

strument against a suitable standard, the static errors can be deter­

mined at a number of points in the measurement range. These data form 

an error curve which is then used to correct instrument readings. 

The reproducibility of an instrument is the degree of closeness with 

which a given value may be repeatedly measured. Perfect reproducibility 

means that the instrument has no drift, i.e., the instrument calibration 

does not gradually shift over a long period of time. For example, drift 

may occur in thermocouples and resistance-thermometer elements because 

of changes in atomic structure caused by transmutation. 

Dead-zone error is associated with the largest range of values of a 

measured variable to which the instrument does not respond and may be 

found In certain kinds of mechanisms that can only indicate small and 

discrete changes in value of a measured variable, for example, make-

break switching in a null-balance pressure transducer. 

Errors caused by the presence of hysteresis result in a character­

istic loop when an instrument is calibrated first in one direction and 

then in the other. 

Dynamic Characteristics. Instruments do not respond instan­

taneously to changes in the measured variable. They exhibit a character­

istic slowness or sluggishness due to such things as mass, thermal 

capacitance, fluid capacitance, or electric capacitance. In some cases, 

pure time delay is encountered in which the instrument waits for a re­

action to take place. For example, a thermocouple measuring the core 

outlet temperature encounters a pure delay which is determined by the 

ratio of thermocouple distance from the core and fluid velocity. 

Dynamic error is the difference between the true value of a quantity 

changing with time and the value indicated by the instrument with an 

assumed zero static error. The dynamic behavior of an instrument is 
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determined by subjecting the sensor to a known and predetermined 

variation in the measured quantity. The common variations are: step 

change, linear (ramp) change, and sinusoidal change. For an instrument 

which can be dynamically described by a first-order differential equation, 

the dynamic response is specified by its time constant, i.e., 63.2% of 

final value is reached in one time constant in response to a step change 

in the measured quantity. 

F. Reliability 

Reliability is defined as "the probability that a system will per­

form satisfactorily for at least a given period of time when used under 

stated conditions," and availability is defined as "the probability that 

a system is operating satisfactorily at any point in time when used 

under stated conditions." Reliability theory can be used to analyze the 

performance of a plant protective system. 

In order to simplify reliability analysis, the following assumptions 

are generally employed: a) components are operating in their useful 

life phase for which the failure rate is constant, and the distributions 

of time between failures can be expressed by exponential distributions; 

b) component failure rates are estimated using published data for 

similar equipment; c) component failures are independent; d) testing 

and repairs neither alter the original design, nor add new faults. 

As an example, consider a core protective system consisting of one 

thermocouple on the outlet of each of 265 subassemblies. The reliability 

of a single temperature channel is given by 

R(t) = e"^S 

where R(t) is the reliability, X the failure rate, and t the time. 

For an assumed failure rate X = 0.1 failure/yr and t = 1.0 year 

(refueling schedule), the probability that the temperature channel is 

still operating at the end of a one year is 
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R(l.O) = e""'-*- = 0.9048. 

If the thermocouples are arranged in a reactor shutdown system of 1 out 

of N, where N = 265, the 1/265 system reliability is given by 

R(t) = [R(t)]« = e-''̂ '; 

then 

R (1.0) = e"^^*^ = 3,1 X 10"12^ 

where R (t) is the system reliability. Even if the failure rate were 

improved to 0.01 failure/yr (which corresponds to a mean-time-between 

failures of 100 yr), the system reliability would be R = 0.071, 

The probability that the temperature channel has failed is given 

by 

F(t) = 1 - R(t) = I - e"'̂ '', 

for X = 0.1, F(l.O) = 0.09516. 

* 
Furthermore, the failures can be safe (detected) or unsafe (unde­

tected). Ihe probabilities of safe and unsafe failures, without repair 

of safe failures, are given by 

P(S,t) = - ^ F ( t ) ; 

P<"'̂ ) =rtT^(')> 

P(S,t) E probability of safe failure 

P(U,t) = probability of an unsafe failure 

a = safe failure rate 

3 E unsafe failure rate 

X = a + B. 
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If it is assumed that safe and unsafe failures are equally likely, then 

for X = 0.1, a = 6 = 0.05 failure/yr, P(S.t) = P(U,t) = 0.5 F(t), and 

P(S,1.0) = P(U,1.0) = 0.0476. For the 0.1-failure/yr rate, the probability 

that the 1/265 system will fail is 

F^(t) = 1 - Rg(t). 

and 

Fg(O.l) ^ 1.0. 

The corresponding safe and unsafe system f a i l u r e p r o b a b i l i t i e s a r e 

P (S,1,0) = 0 . 5 ; 
s 

fs<"' '>=d^^s^^) ' 

P (U.l.O) = 0 . 5 , 

where P (S,t) is the probability of system safe failure and P (V,t) the 
s s 

probability of system unsafe failure. 

The system reliability can be improved by using redundancy and 

M-out-of-N logic for each measurement. If it is assumed that each 

channel can have three states: working, failed-safe, and failed-unsafe, 

then there are 27 combinations which describe the state of the 2-out—of-3 

logic system. Thirteen combinations result in a system which is working 

(will produce a shutdown signal when called upon), 7 combinations of 

safe failures result in shutdown, and 7 combinations result in an unsafe 

failure of the logic system (a logic-system shutdown signal cannot be 

generated because the system has at least two unsafe failures). The 

relationship between the channel probabilities and 2-out-of-3 logic 

system probabilities are: 
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?^ (W,t) = 3[P(W,t)]2 - 2[P(W,t)3 + 6 PCW,t)PCS,t)P(U.t); 

P^ (S,t) = 3(P(S,t)]2 - 2(P(S,t)]3; 

P (U,t) = 3[P(U,t)]2 - 2[P(U,t)]^ 

where 

P(W,t) - probability that channel is operating; 

P.(W,t) ~ probability that 2/3 system is operating; 

PJ(S,t) = probability of 2/3 system safe failure; 

PJ(U,t) = probability of 2/3 system unsafe failure. 

The relationships for a 2/4 logic system are. 

P^(S,t) = 6[P(S,t)]2 - 8[P(S,t)]3 •(- 3[P(S,t)'*; 

P^(U,t) = 4[P(U,t)]3 - 3[P(U,t)]'^; 

P^(W,t) = 1 - P^(S,t) - Pj^(U,t). 

If repair of safe failures is performed and it is assumed that the 

mean time to repair a component is much shorten than mean times between 

safe or unsafe failures, then the following expressions are obtained: 1^^ 

P(W,t) = ( 1 -i±]e-^'' +^ e -"'• 

5) 
L- Bt . ,-Pt\; 
^ _Q.- . ' 

P 
-Bt 

P(S,t) = 

P(U,t) = 1 

P = 1/T^ , 

where T is the mean time to repair and p the repair rate. If it is 

assumed that 

_3 
T » 8.76 hr/repair = 10 yr/repair, 

then ^n< . I 
p = 10^ repair/yr. 
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If high and low temperature limits are used to detect failures around 

nominal values, then it can be assumed that all failures are detected. 

Furthermore, if they are repaired, then 

P ( W . t ) = ^ [ p . X e - ( P - ) ' ] 

and 

P(s.t) - - ^ . 1 -=-(P + ^)t 

Table 10presents a comparison of reliabilities for 2/3 and 2/4 

systems with and without repairs. Without repairs, the system reliability 

is 0.03 at the end of one year and 0.962 at the end of 0.1 yr, assuming 

that all failures are repaired at the end of each operational cycle. 

The use of a 2/4 logic system Increases the probability of safe failures 

and decreases the probability of unsafe failures. If safe failures are 

repaired as soon as they are detected, the one-year system reliability 

is 0.159 and 0.888 for 2/3 and 2/4 logic, respectively, and the 0.1-yr 

system reliability is 0.980 and 0.9998 for 2/3 and 2/4 logic, respectively. 

If all failures are detected and repaired, i.e., by using high and low 

limits, then the system reliability is 0.999992 and 0.99998 for 2/3 and 

2/4 logic, respectively, and is independent of the operational span, 

i.e., the same for 0.1 and 1.0 yr. 

The above comparisons are intended only to serve as a guide for de­

sign and are not absolute. The failure rate was assumed for a channel 

consisting of one thermocouple and associated signal-conditioning equip­

ment, and assumed perfect logic components. The results are informative, 

in that it is clearly indicated that provisions must be made for on-line 

repairs or alternatively the plant must be shutdown at approximately 

0.1-yr intervals for repairs. 
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COMPARISON OF SYSTEM RELIABILITY 

X = 0.1 FAILURE/YR T =10-3 YR/REPAlR 

t(yr) LOGIC P(W,t) P(S,t) P(U,t) P^CW.t) PL^^'"^ ^L^"'"^ R (t) COMMENTS 

1.0 

1.0 

0.1 

0.1 

2/3 
2/4 

2/3 
2/4 

2/3 
2/4 

2/3 
2/4 

2/3 
2/4 

0.9048 4.8x10-2 4.8x10-2 

0.9512 4.8x10-5 4.9x10-2 

0.9900 5.0x10-3 5.0x10-3 

0.9950 5.0x10-5 5.0x10-3 

0.9999 1.0x10" 

0.987 
0.987 

0.993 
0.9996 

0.9998 
0.9998 

0.99992 

6.6x10-3 6.6x10-3 0.03 
1.3x10-2 4.2x10-"* 0.03 

6.8x10-5 6.9x10-3 0.159 
1.4x10-8 4.5x10-"* 0.888 

7.4x10-5 7.4x10-5 0.962 
1.5x10-"* 4.9x10"' 0.962 

7.4x10-5 7.4xlO"3 0.980 
0.9999995 1.5x10-^ 4.9x10-' 0.9998 

0.99999997 3.0x10-^ 0 
0.99999994 6.0x10-8 0 

No repairs 

Safe failures 
detected and 
repaired 

No repairs 

Safe failures 
detected and 
repaired 

All failures 
detected and 

0.999992 , . 
0.999998 '̂ P̂̂ i'̂ '̂l 
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IV. DIGITAL COMPUTER APPLICATIONS 

(by C. E. Cohn, K. Porges, and R. H. Vonderohe) 

A. State-of-the-Art of Computer Applications in Present-day Nuclear 

Power Plants 

In recent years there has been increasing interest in the 

utilization of digital computers for operations of nuclear power 

plants. This interest has covered the areas of data logging, reactor-

model calculations, and reactor control and safety systems. As with 

many departures from generally accepted methods, acceptance of digital 

computers for direct reactor applications has been slow, particularly 

in the areas of reactor control and reactor safety. (As used here 

"direct reactor applications" refers to on-site utilization rather 

than remote data processing or simulation.) 

One of the prime contributing factors to the slow adoption of 

digital techniques in reactor operation is the complexity and the rela­

tively lengthy lead times required for implementation. Much of the 

existing digital implementation was installed after the fact rather than 

being incorporated in the initial design. This fact virtually pre­

cludes utilization of digital equipment for reactor control or 

protection in other than a superficial manner. Existing systems sub­

stantiate the open-loop utilization of digital computers. 

The most common utilization of digital computers for reactor 

applications is in monitoring and data acquisition. Initially these 

tasks were limited to monitoring the status of alarm contacts, data 

logging, recording trends in certain plant parameters, and performing 

various operator-assistance functions. In no case, however, was the 

computer ever delegated control or protection responsibility other 

than in presenting the operator with printed or displayed information 

to utilize at his discretion. More recently, digital computers are 

being used to perform more significant calculations such as plant per­

formance, heat balances, reactivity inventory, limiting heat-transfer 
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parameters, and instrument-calibration factors, in addition to the 

previous functions. Still, with one exception, the loop has never been 

closed. 

The single closed-loop utilization of a digital computer at a 

reactor site is in the operation of turbines, generators, and associated 

equipment during startup. At this point in time significant advances 

in the utilization of computers have been incorporated only in tenta­

tive proposals and in the open literature in the form of prophecies or 

predictions. However, both the tentative proposals and the predictions 

indicate a radical departure from previous philosophy. Not only have 

both protection and control systems been termed practical and realizable 

with digital computers, but proposals are being presented for digitally 

Implemented protection systems. As yet Integrally incorporated protec­

tion and control systems, while being the next logical step, have been 

beyond the current range of prediction. 

B. Application of Digital Computers to Protection Systems 

1. General Considerations 

Digital computers, while they may be designated "General Purpose," 

operate according to rigidly specific rules of logic. Except for a 

small class of machines, digital computers function by the rapid execu­

tion of a serial stream of Instructions which may have many different 

loops and/or branches. These instructions are extracted from the 

memory and executed serially. Although there are frequently several 

paths into and out of memory, the fact remains that only one instruc­

tion may be executed at any given instant. Because of this fact a 

computer being utilized to monitor numerous points must do so on a 

cyclic basis as designated by the running program. As a result, the 

cyclic servicing of multiple points is inherently slower than individ­

ual analog monitoring systems for each point. 

Once the capability has been provided for the computer to monitor a 

particular parameter, it is a simple task to extend the number of 
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parameters being monitored. The price that is paid for monitoring 

numerous points is that the total monitoring time must now be divided 

among the number of points being monitored. As the number of points 

increases, the time between successive scans of each point increases 

The limiting factor then becomes the minimum scan repetition rate. 

Frequently certain parameters require monitoring at a higher repetition 

rate than others. This is very easily accommodated by the instruc­

tions. The significant merit of digital monitoring is the relatively 

small economic expense of greatly increasing the number of sensors. 

For the problem at hand, namely, a digital protection system, one 

very important factor must be considered: the presentation of the 

information to be monitored. If the information is presented in a 

compatible digital format, the point-to-point scan time is extremely 

fast, of the order of several microseconds. However, the rapid digital— 

ization of many sensors is a formidable task. Analog-to-digital 

converters are relatively fast for the actual conversion of a single 

analog voltage. The problem is one of feeding multiple voltages into 

the converter. If an analog-to-digital converter were supplied for 

each sensor to be monitored, the cost, even with a relatively small 

number of sensors, would become prohibitive. 

On the other hand, the sensor signals may be presented to the 

computer as analog voltages. In this case the signals must be multi­

plexed to one or several analog-to-digital converters at the computer 

by means of relays or solid-state switches. The introduction of relays 

into the monitoring circuitry produces two undesirable effects. First, 

the reliability suffers because of the introduction of higher failure rate 

electromechanical devices. Secondly, the sensor scan cycle will now 

become significantly longer because of the multimilllsecond time for 

relay closure. For solid-state switches operating at a 10-kc switching 

rate, the switching time is comparable to the calculation time required 

for each point. 

Solid-state multiplexers are currently available that utilize 

Field Effect Transistor (FET) switching of analog signals into an 
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analog-to-digital converter. The input impedence of these FET switches 

is extremely high, permitting a single analog signal to be connected 

to multiple Inputs without loading problems. This is an important 

consideration if, for example, the same signal Information is required 

at two or more distinct locations. 

The sampling speed of these multiplexing devices is approximately 

lO-kHz, and each device will accommodate approximately 1000 inputs. 

However, these devices may be paralleled into a computer, increasing 

linearly both the possible number of signal inputs and the possible 

sampling rate. 

In a hypothetical situation, assume that 4000 analog signals must 

be multiplexed into a computer for analysis. By utilizing four FET mul­

tiplexers, each capable of sampling at a 10-kHz rate, several options 

are available. First the signals may be sampled serially, resulting in 

a 100 usee time between samples. With this approach all of the signals 

could be sampled every 0.4 sec, with 100 usee available for calculations 

and storage for each signal. This 100 usee corresponds to up to 100 

possible computer instructions. Additionally, it would be possible to 

control the sampling sequence by the computer program in the event that 

certain signals were deemed more critical then others, or in the event 

that one or more signals had exceeded prescribed limits. 

Second, data from the four multiplexers could be accepted by the 

computer at the maximum sampling rate for each. With this approach, all 

4000 signals could be sampled every 0.1 sec. However, in this case the 

calculation and storage time for each sample would be reduced to 25 usee 

or up to 25 computer instructions, with the provision still available to 

control the sampling sequence if it were desired. Obviously, sophisti­

cated calculations cannot be performed on each sample in 25 ysec. There­

fore, calculations would probably be limited to absolute boundary 

determinations and change per unit time. Periodically, these less so­

phisticated calculations could be foregone in favor of such things as 

plant performance and reactivity calcuations. Another possible alter­

native is to provide small unsophisticated computers to determine 

signal limits and rate changes while a more sophisticated computer is 
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dedicated exclusively to the more sophisticated calculations. 

2. Reliability 

From the standpoint of the computer, the prior treatment of the 

information is immaterial. That decision is one of economics and 

speed requirement. However, of great concern in any protection system 

is the question of reliability. Certain reliability requirements must 

be met by any system, whether it be analog or digital. 

Prior to developing specific reliability functions, certain defin­

itions must be assigned and certain assumptions must be made. These 

definitions and assumptions are as follows: 

a) Any digital computer which has exhibited a malfunction is un­

reliable until such time as the cause of the malfunction has 

been determined and corrected. 

b) Sufficient hardware and software checks are available to de­

termine the presence of a computer-system malfunction within 

the time "t." 

c) The mean time to repair (MTTR) a computer system in hours is 

"R." 

d) The mean time between failures (MTBF) for a computer system, 

in hours, is "F" and is assumed to exhibit negative exponen­

tial distribution. 

e) A single-computer system by itself fails to meet minimal pro­

tection requirements because of expected maintenance and 

repair periods. 

In a two-computer system, if machine "A" fails i times during a year 

and the failure times are uniformly distributed over the year, each 

failure requiring R hours for repair, then the probability of machine "B," 
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with k failures uniformly distributed over the year, failing within a 

period (+R) of a machine "A" failure is 

(2 i R/8760) k, (11) 

where 8760 is the number of hours in a year. Therefore, the total pro­

bability that machine "A" and "B" are in a failed condition simultan­

eously during the year is 

y y p p 21kR ^ _2R_ 2 ̂  17520R . . 

where P. is the probability of 1 failures during the year, and the 

machines are considered identical (1 = k). 

As a result of condition e above, the smallest configuration that 

can be considered for protection is an N = 2 system, where N is the number 

of computers. For N = 2 the number of simultaneous failures is given by 

17520R/F^. The number of times that less than two machines are working 

during the year is essentially 1 + k. 

Expanding to an N - 3 system, there are three combinations of two. 

Therefore, the probability that two machines are down during the year 

(3) (17520R)/F2 = 52560 R/F^ = P {2,3} . (13) 

Additionally, it is Interesting to denote the probability, for an 

N = 3 system, that two machines will fail within a "t" minute interval. 

This probability is given by replacing R above with t/60, resulting in 

the expression 

876 t/F2 = P 7 ,3 a*) 

By a similar exapnsion it may be determined for an N = 4 system that 

the probability of having three machines in a failed condition at some 

time during the year is given by 

(^1(52,560^^ = 3 1 5 ^ ^ j,j3_̂ j _ (,5, 
R/ \ .,? / ,j3 
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Then the probability of going from three working machines to one working 

machine within a "t" minute interval is the probability of one machine 

being down times the probability that two of the remaining three will 

fall within a "t" minute interval. This expression is 

4 R \ (876 t\ ^ 3504Rt ^ prl ^j (16) 

V \ F 2 / F3 t' • 

Similarly, the probability of an N = 5 system to go from three work­

ing machines to one working machine in a "t" minute interval is 

(10 R^) (876 t) .p{3^5j. (17) 

Inherent in expression 17 is the fact that two of the five machines 

are already known to have failed. 

C. Requirements for Core Protection 

As pointed out previously, digital computers can very easily and 

economically accept data from a large number of sensors. However, the 

Incorporation of a large number of sensors into the reactor is a problem 

which is virtually independent of the computers themselves until such 

time as the sensor-to-sensor scan time exceeds the minimum requirement. 

The actual decision as to how many and what types of sensors are nec­

essary for core protection must be made independently of the implementa­

tion in either analog or digital hardware. Once the number and type of 

sensors necessary are determined, the implementation becomes a problem 

of economic considerations. Below "k" sensors, implementation would be 

most economical with separate analog scram channels. Above "k" sensors, 

implementation would be most economically handled with digital computers 

if and only if given reliability requirements can be met. The number 

"k" must be determined. 
• 

Once the decision has been made that the required number of sensors 

is sufficiently large to warrant digital implementation, considerations 
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of digital reliability must be explored further. 

1. Requirements for Plant Availability 

By utilizing Information supplied by manufacturers of digital equip­

ment and the previously derived probability expressions, the minimum 

redundant requirements will be explored to preclude experiencing more 

than one false reactor trip per year as the result of a digital-system 

failure. For an N = 2 system to be reliable it must be operated on the 

basis that both computers are fully operational and neither machine 

Indicates a reactor trip. If either machine falls or Indicates a reactor 

trip condition, the system must be tripped. It can easily be seen that 

to preclude exceeding the requirement of one false trip per year the mean 

time to fail for each computer must exceed one year. At the present time 

such reliability cannot be achieved, although some experimental, self-

repairing computers are approaching the necessary requirements. 

The next possible coi figuration is N = 3. With a three-computer 

configuration, one computer may fail and/or Indicate reactor trip while 

the other two are operational and do not indicate reactor trip. In this 

case a two-out-of-three decision would still be valid and ensure safety. 

However, if two of the three computers should fall during the same period 

of time, the system would have to be tripped. Expression 13 above speci­

fically covers this case: 

52560 R/F^ = P{2,3}. 

Manufacturers' figures indicate a valid mean time to repair of 

R = 2.5 hrs. However, the Interpretation of F (MTBF) from manufacturers' 

figures is considerably more difficult. Not only would different compan­

ies arrive at a different value of F for a given machine, but different 

sections within the same company would probably not agree either. There­

fore, F will be treated as an estimated unknown. 

Assuming the probability for one false reactor trip in a year of 

0.5 (P{2,3}), the above expression can be evaluated for F: 
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-,/52560 X 2T5 J-\/26.25 x 10^ ^ 513 hr. 
"V 0.5 

This figure of approximately three weeks of continuous operation is not 

beyond the realm of current realizability if only the computer, bulk 

storage (disk), and the data-collection channels are considered. For 

an N = 4 system using expression number 15, and making the same assump­

tions, evaluation gives 

4 315,360 (2.5)2 ^ ^ 
3 X 0.5 

which is definitely realizable. An additional consideration which may 

be given here is the utilization of an extra computer to be used off­

line for program development, etc., this may be used to replace a 

failed machine, thereby reducing R to 0.5 hr or less. 

2. Reliability Requirements to Preclude Catastrophic Failure 

The next consideration is the redundancy requirement to preclude 

catastrophic failure of the reactor: not more than one failure causing 

trip per 10^ yr. At this point the assumption must be reiterated that 

sufficient safeguards are present to determine within a "t" minute 

period that a failure has occurred. Implementation of these safeguards 

must take several forms. First, it must be possible to separate 

failure of data-collection hardware from legitimate out-of-tolerance 

readings. This includes sensor checking and checking of analog-to-

digital conversion by means of known, standard reference voltages. 

Second, it must be possible to perform internal diagnostics suffi­

ciently often to determine the presence of arithmetic or memory 

failures. Third, it must be possible to detect the presence of failures 

which cause the computer to enter a "halt" state by periodic cross-

referencing with the other computers. Fourth, the assumption must be 

made that all programs being run by the computers are totally debugged. 
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With an N = 3 system, the probability of a failure to shutdown 

is given by expression 14. In evaluating the expression, it will be 

assumed that it is possible to determine a computer failure within 

a one-minute period ("t" = 1). Evaluating expression 14 with t = 1 

and using F = 513 hr, 

^'' ^ 3.9x10-3 = P(|,3}. 
(513)^ "••' '̂  "" '^t* 

-3 
The probability 3.9 x 10 is the probability that two of three 

computers will fall undetected in a one-minute period during a year. 
—8 

This probability is considerably greater than the desired 10 

For an N = 4 computer system the probability of a failure to 

shutdown is given by expression 16: 

3504 Rt -^ r r in-5 r,r3 /-, 
p — = 6.5 X 10 = P{-.^}-

Similarly, for an N = 5 computer system the probability is given by 

expression 17: 

^ ° ^ \ i : «^^ ' i 7 9 x 1 0 - 8 = P { l 5 } . 

3 
The probabilities P{—,N}, as just determined, do not, in actuality, 

indicate the probability of a catastrophic failure, but are instead 

the probabilities of computer failures which would preclude the 

detection of an unsafe reactor condition. 

D. Economic Comparison 

In this section an attempt will be made to compare, on an 

economic basis, digital versus analog safety systems. No attempt will 

be made here to define the number or types of sensors required to 

provide adequate Safety protection. That decision must be made on 

other considerations, and is the entering argument for this discussion. 
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Having defined the sensor configuration, safety-system implementation 

becomes mainly a matter of economics. If the assumed number of 

sensors is "n," then for n < k the safety system would most economically 

be implemented with analog scram channels. For n > k, implementation 

would be most economical with a digital system. On the basis of a 

probable configuration for digital implementation, and assuming that 

analog scram channels cost approximately $1000 each, an attempt will 

be made to determine the value of k (the break-even cost point for 

reactor trip channels). 

Earlier an analysis was given for the minimum redundancy require­

ments for digital computers to meet protection goals. For this dis­

cussion, an economic comparison will be made for an N = 3 system 

(i.e., three digital computers are sufficiently redundant to ensure 

adequate safety protection and system availability). The fundamental 

principle involved with a digital safety system is converting the 

analog signal from a sensor to a digital number, transferring that 

number to a digital computer, and determining in the digital computer 

the significance of the sensor signal. Although there has been some 

interest in sensors which output digital signals directly, this dis­

cussion will be limited to conventional sensors which output analog 

voltages. 

When discussing the hardware required to input and digitize 

sensors, it must be remembered that the incremental cost per sensor is 

not a constant. The reason for this is that some of the hardware is 

modularized, i.e., one analog-to-digital converter is required for 

a single sensor, but the same converter may be used for several 

hundred sensors. Similarly, other hardware components are required 

for a few inputs, but may also accommodate many inputs. 

Several analog multiplexing systems are being marketed that will 

accommodate a large number of inputs. However, these systems were 

not specifically designed to handle large numbers of input. Because 



of this fact, it is quite possible that the future may find significant 

cost reductions for such systems. For this analysis, however, exist­

ing price levels will be utilized. 
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Figure 26 is a block dia­

gram of the required hardware 

for analog signal multiplexing 

and digitizing, and a probable 

computer configuration. Accord­

ing to redundancy requirements, 

this system must be triplicated 

in its entirety so that common 

mode failures will be minimized. 

By Incorporating redundant analog-

signal processors as well as com­

puters, the safety system would 

have two areas common to each 

computer subsystem: the sensors 

and the scram-alarm logic. 

In calculating the cost for 

Fig. 26. Block Diagram for Digital the digital-system implementation. 
Data-acquisition System. ^. u u i . J C ^T. £ ^ 

^ -̂  mention should be made of the fact 

that certain computer peripherals, 

such as the display, may be shared on an availability basis, that is, the 

display may be utilized on any of the computers until a computer malfunc­

tion occurs, at which time the display would be connected to a working 

machine. The approximate market cost of the hardware in Fig. 26, which 

would permit the multiplexing and digitizing of 1 -»- 128 sensors, is 

$194,000. Adding in the cost of the redundant computer systems, the to­

tal digital safety system hardware cost for up to 128 sensors would be 

$512,000, 

For analog implementation of the safety system, in order to obtain 

a cost comparison, the figure of $1,000 per scram channel will be used. 

This includes the sensor, amplifier, trip circuitry, and display. 
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Clearly, for a system with 128 or fewer sensors, implementation would 

most economically be achieved with analog scram channels (i.e., $128,000 

< $512,000). As pointed out previously, the incremental cost for 

adding digital scram channels is not linear. For the initial digital 

system, the cost of the computers and peripherals far outweighs the 

cost of the multiplexing and digitizing circuitry. This is evidenced 

by the fact that the cost for the first 128 channels is approximately 

$4,000 per channel. Now, however, the incremental cost per reactor-

trip channel drops significantly. The total cost of increasing the 

reactor trip channel system capacity to 256 channels is $6,300, or 

approximately $16 per incremental channel. The total cost then of a 

digital safety system consisting of 256 reactor trip channels is 

$518,300. Note that the cost has decreased to approximately $2,000 per 

channel, or about twice the cost per analog channel. For this number 

of channels, an analog system would still be most economical (i.e., 

$256,000 <518,300). 

Continuing with the analysis, it is found that the average 

incremental cost per channel remains at approximately $16 until 1024 

channels have been incorporated into the system. However, the cost to 

digitally implement 640 reactor-trip channels is the same (exclusive of 

the sensor cost) as the cost to implement 513 reactor-trip channels 

digitally, namely, $537,200. It may, therefore, be concluded that k, 

the equal cost number, is approximately 537. For 537 or fewer channels, 

implementation would be most economical with analog systems. For 538 

or more reactor-trip channels, implementation would be most economical 

with digital systems. The cost findings may be summarized as follows: 

n < 5 3 8 = ^ analog, 

n >̂  538 = ^ digital. 

where n is the number of sensor channels. 

Several factors concerning digital implementation of a safety 

system should be mentioned. The first pertains to the cost analysis. 

For the analysis performed here, the cost of the sensors has been 
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omitted throughout. The reason is that the sensor cost is directly re­

lated to the type of sensor and its physical location relative to the 

reactor. Obviously, all flowmeter sensors would be more costly than 

all thermocouples, and in-core sensors would require more expense than 

whole-core sensors. 

If $1,000 per analog scram channel is realistic, the break­

even figure, k, would have to be adjusted by the cost of the sensors. 

This adjustment may be made by suimning the cost of the individual 

sensors, dividing by $1,000, and adding the resultant figure to the 

previously obtained k to obtain the new break-even quantity k'. The 

result is 

n 

E $ 
^ ^ $1000 

where n is the number of sensors and $ is the individual sensor cost. 

Another factor that has historically been omitted from the Initial 

cost analysis of a digital system and has been omitted here also is the 

cost of the computer-system software (programs). Very frequently, the 

cost of writing the computer programs and ensuring that they are func­

tional is quite substantial. A software system for the digital safety 

system described here could well require several man-years of effort, 

although most of the required computer diagnostics to detect system 

malfunctions would undoubtedly be vendor-supplied. 

Having once achieved a running software system for data acquisition 

and analysis, several advantages would become evident over analog 

reactor-trip channels. The first advantage is the capability of rapid­

ly changing sensor-reading scales, such as would be required during 

reactor startup. Another advantage would be the capability of ripple-

smoothing sensor readings caused by reactor transients. This 

capability would be readily and widely variable by keyboard input. 

Still another advantage would be variable capability of alarming and/or 

scramming based on the progression of conditions. For Instance, de­

tected malfunctions in one subassembly might be a condition for alarm 



172 

until such time as one or more adjacent subassemblies malfunctioned, 

which would be cause for reactor trip. In this regard the Inherent 

capability of a digital system in determining the event of catastrophic 

sensor failure would be very helpful. 

One consideration of importance in any system comprised of a large 

number of sensors is electrical connections through the containment. 

Since each penetration requires additional monetary expenditure, the 

number of passages through the containment should be minimized from the 

economic standpoint. Several possibilities exist for minimizing these 

penetrations in a digital system. Refer to Fig. 26; it is possible 

physically to place the analog signal path up to and Including the 

channel controller inside the containment. Unfortunately, doing so 

seriously restricts the repair capability on these units for obvious 

reasons. On the other hand, the nimiber of lines passing through the 

containment could be reduced from one per sensor to perhaps a total of 

20. A possible solution might be to provide redundant multiplexers 

inside the containment, thereby requiring approximately 40 lines 

through the containment per computer system while providing at least 

backup capability for each system in the event of multiplexer mal­

function. 

One fact to be kept in mind for an analysis of this nature is that 

the price figures used for the comparison are off-the-shelf prices 

of items not designed specifically for this purpose. In particular, 

they were designed for small numbers of inputs. It is quite realistic 

to envision significant future cost reductions for hardware more aptly 

designed for a configuration of this magnitude as well as similar cost 

reduction due to advances of semiconductor technology. 

-̂ Special Applications of Digital Computers 

1- Detection of Anomalous Reactivity 

One diagnostic use of a digital computer is the comparison of 

actual and expected reactivity. The actual reactivity is derived from 

the observed flux by an inverse-kinetics algorithm, while rh°, o-'"=̂ <-"J 
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reactivity is calculated from control-rod positions and known power-

feedback effects. Any anomaly, or discrepancy between the actual and 

expected reactivity, may be taken as an indication of trouble and may 

be used to alarm or trip. 

A digital computer is being installed on the Enrico Fermi Fast 

Breeder Reactor (EFFBR) for this use.^^? This is a routine and 

straighforward computer application. However, the limits of perform­

ance of the EFFBR system are open to considerable improvement. The 

significant limits are: 

(a) precision of 20 in anomalous reactivity, and 

(b) calculation time of 1.2 sec. 

The value for anomalous-reactivity precision was derived by the 

authors from a trial run using data from previous reactor operation, 

presumably read from a chart record. Better precision is attainable 

by averaging of the neutron-flux signal over the entire time between 

samplings. However, the flux data used by the authors were presumably 

averaged only over the response time of the recorder, so their scatter 

would be greater and the precision of the results would naturally 

suffer. By the same token, the use of point sampling for the flux 

signal is a serious error In the system design. Since an inverse-

kinetics algorithm is a sort of imperfect differentiator, results are 

quite sensitive to scatter in the flux readings. 

The attainable precision, therefore, should be much better than 

what the authors found. Reactivity measurements by inverse-kinetics 

calculations on flux readings can yield quite precise results. In a 

typical run with the Argonne ZPR-9 fast critical assembly, flux readings 

were taken over one-second intervals from a boron-loaded chamber running 

at a current of about 4 yA. The standard deviation of the derived re­

activity points was estimated as 0.04 Ih. 

This error would be expected to vary inversely as the square root 

of the current in a boron chamber and to increase as the measuring 

interval is reduced by at least the square root of the time. 
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As mentioned above, the flux was integrated over the sampling 

interval by putting the chamber current into a current amplifier and 

putting the amplifier output into a voltage-to-frequency converter. 

The pulses from the latter were counted by a scaler that was read into 

the computer and then reset at the end of each interval. 

It is not practical to use a pulse counter as a flux detector at 

high flux levels. Since one neutron absorption in a boron chamber rel­

eases about lO"*, a chamber current of 1 yA corresponds to 10 neutron 

detections per second, which is a rate far too high to count. 

The calculational speed is strongly dependent on the capabilities 

of the computer. The IBM-1800 computer with which the EFFBR system 

was implemented is the slowest in its class. Its memory cycle time of 

4 ysec is slower by a factor of 2 to 5 than that of similar computers 

from other manufacturers. Furthermore, computers like the IBM-1800 

with just 16-bit word length are inherently handicapped in speed for 

any given calculation. A 24-bit computer of the same general structure 

could be two or four times as fast, and a 32-bit or longer word should 

be even better. In addition, hardwired floating-point arithmetic can 

give a speed gain of a factor of 10 or 20. All in all, an improvement 

in calculation time of one or two orders of magnitude should be readily 

attainable. 

EBR-II is being equipped with a Sigma-5 computer having a 32-bit 

word length with speed capability far superior to the IBM-1800. Use of 

this speed capability in conjunction with the correct method of data 

collection will yield a unique opportunity to explore the limits of the 

diagnostic capability of this scheme. 

2. Subcriticality Measurements 

The matter of subcriticality measurements in LMFBRs has been 

examined in depth by N. J. Ackermann of Oak Ridge National Laboratory. 

His conclusions,!38 may be summarized as follows: 
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The most promising method for measurement of subcriticality down 

to $30 appears to be a multiplaction measurement. Another method 

studied, namely, measurement of the prompt-neutron decay constant 

through noise analysis, is not suitable that far subcritical because of 

detector-efficiency limitations. However, it is suitable for measuring 

a moderate subcriticality of $3 to $5, which can in turn serve as a 

reference point for the multiplication method. Presumably such a ref­

erence point could also be established through the removal of reactiv­

ity by means of one or more well-calibrated control rods, although 

Ackermann believes that noise analysis is more desirable for that 

purpose. 

The pulsed-neutron technique is, in principle, also capable of 

measurements down to $30. However, use of the pulsed-neutron technique 

requires observation of a fundamental-mode decay. In a large, heter­

ogeneous LMFBR-type core, this may not be achievable at $30 subcritical. 

It is not known how far subcritical one can go and still observe a 

fundamental-mode decay in such a core. Furthermore, ancillary problems 

make the technique impractical. To achieve this performance, a self-

contained pulsed neutron generator would have to be placed very close 

to the core, say in a reflector-element position. A self-contained 

generator of this type is not sufficiently reliable or resistant to the 

environment for long-term operation, as in continuous shutdown monitor­

ing, and would therefore require a drift tube long enough to remove it 

to an acceptable environment. However, commercially available self-

contained neutron generators deliver neutrons essentially isotropically, 

hence the Intensity at the end of a long drift tube would be insuffi­

cient. A substantially better performance would be available from a 

deutron, proton or electron accelerator as charged particles can be 

readily focussed over a distance of 30 ft., and thus made to impinge 

onto a distant target. An electron beam, in particular, could be made 

to strike a Bremsstrahlung target well outside the core whence strongly 

forward-directed bursts of x-rays of mean energy in the vicinity of the 

photofission peak of the fuel would excite enough of the fundamental 

mode to produce an analyzable response in a set of appropriately 

located fission detectors. Such an installation, however, still re­

quires a straight primary enclosure penetration or reentrant cavity 
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implying a number of obvious safety hazards. Moreover, the overall cost 

of such equipment, requirement of a trained operating and maintenance 

crew, and cost of additional shielding makes it essentially Impractical 

at present. 

The Reactor Controls Group at OENL has been working with a neutron 

counter which can be insensitive to gamma rays even in radiation fields 

as high as 10^ R. They are working on the problem of correcting the 

multiplication measurements for changes in detector efficiency due to 

loading changes and for the contribution of higher modes at very large 

subcriticalities. Such corrections should be less for a spontaneous-

fission source distributed throughout the fuel than for a localized 

point source, 

3. Excursion Monitoring 

The application described here is different from the other mater­

ial in this report in that its primary function is not to prevent 

accidents. Rather, it serves a function analogous to that of the 

flight recorder in an airplane. It would be of considerable value to 

have a record of neutron flux versus time during a reactor excursion. 

Current advances in digital electronics enable great improvements to be 

made in the art of recording such data. 

The major problem in recording arises from the conflict between 

two mutually contradictory requirements. First, the risetimes that are 

characteristic of fast-reactor excursions are in the microsecond range. 

Thus, the recording medium must have wide bandwidth if a true picture 

of an excursion is to be obtained. On the other hand, the recorder 

must be in standby status for an indefinite period of time (hopefully 

its entire life), but must be ready to start recording at maximum rate 

at any instant. With recording media involving mechanical motion, these 

two requirements are extraordinarily difficult to reconcile while re­

taining any reasonable degree of reliability. Chart recorders of any 

type do not have the required speed, while magnetic tape recorders, 

which have been greatly improved in recent years, still require a cer­

tain headstart to run up to speed. An endless tape loop or disc memory 
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can circumvent this requirement, hut Involves largely unknown wear 

problems over a period of several years of continuous running. An 

endless loop system originally installed in the EBR-II fuel failure 

monitor^^^ was eventually abandoned because of maintenance difficul­

ties. 

To avoid such problems, a buffer memory system could be provided 

entirely by electronic means. The simplest of these would comprise 

two counter registers, in addition to a core memory. One would count 

pulses from a neutron detector, while the other would count pulses from 

a constant-frequency clock oscillator. If the clock register became 

full before the data register, this would indicate that the neutron 

flux was below the threshold. The two registers would be reset and the 

cycle would repeat. 

If the data register became full before the clock register, the 

contents of the clock register would be written into the first word of 

the core memory. The registers would be reset, and counting would again 

begin. From then on, each time the data register became full, the con­

tents of the clock register would be written into the memory. This 

would continue until the memory became full. Writing the clock register 

instead of the data register provides for better utilization of the 

available memory space, where the neutron flux during the excursion 

varies over a wide range. After the excursion, the data in the memory 

could be read out by auxiliary equipment, which would not necessarily 

have to be permanently attached to the device. 

This simple and highly reliable digital system can meet all re­

quirements for excursions of relatively long periods, but does not have 

the capability of responding to a doubling time in the microsecond 

range. Making reasonable assumptions concerning the normal data rate, 

and data register capacity, it can be shown that a 50 ysec exponential 

increase in the input, which happens to occur just before a reset, would 

grow by more than two orders of magnitude before a proper record is 

started, such that the onset of the transient is lost. On the other 

hand, a high normal count rate, providing faster reaction, will lead to 
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counter saturation after only a few groups are actually recorded. The 

data register capacity, which plays here the role of an alarm level, 

must exceed the normal mean data register content at reset by a suffi­

cient margin to keep the rate of false alarms due to count statistics 

at an acceptable level; at the same time, such a large data register 

capacity delays the start of the record. 

Since this problem is in part connected with the random phase re­

lationship between the regular reset and the onset of the excursion, it 

can be ameliorated by additional data registers, reset in time-staggered 

fashion. With a large number of such channels, distributed evenly over 

the reset interval, the performance with respect to transient detection 

begins to approach that of a digital count rate meter. Instead of 

this approach, it is clearly more practical to provide a straightforward 

delay, exactly as in a tape loop or other mechanical buffer storage de­

vice, by entering detector pulses in a shift register in addition to the 

data counter-register. If one assumes that the alarm condition (data 

register full before clock register could be fortuitiously delayed by 

as much as five periods, say 250 microseconds, and accepts a channel 

dead-time of 250 nsec, a single shift register of 1024 bit capacity 

(currently selling for $10 to $20) will provide enough, buffering to 

obtain a record of the transient from onset to counter saturation (or 

destruction). High-speed shift registers, operating up to 20 Mhz, are 

available so the Intrinsic capability of fission chambers (of proper 

design) to deliver pulses of 10-20 nsec length can be exploited, in 

connection with digital derandomizers. The modest cost of shift 

registers of large capacity, made possible by the development of MSI 

(medium scale integration) single-chip technology, encourages more ex­

tensive applications of these devices. For example, a set of 20 SR's 

of 1024 bit capacity would store 5 milliseconds of transient record at 

0.25 microsecond resolution, enough to allow permanent storage of a 

short transient through recirculation in the shift registers. For 

longer transients, this delay would allow conformation of a transient by 

some means which would effectively prevent unnecessary interruption of 

other tasks in which a permanent core memory could normally be usefully 

employed. 
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The described systems are entirely composed of elements which have 

a very high resistance to mechanical stress and radiation, although ad­

versely affected by heat. Periodic check-out would be straightforward 

and nondestructive. Even if the device was rendered inoperative or was 

physically damaged during an excursion, the Information already stored 

in the memory could be retrieved if the core stack remained reasonably 

intact. 

For best reliability, such a system should be completely indepen­

dent of operating instrumentation and computers. However, for economy, 

if a digital computer is present, this function could be included in 

its repertoire of jobs. Alternatively, circuits could be provided to 

take over the computer's memory for this purpose in the event of an 

excursion. 

Acquisition of Fast Count Rate Transients. In a wide variety of 

surveillance or monitoring systems, nuclear event counters are used to 

indicate the Intensity of some process. Certain untoward circumstances 

may result in a sudden rapid and large excursion of this process, with 

a concomitant variation in the detector count rate or event rate Cthe 

word event is used here to distlnghlsh these counts from other counts, 

e.g., clock-pulse counts). The art of producing a faithful record of 

such unpredictable transients has been considered in a number of recent 

articles. In these discussions the basic assumption is implied that 

the recording medium normally is on standby, or normally operates with 

a slow response, and must thus be shifted to a fast-response mode, or 

otherwise activated, when a transient worth recording occurs. 

The possible use of a computer for data acquisition has been con­

sidered, among other methods.^^^ For a transient which one would 

expect to be extremely rare, the count-channel output ordinarily need 

not be recorded at all, which frees the computer for other tasks. A 

priority interrupt program would then be actuated by a transient detect­

or and storage of the transient can thereupon begin immediately. 

Inevitably, however, the transient must already have started to rise 

when the alarm is given by the transient detector. 
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In more specific detail, the alarm discriminator may be assumed to 

be a digital count-rate meter normally registering an average of N 

events, given a normal event rate no and a processing time T Q . The 

digital count-rate meter (or EPUT meter) is controlled by a clock, 

feeding oscillator pulses into another register; when the clock-pulse 

store reaches a certain preset number, the event-register contents are 

dumped, possibly into a display, and accumulation restarts immediately, 

A preset number A in the event register thus constitutes a digital 

alarm level. Any time this alarm level is reached, the priority inter­

rupt program goes into effect and channel counts are henceforth 

inscribed in the computer memory. The recording mode is chosen to 

secure constant statistical resolution, i.e., the number of clock 

pulses in a time span controlled by the event store is recorded. The 

recording function ceases whenever the set on the clock-pulse register 

is reached before the set on the event register, i.e., when Tg elapses 

before A events have occurred. 

The question then arises how early, i.e., how close to the normal 

rate level, this system can "catch" a certain type of excursion. For a 

practical example, we consider a monitor for a reactor plant, for which 

such excursions tend to have exponential shape; more specifically, we 

consider fast reactors of LMFBR type, with a period of the order of 

T I/ 50 ysec. The choice of the various parameters which will influence 

the detection of such a transient is connected with some rather general 

statistical considerations. For example, the selection of the event-

register set or alarm level A is directly related to the statistical 

uncertainty attached .to each measurement or percent fluctuation p: 

(P) 

The choice of UQ, on the other hand, depends on the expected range of 

transient intensities which must be recorded. For present purposes, we 

consider four decades as an adequate range and further assume that the 

channel can operate at rates up to 10^ events per second with reasonable 

accuracy (which supposes, to be sure, that the detector is designed to 

deliver very short pulses and all electronics including amplifier. 
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discriminator, and event scaler have adequate bandwidth). The result­

ant and normal event rate thus comes to 

no = 1000 events per second. 

The choice of Tg then determines the normal event count N = npTo, given 

a minimum event count A = 10 or 25 which actuates acquisition at 30% or 

20% statistics, respectively. Evidently, too small a choice of TQ will 

make the system quite insensitive to all but very large excursions, and 

the latter will be recorded only very poorly; on the other hand, a large 

choice of TQ will result in a correspondingly large false-start rate due 

to statistical excursions in the normal event count N. Since such a 

false start need not necessarily affect the operation of the reactor, a 

fairly high false-start rate is by Itself not objectionable. However, 

it does result in frequent Interruption of those other tasks for which 

the computer is supposed to be available. Moreover, some criterion is 

needed after each such occurrence which determines whether to erase the 

record or keep it; this involves a type of decision that computers are not 

easily programmed to render. For purposes of this discussion, we may 

assume^^^ that the false-start rate is tolerable for 

A = N + 4v¥ (18) 

Solving Eq. 18 for N with the choices A = 10 and 25, one finds the 

following values for Tg at ng = 10^, as well as other quantities whose 

specific meaning will become clear presently: 

S t a t i s t i c s , 
% 
30 

20 

A 

10 

25 

N 

3.034 

8.404 

To 
msec 

3.034 

8.404 

T Q / T 

60.68 

168.08 

A la 
N T 

500 

200 

A 
N 

- 1 

] 

i33 

L40. 

+ I 

i 

Now let a transient occur at some unknown time t after the last reg­

ular dump of the event and clock register; then the time T at which the 

event register is full (hence, acquisition begins) is given by 

1 + TIL 

(19) 
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where we have put 

u = (T - t)/T, 

which amounts to the acquisition delay after the onset, measured in 

transient periods. Now the minimum delay results when the onset occurs 

at a time t' which just allows filling the event register at the next 

regular dump: T' = TQ and 

[ t - lN i i u 1. .»-- . : <"' 

On the other hand, a slightly later onset results in missing the dead­

line, and another clock interval is thus required for accumulating; the 

additional delay is given by 

• • 

A 
n 

T ' 
_a T̂  u " = in I 1 + [f] [-̂] e-" J . (21) 

This additional delay must be added to u' to obtain the maximum delay; 

on the other hand, u " is in fact the first acquisition (the first 

datum) for the case of minimum delay. We can further find the growth 

factor of the transient at the end of the kxli acquisition (for minimum 

initial delay) or (k + 1) jh acquisition (for maximum delay initially): 

G^ = exp(u' + u " + u ' " + . . . û *̂ ^ = (kATo/Nt) + e". (22) 

For any other phase of the transient onset with respect to the 

normal count and dump cycle, the initial delay (hence, growth factor 

and actual numerical value of the data) will lie somewhere in between 

the values which can be computed from the above equations. Specifically, 

we find for ng = 10 and parameter values indicated in the above table, 

that acquisition only begins when the transient has already grown by a 

factor of between 340 and 840 for 20% statistics, or between 150 and 350 

for 30% statistics. After this rather uncertain start, every count adds 

500 to the growth factor for the 20% statistics example, or 200 for the 

30% statistics example. 
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These numbers tend to indicate that even for a channel of unusually 

wide count range, as was assumed here, the saturation limit is reached 

after only a few data points, from which one can infer neither the 

period nor, of course, the Intensity of the transient. For smaller 

transients, the response is even worse, if indeed there is any record­

ing at all. The problem is twofold: on the one hand, the uncertainty 

of the phase relationship between onset of the transient and the count 

cycle introduces an intolerable spread in the data; on the other hand, 

the recording of an exponentially rising count-rate is necessarily 

difficult to read when the mean interval between recorded events is 

much larger than the period, i.e., when TQ/T IS large. 

The first difficulty is circumvented by using a count-rate meter­

ing device which has no phase or cycle, e.g., an instrument based on a 

shift register. Even more effectively, a shift register by itself can 

be used for temporary storage, as further considered below. 

The second difficulty has an even simpler solution: since the 

intensity-range requirement and a normal mean-event interval comparable 

to the transient period are obviously irreconcilable when the period is 

only 3-1/2 decades longer than the minimum time resolution available 

from the very best counting system, one is fo¥ced to use two channels, 

one for starting and one for peak-intensity recording, which feature 

normal event rates of an appropriate difference. 

The implementation of temporary storage has been dealt with in 

recording transients on a very different time scale, i.e., fission prod­

uct radiation-detector rate excursions due to a "slug" of fission 

product contamination passing a detection station located on a coolant 

duct. As this event can be estimated to result in a count-rate "spike" 

of at least 0.1-sec mean duration, a satisfactory solution was found by 

using a magnetic-tape loop. For the present case, even a magnetic-disc 

storage system would ;)robably be too slow and also might be considered 

rather costly. Vario is digital electronic storage schemes involving 

standard memory configurations may be considered, but most turn out to 

be too cumbersome or too slow. Fortunately, the recent development of 



184 

medium-scale integration and large-scale Integration shift registers 

offers a very satisfactory solution, both from the point of view of re­

liability and cost. With the addition of a "derandomizer" and other cir­

cuitry, such a storage unit can be constructed to offer a ratio of 10 

between storage time and resolution, or 0.01-ysec resolution at 1-msec 

storage, for less than $1000, of which $400 represents the cost of the 

shift register. 

The whole system would then use a high-rate detection channel, oper­

ating at lO"* to 10^ events per second normally, which would pass its 

output through a shift register; another channel could be set for a 

normal rate of 100 to 10^ events per second. An "alarm" actuated by a 

digital system of whatever logic is suitable, can then perform the fol­

lowing functions: (a) open an electronic gate to recirculate the shift-

register contents after a suitable further delay,* such that the onset 

of the transient is permanently stored in the shift register; (b) switch 

the input from the high-rate channel into an encoder, such as the unit 

considered above (a clock register controlled by an event register). 

The encoder output is written into the memory until a certain limit is 

reached, set to correspond to input-channel saturation; and (c) likewise, 

feed the output of the low-rate channel to another encoder, hence to 

another part of the computer memory. This combined unit may be used to 

record the onset of a large, fast transient, or all of a relatively 

short and small transient, entirely in the shift register, whence it can 

be replayed for detailed processing. The system will record medium-

strength transients with good statistics partly in the shift register 

and partly in encoded form in the memory. Finally, large transients are 

portrayed over their initial rise in the shift register, and subsequently 

through the low-rate channel-memory input. It may be added that the low 

rate detector may well be located in such a way as to protect it against 

possible damage in the kind of event it is designed to cope with. 

*The exact delay is, of course, rather unimportant; hence, the alarm sys­
tem can be set for a low false-start rate — which may turn out to be 
an important consideration in practice. 
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4. Correlation Studies 

This section covers a number of areas. First, a computer could be 

used to correlate readings of different instruments in order to Improve 

the reliability of scram action and reduce the likelihood of false 

scrams. Not much can be said about this, as it would just be an exten­

sion of methods currently studied by fault-tree analysis and implemented 

in wired logic. All the computer could contribute here is to allow use 

of logic schemes more elaborate than can be economically implemented in 

wired form, or permit dealing with gradations of quantities rather than 

restricting actions to fixed threshold levels. (For example, one could 

trip on a quantity derived from some combination of suras or products of 

directly measured quantities, with linear or nonlinear weighting.) 

Consider the problem of measuring the transfer function of an 

LMFBR, Three potentially useful methods are: 

a) sinusoidal or nearly sinusoidal excitation, e.g., an in-core 

oscillator; 

b) noise analysis, either of a single quantity or a cross-correla-

tion between two quantities; 

c) pseudo-random binary excitation. 

In-core mechanical reactivity oscillators have been extensively 

used in LMFBR studies. They yield precise and easily interpreted infor­

mation. However, operation has been extremely difficult and expensive 

in liquid-sodium environments. 

Noise analysis deals with the inherent fluctuations in various 

reactor parameters (e.g., neutron flux) resulting from various driving 

functions, such as neutronic fluctuations, mechanical vibrations, and 

flow turbulence. Derivation of the autocorrelation function or auto 

spectrum of the fluctuations in a single parameter shows the time-domain 
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or frequency domain characteristics of those fluctuations. Derivation 

of the cross-correlation function or cross-spectrum of the fluctuations 

in two different parameters gives some information about the relation­

ship between those parameters. 

The weakness of noise analysis is that there is no easy way to tell 

whether a given feature of a spectrum arises from the plant transfer 

function or from the driving function, particularly if the latter has 

significant contributions from mechanical effects. Some indication as 

to the nature of the driving function might be obtainable from the ampli­

tude distribution. If the driving function is primarily composed of 

neutronic fluctuations or a large number of independent mechanical vi­

brations, the amplitude distribution will be closely Gaussian. However, 

if one vibrational mode predominates, the amplitude distribution will 

depart significantly from Gaussian. 

In spite of the above limitations, noise analysis is an attractive 

technique. It can derive data from the normal plant instrumentation 

with no interference with plant operation. Recent advances in analysis 

techniques (the Fast Fourier Transform) bring on-line real-time analysis 

within the range of feasibility. Noise analysis could thus be used for 

anomaly detection. The noise spectrum of selected plant parameters 

could be monitored, and a significant deviation from the expected spec­

trum could produce an alarm. 

The diagnostic power of this technique for LMFBRs has not been ex­

plored to even a fraction of its full potential. (Does anybody really 

know, for example, what the neutron noise spectrum of an at-power LMFBR 

looks like?) Considerably more effort in this direction is certainly 

warranted. 

Pseudorandom binary excitation is a way of driving a system for 

transfer-function measurement that has many advantages over simple si­

nusoidal excitation. Here the driving function is two-valued and has a 

particular form designed to insure spectral content over the full fre­

quency range and to simplify data analysis. The details of the 
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transition between the two values are unimportant, and the transition 

speed need not be much faster than the highest frequency to be analy­

zed. This insensitivity to the details of the transition simplifies 

the design of excitation mechanisms. In particular, it is very easy to 

apply to electrical signals. 

This scheme has been used for tests, for example, on the KIWI, 

NERVA, and EBWR reactors. For example, the excitation has been applied 

to the propellant-pump demand signal. The scheme has not been used on 

LMFBRs. 

Finally, one could conceive of measuring flow in a sodium channel 

by sensing sodium temperature at two points along the channel and cross-

correlating the readings from the two sensors to estimate the transit 

time of the flowing sodium. Ashton and Bentley-^^^ discuss an abbre­

viated cross-correlation scheme that would take up about 2% of the time 

of a computer of 2-ysec memory cycle and could obtain the transit time 

to 5% accuracy in one hour of real time. 

As of the date of their paper, the authors had not tried their 

scheme in an actual sodium system. A factor that they did not consider 

is the determination of the optimum spacing bf the temperature sensors 

relative to the thermal time constant of the sodium stream. 

This type of flow measurement has also been considered by 

Boonstoppel et al. ̂^° They mention the possibility of impressing 

additional fluctuations on the system to facilitate the measurement. 

For sodium, one could conceive of placing a small electrical heater at 

one point and impressing power on it in a pseudorandom binary sequence, 

while cross-correlating this with a temperature measurement downstream. 

Here, if the binary sequence did not have too long a period, it might be 

practical to do the autocorrelation in a hard-wired device independent 

of the computer, so that the computer would only have to select the 

channel to be tested and then record the results. The limitation on this 

technique, of course, would be the heater power required to produce a 

detectable signal in the presence of the normally occurring temperature 

fluctuations. 
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Work in this area has also been reported by Randall, ̂'•̂  who has 

made successful tests in a water system preparatory to sodium experiments. 

In addition, E. S. Kenney at Pennsylvania State University is working on 

a gamma-ray noise-flowmeter concept, 

5. Digital Sensors 

Customarily, sensors for temperature, flow, and other physical 

quantities present their readings in analog form to an analog instrum­

entation system. When making the change to a digital system, one 

might consider using sensors that are inherently digital or, alterna­

tively, digitizing as early as possible.'"*^ By this means, some of 

the problems of drift and calibration of analog sensors might be amel­

iorated, and degrdation of signals transmitted over long distances 

might be reduced. 

Some of the suggestions to be made here would, at present, be more 

expensive than contemporary analog practice. However, the suggestions 

could become economically more attractive in the future as advances in 

the integrated-circuit art reduce the cost of digital electronics. 

An obvious application is where averaging of a signal is necessary 

or desirable to minimize noise. This is true for neutron flux measure­

ments, as was discussed in Sect. 1. Here a voltage-to-frequency 

converter can feed a binary scaler that can be read into the computer 

and then reset periodically. 

For other signals, such as thermocouples, one could consider plac­

ing an analog-digital converter as close to the signal source as 

possible, and transmitting the data to the control center in high-level 

digital rather than analog form, the former being much less susceptible 

to noise pickup. Thus, the one analog-digital converter in the conven­

tional system would be replaced by a multiplicity of converters, one 

for each signal, and the analog multiplexer would be replaced by a 

system of digital logic gates. As mentioned above, such a system 

would probably be economically prohibitive at present, but might be­

come attractive in the future. 
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Beyond this, one could consider going to transducers that produce 

outputs directly in digital form. For example, one might measure tem­

perature with a tuned circuit whose resonant frequency is temperature-

sensitive. This would be connected to an oscillator which would put 

out a pulse train at that frequency. Pressure could be measured sim­

ilarly with a capacitance transducer connected into a tuned circuit. A 

scaler would count the pulses and so establish the frequency. The 

electronics for such a transducer should be simpler than an analog-

digital converter, but similarly amenable to the benefits of integra­

tion. 

Work already being done in digital measurement of flow was men­

tioned in Sect. 4. 

6. Computer-speed Tests 

In planning data acquisition and control applications in nuclear 

power plants by means of a computer, it helps to know the time required 

for certain computational tasks on various computers. This information 

assists in computer selection and indicates how much real-time computa­

tional load may be carried by a given machine. 

Such information has been obtained from speed tests on a limited 

but representative selection of small computers. (These tests were 

performed during December 1969 and January 1970 and so do not reflect 

any subsequent Improvements in software.) A special program was written 

in FORTRAN to test the speed of various single-precision floating-point 

operations and functions. Each operation was tested in a DO loop which 

repeated it a large number of times (500 to 200,000, depending on the 

particular operation) with different operands. 

On the PDP-9, CDC-1700, and IBM-1130, loops were timed by stopwatch. 

On all others except the SEL-840MP, a 3-in./sec recorder was connected 

to the halt light. On the SEL-840-MP timing was done with an inter­

faced binary scaler and clock generator. 

For each loop, gross time per operation was total time over number 

of cycles. To obtain net times shown, the DO cycle time was subtracted. 
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Sine, square root, and natural-logarithm operations required sub­

traction of the time for an add operation used in forming the argument. 

Table 11 shows parameters of the computers tested and measured 

operation times. All machines have hard-wired fixed-point multiplica­

tion and division, and all but the SEL-840MP with EAU use subroutines 

to perform floating point-arithmetic. Also shown is the amount of 

memory occupied by the timing program and its library subroutines. 

Practically all is occupied by instructions; only about two or three 

dozen words are for data. The program occupies about the same number 

of memory bits regardless of word length, implying that a shorter word 

produces no savings in memory cost for a given job. 

Various factors produce the observed disparities in speed. On some 

machines the sine, square root, and logarithm subroutines are themselves 

programmed in FORTRAN, so the approximation algorithms are executed in 

floating-point arithmetic. Also, the SEL-840MP carries 11 significant 

figures in its single-precision floating-point arithmetic, while the 

others carry just 6 or 7. Evidently, the third-generation short-word 

(i.e., 18 bits or less) machines do not yield the computational speed 

that their fast memory cycles would lead one to expect. 

The objection might be raised that these results are representative 

solely of FORTRAN programs or floating-point arithmetic, and so do not 

apply to typical control applications programmed in machine language 

and performing various types of data manipulation. However, those ob­

jections are not really valid. To begin with, most of the elapsed time 

in these measurements, particularly in the arithmetic operations and 

functions, is spent executing hand-coded library subroutines, and only 

a small fraction is spent executing compiler generated code. Secondly, 

floating-point arithmetic might be considered simply as one type of data 

manipulation in which the bit pattern known as the "floating-point 

argument" is operated upon in a prescribed way to obtain another bit 

pattern known as the "floating-point result." The relative efficiency 

of this type of data manipulation can be taken as an index of the rela­

tive efficiency of other types of data manipulation. Actually, the use 

of FORTRAN is the only way that it is really practical to make such 
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measurements on a wide range of computers. 

Note that these tests measure only computation speed and do not 

indicate the efficiency of the input/output or interrupt arrangements. 



TABLE 11 
Computer Parameters and Test Results 

Computer 

Bits per word: 

Memory cycle time, 
ysec 

Memory occupied by 

DDP-24^ 

24 

5.0 

Computer Parameters 

SEL-840MP 

24 

1.75 

DATA-620'̂  

16 

1.8 

SEL-810A'^ 

16 

1.75 

PDP-9 

18 

1.0 

CDC-1700 

16 

1.1 

IBM-1130'̂  

16 

3.2 

timing program and 
library subroutines: Non-EAU With EAU 

Words: 
Bits: 

953 
22872 

1210 
29040 

944 
22656 

1907 
30512 

1622 
25952 

1615 
29070 

1845 
29520 

ADD 
DIVIDE 
MULTIPLY 
SINE 
SQUARE ROOT 
LOG 
IF 
FIX 
FLOAT 
STORE SUBSCRIPTED 
VARIABLE: 
1-DIMENSION 
2-DIMENSION 
DO (1 CYCLE) 

440 
413 
369 
584 
377 
548 
28 
130 
105 

196 
221 
43 

313 
389 
287 
5893 
841 
6004 
11 
79 
50 

98 
18 

Operation Times, ysec 

518 
790 

19 
37 
26 
846 
272 
623 
11 
86 
53 

28 
39 
18 

732 
3396 
806 
4576 
24 
260 
356 

53 
242 
266 

2078 
33248 

553 
2622 
611 
9862 
13459 
11262 

85 
162 
615 

192 
213 
18 

500 
580 
500 
5220 
4070 
4770 
90 
160 
160 

240 
300 
15 

540 
720 
550 
4520 
8420 
5920 
190 
330 
760 

370 
380 
16 

850 
1130 
960 
3600 
5070 
5500 
200 
370 
540 

640 
750 
52 

^Results also apply to DDP-124 if operation times are multiplied by 0.35 and 40 ysec are added for ADD. 
DIVIDE. MULTIPLY. SINE, and LOG. Increase memory requirement by 20 words. 
EAU = Extended Arithmetic Unit (hardware floating-point). 
'̂ Results also apply to Varian Data Machines 620/i. 
"̂ Results also apply to SEL-810B if operation times are multiplied by 0.45. 
^Results also apply to IBM-1800 if operation times are multiplied by 0.625 for the 2-ysec memory or 
1.25 for the 4-ysec memory. Re-entrant software may run slower. 
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(by D. Okrent and J. B. van Erp) 

A. Results of Some Previous Studies 
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Many of the results of transients reported in Chapter II are similar 

to those reported by General Electric. ̂""̂ '̂  These safety studies includ­

ed flow-reduction and loss-of-flow transient calculations involving both 

the entire core and single subassemblies. Some typical results obtained 

by General Electric for whole-core flow-reduction transients are illustrat­

ed in Figs. 27 and 28. In Fig. 27, safe and unsafe regions are Indicated 

in a plot of percent of 

remaining flow against 

time for flow reduction 

in an oxide-fueled reactor 

design, assimilng reactor 

trip to be initiated by 

a 10% flow reduction as 

sensed by core flowmeters. 

Figure 28 gives the maxi-

mimi cladding surface tem­

perature as a function of 

time for both hotspot and 

nominal peak rod conditions 

for a 75% flow reduction 

occurring at -60%/sec. 

Although calculated for 

whole-core transients, 

the results are generally 

relevant to single subas­

semblies, assuming the same flow reduction and reactor trip. 

Time during which Flow is Reduced, sec 

Fig. 27. Map of Whole-core-accident Flow 
Reduction.^" No superheat assumed; squares 
indicate boiling not reached any place in 
core; Xs indicate cladding exceeds local 
sodium boiling. 

Some results obtained by General Electric for flow blockage 

transients in single subassemblies are illustrated in Figs. 29 and 30. 
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Fig. 29. Behavior of Coolant Outlet 
Temperature with Flow Blockages in 
Peak Fuel Assembly.2" 

Subassembly outlet temperature 

is plotted in Fig. 29 as a 

function of time after blockage 

for various % flow reductions. 

Because the cooler upper blanket 

regions act as a heat sink, 

it is found that sodium boiling 

initiates elsewhere in the 

bundle while the outlet temper­

ature has changed only 100-200°F. 

The effect of delay between 

the initiation of flow reduc­

tion and the start of scram is 

illustrated in Fig. 30. For % 

blockage below about 50%, the 

system was "safe" even with in­

finite delay. Above about 80% 

blockage, the system was 

"unsafe," even with zero delay 

time, because of the large 

amount of stored heat in the 

fuel. Between 50 and 80% flow 

reduction reactor-trip delay 

time was found to have only a 

slight effect on the "allowable" 

flow blockage. What is not 

clear from Fig. 30 is the 

"degree of unsafeness" which 

results above 80% flow block­

age - that is, boiling or clad 

damage may result for all re­

actor-trip delay times, but the 

overall course of events and 

the consequences may vary 
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Blockage Time, sec 

Fig. 30. Flow Blockage of Peak Fuel Assembly.^° (System response time 
« time from initiation of flow change to start to scram.) 

scram starts 
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markedly depending on the continuation of energy input into the fuel 

during the delay of reactor trip. 

An interesting observation resulting from General Electric's 

analysis of whole-core, partial loss-of-flow transients relates to 

the discrepancy in desired response to accidents involving a loss of 

one or two of the three pumps in the primary system. The GE comment 

is as follows: 

"In the case of the one pump outage, the desired response 
after any detection device sends a signal to control is 
to reduce the power level. Scram is only employed if the 
shim control system has proved to be inoperable. With two 
pumps out, if the power level has not been reduced when the 
higher core outlet temperature is detected, the desired 
response is to scram the reactor, as the result of a few 
more seconds of operation at nearly full power with the 
very high cladding temperatures may be all that are needed 
to start cladding ruptdre, followed by sodium expulsion 
and the start of a nuclear excursion. 

"Therefore, a series of parallel detectors, including pump 
tachometers, and flow metering devices on the primary pump 
discharge lines, would be required to inform the reactor 
operator and/or control system whether the core flow reduction 
is due to the loss of one or two pumps." 

General Electric^" placed primary emphasis on the relative 

roles of subassembly flowmeters and thermocouples in preventing off-

design subassembly conditions from propagating into an accident 

involving significantly larger portions of the core, although the 

possible role of other instruments including acoustic noise and 

delayed-neutron sensors was Included. The relative times at which 

various sensors might detect a 100% step flow reduction (with no 

reactor trip) was estimated by General Electric to be as illustrated 

in Fig. 31. Similar results were obtained for an 80% step flow 

reduction, except that thermocouples at the subassembly outlet 

sensed the event at 0.7 sec instead of after several seconds. 

General Electric observed that some degree of clad damage and fuel 

failure might not present a public safety problem; also, that it was flow 
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blockages above about 70% which were potentially damaging. They observed 

that other sensors, such as boiling detectors, might be effective 

in protecting against large-scale propagation, that the thermocouples 

are of somewhat less utility than flowmeters in protecting against 

damage due to rapid, large flow reductions, and called the channel 

flowmeter the obvious choice of sensor for this purpose. 

The questions of reliability and redundancy requirements were 
* 

mentioned, but not examined in Ref. 20 and the General Electric 

lOOO-MWe reference design proposed the use of three flowmeters and 

three thermocouples in each core subassembly.^'*^ 

In a later study of the effect of an instantaneous loss of 

coolant flow to an FFTF subassembly. General Electric^^ examined 

the phenomenology of this event in more detail, and arrived at the 

following principal features: 

"Blocked subassembly fuel temperatures increasing at '̂  1000°F/sec. 

"Coolant boiling near the midpoint of the blocked subassembly 
fuel region-ai: about 0.75 sec. 

"Rapid expulsion of the liquid sodium in the top half of the _̂  
fuel region by sodium vaporization at the center of the fuel region. 

"Evaporation of the liquid sodium in the lower half of the fuel 

* 
It was stated that "it is expected that the safety system may be 

designed with a probability of unsafe failure of about 10~" to lO'-* 
per year." It was also stated that "plant unavailability associated 
with safety systems should be less than 5%. This unavailability in­
cludes false scrams, repair or replacement requirements, and even 
proper functioning of the safety systems in instances where conditions 
appear to exist that might cause damage but later turn out not to have 
caused damage (due to the impreciseness of the instrumentation). 

'The analysis of sodium boiling, expulsion and condensation in cooler 
regions above the core raised questions concerning the probability that 
(or conditions under which) sodium vapor would reach the plenum above 
the subassembly outlets. 
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region, limited by the thermal transient - complete dryout at about 
2.5 seconds. 

"Clad melting beginning at about 1.3 seconds. 

"Fuel melting beginning at about 3 seconds. 

"Liquid sodium reentry possible near the channel wall after fuel 
region dryout at about 2.5 seconds. 

"Rapid heating of the sodium on contact with the hot fuel pins 
may result in generation of an acoustic pressure wave capable of 
rupturing a low ductility, overheated duct. 

"Several reentry cycles of sodium contacting the hot fuel region 
material may produce sufficient pressure pulses to damage and 
possibly rupture the adjacent fuel assemblies. 

Clad and fuel melting and slumping will contact sodium below 
the fuel region in the 4 to 6 seconds range. 

Expulsion of the molten clad and fuel may occur on contact with 
sodium. 

"Melt-through to the adjacent duct begins in the 10 to 15 seconds 
range." 

The following recommendations were made by General Electric with 

regard to system instrumentation requirements: 

"The results of this hypothetical accident study show that it 
appears possible that some damage to adjacent fuel assemblies 
may occur as early as 2-3 seconds after a complete flow blockage. 
This implies that detection and remedial action (reactor scram) 
may be required to occur in less than three seconds. The 
instruments currently planned to monitor FFTF core behavior include: 

Neutron monitors 

Fuel assembly exit thermocouples 
Fuel assembly exit flowmeters 
Fuel assembly exit fission gas samplers. 
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"The reactivity effects of voiding will be between 10 cents (optimum 
configuration) and 5 cents (entire assembly). This reactivity 
addition may result in a reactor scram signal, depending on the 
trip point. The assembly melts and slumps between 4-8 seconds 
after blockage. A larger reactivity change can be hypothesized 
due to slumping that will result in a scram signal, but too late 
to prevent possible damage while at power. 

"The thermocouple signal on total flow blockage will not be a 
sensitive indicator of total loss of flow because the thermocouples 
are far removed from the hot core region and axial conduction 
through the sodium is limited, and because of the heat capacity 
of the cooler reflector and plenum regions which absorbs much of 
the transient energies associated with the early phases of the 
accident. In the more realistic case of a partial flow blockage, 
significant temperature increase may be indicated at the outlet 
thermocouples. The temperature response would be determined by 
the degree of partial blockage. 

"The fuel assembly exit flowmeters would give a rapid and clear 
signal of flow blockage or partial loss of flow. An electromagnetic 
flowmeter proposed for FFTF should have a very rapid response and 
should effect a reactor scram in less than 3 seconds. 

"The FFTF fission gas detection system response time ('̂20 sec) 
is too slow to be of use in detecting a complete flow blockage 
early in the accident. 

"Condensation of sodium vapor created by *Local boiling or superheat 
within a fuel assembly may generate an acoustic disturbance that 
can be detected. If this 'noise' can be detected reliably and early 
in the course of the flow blockage accident, action can be taken by 
the protection system to minimize the consequences. The boiling 
detector could provide an additional means of core surveillance, 
supplementing the present FFTF duct outlet thermocouples and flow 
meter. Space considerations and" the prediction that the frequency 
range of interest for detecting boiling is approximately 20 to 
60 kHz leads to a detector design with the transducer located 
at the outlet of the fuel duct. It is estimated that the signal-
to-noise ratio is enhanced in this frequency range. The pressure 
transducer must endure a 1200'*F and high radiation environment. 
The noise signal will be propagated along the vertical axis of 
the duct, with relatively little attenuation in the structure. 
The resonant frequency of the transducer should be about 50 kHz. 

"The use of wave guides is an alternate design approach to monitor 
the boiling noise. The main advantage is that the pressure 
transducer requires no development, since it operates in a low 
temperature region. The main disadvantage is that the wave guides 
complicate the mechanical design of the region above the core. 
This complication is sufficient that the development of an in-

: *:-.-n'?'̂'.'.r?r Ê rr̂ ms preferable. 
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"There is a possibility that changes in flow patterns caused by 
a partial flow blockage may produce measureable changes in the 
background acoustic noise level. Although this possibility has 
not been evaluated for feasibility it offers the potential for 
detecting the blockage before boiling or significant superheat 
develops. Depending on the signal-to-nolse characteristics 
associated with the changed flow patterns, there is a possibility 
that a detector developed to monitor sodium vapor collapse might 
also serve this purpose. A limited evaluation of the feasibility 
of this approach seems to be warranted." 

B. Some General Considerations 

In judging the types of sensors and their mode of use in an inte­

grated instrument system, various considerations enter, including the 

following: 

1) the requirements for public safety protection (i.e., AEC 

licensing requirements); 

2) the requirements for plant protection (i.e., protection 

against economic loss); 

3) the cost requirements. 

Considerable overlapping exists, of necessity, between the 

functions of the systems which are aimed at, respectively, protection of 

the plant and the protection of the public safety. In many cases, a 

particular system (instrumentation or other) will serve both functions. 

In such cases, however, the design and performance requirements posed by 

public safety requirements may be more stringent. 

There may also be many gray areas, where an instrument system can 

serve an important function in protecting the public safety, but for 

which design and performance criteria less stringent than those for con­

ventional safety systems are appropriate or acceptable. 

The more important requirements for LMFBR core-protection systems 

might be summarized as follows: 
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1) The reactor-trip system should have very high reliability (e.g., 

high reliability for instrument channels having sufficient diversity of 

sensor types, high reliability for safety rod drive system(s), and 

sufficient mechanical strength for safety rod guide tubes). 

2) The reactor-trip system should have time-response characteris­

tics (e.g., sensor response time, safety-circuitry delay time, and 

reactivity-insertion rate) such as to be capable of shutting down the 

reactor for any accident (be it of the whole-core or of the localized 

type) prior to exceeding the limits of acceptability for public safety 

protection. 

3) The reactor trip system should incorporate instrument channels 

capable of detecting localized core accidents within certain time limits 

so as to be capable of shutting down the reactor prior to escalation of 

such accidents to a level unacceptable from a public safety point of 

view. 

On the other hand, an evaluation of instrument systems designed to 

protect the plant against major economic loss might include consideration 

of the following: 

* 
1) the probability for the occurrence of a particular accident or 

malfunction against which one wishes to protect the nuclear power station; 

2) the extent of the damage that could (potentially) be caused by 

the particular accident or malfunction, and the economic implications 

thereof; 

3) the cost of installation and maintenance of the proposed in­

strument system, aimed at protecting the plant against the accident or 

malfunction considered; 

4) the cost of special design features of the plant (including fuel 

subassemblies)required to make installation of the proposed instrument 

system possible; 
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5) the cost of reactor downtime and possible damage, due to spurious 

action of the proposed plant-protection system, for the case that the system 

would be of the automatic-action type; 

6) possible economic benefits that might result from Improved 

plant performance due to the added instrumentation. 

C. Protection Against Localized Core Accidents? or Malfunctiana 

1. Introduction 

As was pointed out previously, LMFBRs require sensing and reactor-

trip capability for protection against localized core accidents or 

malfunctions. A crucial question is whether this requirement can be 

met by means of reactor-trip channels based on whole-core sensors, or 

whether reactor-trip channels based on sensors Installed on each in­

dividual subassembly are necessary. 

In order to obtain a feeling of what is involved the following 

may serve: If sensing and reactor-trip capability for each individual 

subassembly were to be required, then the total number of reactor-trip 

channels could be as high as 'V'300 or '̂ '560 for a lOOO-MWe plant, re­

spectively, for 1 or 2 channels per subassembly. This is to be 

compared with a total of between 15 and 20 reactor-trip channels for an 

LWR of equal power. Such a large disparity between the number of re­

actor-trip channels for LMFBRs and LWRs could have an adverse effect on 

the competitive position of LMFBRs, as the economic implications are 

very much larger than just the cost of the additional instruments and 

associated equipment. Some of the many other aspects that have to be 

considered in this respect are the following: (a) cost of (preventive) 

maintenance, (b) cost implications of the presence of sensors and leads 

in fuel design, core design, refueling operation, etc., in view of, 

amongst others, accessibility requirements, and (c) possible decrease 

in plant availability due to increased rate of spurious scrams. 

There are intermediate approaches to dealing with local anomalies 

which lie between the philosophy of "reactor trip only on whole-core 
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sensors" or "reactor trip based on sensors installed on each individual 

assembly." Sensors might be Installed on each subassembly, with part 

or all of these sensors to be used only for plant surveillance, alarms, 

or partial power reductions. Alternatively, sensors from a number of 

subassemblies could be combined to form a single reactor trip channel. 

The aim of the present section is not so much to determine which 

system is best (as this will depend not only on the type and size of 

the particular LMFBR in question, but also on a host of unknown factors 

connected with the still-evolving overall approach to nuclear safety in 

general and LMFBR safety in particular), but rather to compare the 

merits of the various possible systems and to indicate where significant 

gains can be made through research and development. 

In the following, primary attention will be given to the two dis­

tinct types of reactor-trip channels, i.e., those actuated by whole-

core sensors, and those actuated by sensors installed on individual 

subassemblies. 

2. Protection System.-! Having One or More Reactor-Trip Channels 
Per Tnd-ivfdufll Subassemblv 

General Aspects. The sensors that are usually considered 

for a system of this type are flow and temperature sensors. In prin­

ciple, the former can be installed either at the inlet or at the out­

let of the subassembly, whereas the latter is most commonly considered 

installed at the subassembly outlet. 

An important consideration regarding the various possible protec­

tion systems is the mode of operation of the reactor at reduced power 

(e.g., during startup). Basically, three modes of operation could be 

considered at reduced power: (a) constant volumetric flow, (b) con­

stant AT (constant outlet temperature), (c) both flow and AT(outlet 

temperature) variable. 
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Whereas the constant volumetric flow mode of operation would be 

economically attractive (as it would allow the use of standard induc­

tion motors, as is the practice for LWRs of the PWR type), the high tem­

perature difference across the core (for nominal operating conditions) 

imposes considerable restraints on the magnitude of the allowable tem­

perature transients. Moreover, the desirability of having near-

constant steam conditions would require a relatively constant tempera­

ture distribution in the primary circuit over a certain range of power 

levels. In actual practice, one would probably choose a control system 

designed to follow some optimized temperature program. Such a tempera­

ture program would probably be fairly flat from 100% to, say, 30% of 

nominal power. 

In view of the above, it is likely that future large scale LMFBRs 

will be designed for variable coolant flow, necessitating variable 

speed cooling pumps. This, in fact, means that a protection system 

employing flow signals obtained from individual subassembly sensors 

would require either variable trip setpoints for the flow, or, other­

wise, power-to-flow ratio devices for each flow sensor. Low coolant 

flow by Itself, therefore, would not be a good indication of approach­

ing dangerous operating conditions (see Chapter II); high coolant 

temperature is. This is one aspect which favors temperature sensing 

over flow sensing. 

Performance of Reactor-trip Channels Based on Flow or Tempera­

ture Sensors. Table 4 gives some insight into the difference of 

protection offered by reactor-trip channels actuated by flow or temper­

ature sensors for the case of partial flow blockages affecting the 

total subassembly flow. 

If we use a fairly arbitrary definition of clad damage and ignore 

possible effects resulting from the additional heat input associated 

with a time lag to scram, the flowmeter is favored over thermocouples 

by only a difference of 5% (at a level of 60%) in allowable sudden flow 

reductions, if clad damage is to be avoided. 
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It has been argued"̂ " that, in the case of a total sudden flow 

blockage, affecting an entire subassembly, outlet-temperature sensors 

would not give any signal for many seconds, so that flow sensors would 

still be needed for that type of localized core accident. Whether or 

not this long a time lag would be applicable to temperature sensors at 

the subassembly outlet appears to be controversial. According to the 

model employed in the calculations of Chapter II for a total blockage 

accident, boiling will Initiate in the core midplane in ^ 0.65 sec. 

The upper half of the cooling channel is then subsequently voided in 

from 0.1 to 0.2 sec. While the originally boiling sodium, which is 

thrown out of the core channel, may cool down partly in flowing through 

the upper blanket regions, and the vapor bubbles even condense, it is 

not clear that temperature sensors at the subassembly outlet would not 

be subject to an appreciable temperature Increase. For no temperature 

Increase to result, none of the overheated sodium in the core must 

reach the subassembly exit. If a signal is achieved at the subassembly 

exit from the first voiding surge, the difference in time for generat­

ing a reactor-trip command signal for flow and temperature sensors for 

this accident is -̂̂  1 sec. As was shown in Chapter II, there might be little 

appreciable difference In the outcome of an accident of this type, 

whether the reactor is tripped on flow or on temperature. In either 

case, clad damage and boiling occurs. For a, 1 sec time lag, little or 

no fuel melting would occur prior to reactor-trip; the heat stored in 

the fuel increases by about 50%. 

A comparison remains to be made of the performance of flow and 

temperature sensors for the case of an accident or malfunction affecting 

a localized region inside a subassembly. In Chapter II it was shown that it 

is very difficult to detect flow starvations or flow blockages In local­

ized regions of a subassembly prior to the occurrence of clad damage and 

sodium boiling. This is due, on the one hand, to the fact that the 

measured variables are total flow and mixed-mean outlet temperature 

(rather than flow and temperature in localized regions of the sub­

assembly), and, on the other hand, to the fact that a blocked region 

that is large enough to be detected would probably already have resulted 
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in sodium boiling and clad damage. The time difference between obtain­

ing a signal from the flow sensors and the temperature sensors does not 

seem significant enough to give perference to flow over temperature 

sensors. It would appear that, for this type of accident or mal­

function, fission product detectors could be of great use, particularly 

if the rate of development of the accident is relatively small in the 

beginning stages. 

Another type of accident affecting initially a localized region 

in a subassembly is fuel-pin rupture due to a fuel-enrichment error. 

Here the rate of development is probably considerably higher than for 

the previous accident due to the presence of molten fuel in the fuel 

pins. Again, there appears to be only a relatively small difference 

between the times required for obtaining signals from flow or tempera­

ture sensors (see Table 8 ) . 

It appears from Fig. 17 that complete blockages of a single cooling 

subchannel do not lead to clad damage or to sodium boiling. From Figs. 

17 and 18 it seems reasonable to assume that sodium boiling may occur 

if a minimum of four adjacent subchannels are blocked in the core region 

in such a way that one flow-blocked subchannel is surrounded by three 

flow-blocked subchannels. In that case three adjacent fuel pins would 

be affected over half of their heat-transfer area and three fuel pins 

would be affected over 1/6 of their heat-transfer area.' Though local­

ized boiling and clad damage might occur under such circumstances, it 

is not certain that fuel melting would take place. Only if from 9 to 

12 subchannels, arranged concentrically around a single fuel pin, were 

to be blocked would fuel melting probably take place in the centrally 

located fuel pin.* 

It is not easy to foresee what would happen under those circumstan­

ces. Initially boiling and fission gas release would take place. Some 

*The quantitative nature of these estimates is subject to strong influ­
ence by the degree of cross flow. 
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local flow instability may occur (local ""chugging"). Eventually, if the 

flow-blocked area keeps growing, fuel-coolant interactions may take place. 

In any case, before the fuel failure has propagated throughout the entire 

subassembly, reactor-trip command signals might have been generated by 

either flow or temperature sensors, depending on their sensitivity and 

the course of events. 

A fuel-pin rupture due to an inadequately monitored loading error 

may start off with the injection of molten fuel into the coolant. In 

this case a substantial part of the fuel in the fuel pins of the sub­

assembly could be molten from the beginning of the accident. Reactor-

trip command signals would be generated by flow and temperature sensors 

prior to melting of all fuel, but obviously the amount of molten fuel 

could be substantially larger than that for the case of a localized 

flow blockage inside a subassembly. 

It appears that the following conclusions may be drawn: (1) 

Reactor-trip channels, actuated by either flow sensors or coolant-

outlet temperature sensors installed on individual subassemblies, are 

capable of detecting local subassembly accidents either prior to or at 

the time that pressures damaging to neighboring subassemblies might be 

generated. Also, (2) everything considered there does not appear to be 

any large advantage of subassembly flow sensors over subassembly 

coolant-outlet temperature sensors for the purpose of protection against 

localized core accidents (assuming each type to have equal reliability 

and the capability to sense the desired parameters). 

The possible advantage of diversity of signals remains a separ­

ate consideration. 

3. Protection Systems Based on Whole-core Sensors 

General Aspects. The incentive for applying whole-core sensors, 

where possible, in the protection system is related, as has been 

pointed out previously, to the considerable reduction in the number of 

reactor-trip channels that such an approach would enable to be made. 
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The whole-core sensors that are most often considered with respect 

to protection against localized core accidents are the following: (a) 

localized boiling detectors, capable of detecting subcooled boiling in 

localized regions inside a subassembly, (b) pressure pulse detectors, 

capable of detecting pressure pulses due to the collapse of sodium 

bubbles in the upper part of the subassembly or in the reactor upper 

plenum, (c) anomalous-reactivity detectors, capable of sensing reactiv­

ity effects due to voiding of a subassembly (high sensitivity) and fuel 

movement (low sensitivity). 

The feasibility of localized (subcooled) boiling detectors has 

not been proven. The main problem is that the signal-to-nolse ratio is 

rather low, because (1) the detector would have to be installed at a 

relatively large distance from the source of the acoustic signal, and 

(2) other acoustic signals of equal or greater strength are present, 

e.g., due to the pumps. If feasible, localized boiling detect­

ors will probably have to be provided with rather extensive electronic 

equipment for the purpose of signal processing so as to enable recog­

nition of subcooled boiling through characteristic frequency patterns. 

This type of detector might be developed into a useful diagnostic tool 

for certain classes of accidents (in particular, flow blockages and flow 

starvations, affecting localized regions inside a subassembly), but it 

appears unlikely that it will be sufficiently dependable to be used in 

the reactor-trip circuitry, as then it may become the source of an in­

tolerably high rate of spurious reactor trips. 

Pressure-pulse detectors offer much greater promise as sensors 

capable of being used in reactor-trip circuitry because (1) they can 

probably be installed close enough to the source of the signal (pressure 

pulses due to sodium-bubble collapse in the upper subassembly sections 

or plenum), and (2) the signal should be well above the acoustic back­

ground noise. An estimate of the collapse of a sodium vapor bubble with 

an initial radius of 3 cm, subjected to 100°C subcooling at a system 

pressure of 1 atm, indicates a pressure generation of '^ 400 atm in the 

bubble at the point of rebound. Calculations of the pressure distribu­

tion in the liquid for the same conditions indicate a pressure pulse of 
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'^ 4 atm at a distance of 30 cm from the center of the bubble. 144 The 

energy content of the pressure pulse is relatively small, but the signal 

is high. Hopefully, therefore, the signal-to-noise ratio may be high 

enough to allow the use of fairly simple detectors (including strain-

gauge pressure transducers) without the need for highly complex signal-

processing equipment. A number of pressure-pulse sensors, installed 

with a judiciously chosen spacing in the reactor upper plenum (possibly 

also lower plenum, if deemed necessary), and tied into the reactor-trip 

circuitry, might provide a very useful reactor-protection system. 

Approximately five complete reactor-trip channels based on pressure 

pulse sensors (each with sufficient redundancy, e.g., 2-out-of-3 or 

2-out-of-4) might be sufficient for a large-size LMFBR. Furthermore, 

since these sensors can be installed in regions of low neutron flux, 

the problem of aging due to neutron irradiation could probably be held 

within tolerable limits. 

The same sensors presumably would also respond to any damaging 

pressures generated within the core region of a subassembly as a result 

of potential fuel-coolant interactions. 

The third type of whole-core sensor, the anomalous-reactivity de­

tector, aims at detecting, over a relatively short time period, any 

unaccounted-for change in overall reactivity. The emphasis here is on 

fairly rapid changes (due to voiding and/or fuel movement) in reactivity, 

not on an absolute reactivity balance. (Anomalies in reactivity 

occurring over long periods of time are also of interest, but would re­

quire additional information and more complex procedures for analysis 

of the data.) The limitation to relatively rapid changes in reactivity 

may permit the development of fairly simple equipment (possibly of ana­

log type) for this purpose, which could be backed up (mainly for purposes 

of calibration) by a plant digital computer. It is important that the 

equipment be fairly simple so as to be able to obtain the high reliabil­

ity (e.g., through redundancy) required for use in the reactor-trip 

circuitry. 
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As to the sensitivity to be sought in anomalous-reactivity de­

tectors, it is useful to mention that sodium voiding of a single fuel 

subassembly has, for large LMFBRs, an overall reactivity effect ranging 

from -lOc to -I- 10c, whereas meltdown of a single fuel subassembly in the 

worst geometry could add or subtract up to about 50c. However, much 

smaller reactivity changes (of either sign) are more probable, and until 

actual experience exists, the presence of other small, fast reactivity 

shifts (say due to a shift in subassembly support) cannot be ruled out 

as a possible complication. 

Performance of Reactor-trip Channels Based on Whole-core 

Sensors. A protection system based on whole-core sensors of the types 

discussed onp, 208 ptobably does not protect against clad damage caused 

by a flow reduction affecting the total flow of a subassembly. This is 

simply because the use of these sensors requires the accident to have 

proceeded beyond the point where local boiling starts before detection 

is possible (i.e., when the coolant temperatures have risen locally 

beyond the threshold value for clad damage, unless the existence of a 

film of sodium on the clad prevents damaging clad temperatures). 

This disadvantage of whole-core sensors with respect to flow and 

temperature sensors installed on individual subassemblies may not be of 

overriding significance, however, because (1) the safety margins inher­

ently available in the system against this type of flow reduction are 

relatively large (-v 50% of nominal flow), (2) it should be possible, 

through proper design, to make flow reductions >50% very improbable, and 

(3) even with a very fast reactor-trip system, actuated by either flow 

or temperature sensors, installed on individual subassemblies, it may 

not be possible to avoid clad damage for flow reductions > "•v 65% (see 

Table 4). 

In order to evaluate the protection offered by whole-core sensors 

of the type discussed against flow reductions resulting in sodium boil­

ing (i.e., flow reductions >65%, according to Table 4), the limiting 

case of a total sudden flow blockage of a subassembly will be examined. 

Table 6 gives the times for the various sensors to generate a signal. 
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It is seen that the pressure pulse sensor is estimated to give a signal 

in '^^ 0.85 sec as compared to '̂̂  0.05 and ^ 0.95 sec, respectively, for 

flow and temperature sensors. The time difference of ^ 0.8 sec between 

flow sensors and pressure pulse sensor for generating a signal is less 

significant than it may appear, since cooling of the fuel remains rela­

tively good until 0.65 sec subsequent to the occurrence of the flow 

blockage, when boiling initiates in the core midplane. For the case of 

reactor-trip by means of pressure pulse sensors, the fuel in the core 

midplane remains thus thermally insulated for only 'x- 0.2 sec prior to 

generation of the reactor-trip command signal, and for -x- 0.45 sec prior 

to complete shutdown of the reactor, assuming a total reactor-trip 

delay time of "^ 0.25 sec. Thermal insulation of the fuel in the core 

midplane for 0.45 sec will not lead to any fuel melting, as can be seen 

from Fig. 14. It may be, therefore, that for all practical purposes 

the outcome of this accident is about the same whether the reactor is 

tripped by means of flow sensors or by means of pressure pulse sensors 

In both cases there will be substantial clad damage, and in both cases 

there should not be any fuel melting prior to reactor shutdown, thus 

avoiding fuel-coolant interaction (and possibly core distortion) before 

the safety rods have been inserted. What happens after the reactor is 

shut down depends on whether the flow blockage persists and on whether 

natural circulation of the coolant is capable of avoiding excessive fuel 

melting due to decay heat. This is, however, not different for the two 

cases. 

From Table 6 and Fig. 14 it can be concluded that also an anomal­

ous-reactivity detector of sufficiently high sensitivity (i.e., one 

capable of sensing reactivity effects due to sodium voiding) might have 

been able to generate a reactor-trip command signal sufficiently early 

to avoid fuel melting prior to reactor shutdown. Anomalous-reactivity 

detectors of low sensitivity, requiring fuel movement to occur before 

detection is possible, would not be capable of avoiding fuel-coolant 

interaction prior to reactor shutdown. Reactor-trip channels of this 

latter type would, however, still have merit as a means for providing 

diversity and a backup. 
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A further conclusion that can be drawn from Table 6 is that there 

may be, for the case of a total flow blockage of a subassembly, only a 

small time difference (î  0.15 sec) between the signal generated by 

localized-boiling detectors and that generated by pressure pulse sensors. 

Thus, on the basis of this particular accident analysis, there is little 

incentive for developing localized-boiling detectors to the level of 

performance dependability that application in reactor-trip circuitry 

could be considered. However, for flow blockages affecting localized 

regions inside a subassembly, it may be that only localized-boiling 

detectors can provide a signal before the accident has affected a sub­

stantial part of the subassembly. 

As mentioned on p. 64 , an error in fuel enrichment affecting most 

or all of a subassembly could be detected by thermocouples installed in 

each subassembly before occurrence of clad damage, boiling, etc.; in 

contrast, whole-core sensors do not have this capability. Furthermore, 

partial flow blockage during power ascension should similarly be de­

tectable by either flowmeters or thermocouples installed in individual 

subassemblies. These may prove to be important arguments in favor of 

individual subassembly monitoring, independent of decisions as to 

whether the sensor is used for reactor-trip, for an alarm, or to ini­

tiate a reduction in power or other operational limitation. 

The following conclusions may be drawn: (1) reactor-trip channels 

actuated by pressure pulse sensors and high-sensitivity anomalous-

reactivity detectors may be capable of adequately limiting the spread 

and consequences of localized core accidents; (2) reactor-trip channels 

actuated by pressure pulse sensors and high-sensitivity anomalous-

reactivity detectors offer a lesser level of protection than do reactor-

trip channels actuated by flow and temperature sensors installed on 

each individual subassembly; however, the significance of the differ­

ence requires further knowledge and experience in order to be evaluated. 
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4. Protection Systems Based on Both Whole-core Sensors and Sensors 

Installed on Individual Subassemblies 

General Aspects. This section examines whether a protection 

system based on both whole-core sensors and sensors Installed on indiv­

idual subassemblies would offer some advantages over the systems treated 

on pp. 203-212. 

As was pointed out previously, there Is a strong economic Incentive 

to get away from reactor-trip channels actuated by sensors installed on 

each individual subassembly in favor of reactor-trip channels actuated 

by whole-core sensors. It will therefore be assumed that the main pro­

tection against local core accidents is to be provided by reactor-trip 

channels based on whole-core sensors, in particular pressure pulse sen­

sors and anomalous-reactivity detectors. However, since coolant-outlet 

temperature sensors for the subassemblies are desirable and If the 

decision is made to Install them (perhaps in view of their relative low 

cost and easy repalrablllty), then one might consider using these sen­

sors for something more than Just plant surveillance. Possible 

additional uses of these temperature sensors are to: 

1) block automatic extraction of control rods; 

2) start automatic power cutback by a limited percentage of 

nominal power, say "^ 20% (possibly equal to that required for 

accommodating at full power the worst possible loading error); 

3) reactor-trip. 

The actions of items (1) and (2) must be implemented on an indiv­

idual subassembly basis to be of any use. Presumably they do not 

constitute a very severe intervention in the plant operation, so that a 

higher rate of spurious actuation can be permitted than for reactor trip. 

Obviously, a high frequency of spurious power cutbacks would not be 

acceptable, but probably this could be avoided by fairly simple means, 

not necessarily requiring a large redundancy of sensors. 
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The action of item (3) could serve as a backup for the reactor-trip 

channels actuated by whole-core sensors. One might then decide not to 

require the same level of protection from the backup reactor-trip 

channels as from the primary reactor-trip channels, in order to be able 

to maintain a relatively low number of reactor-trip channels. One 

could, e.g., combine the coolant-outlet temperature sensors of n sub­

assemblies in a m-out-of-n logic for the purpose of generating a 

reactor-trip command signal.* In this way less redundancy (or no re­

dundancy) is required for the temperature sensors for each subassembly. 

Obviously, the level of protection offered by such a systems depends on 

the values of m and n. 

Protection Systems Against Local Core Incidents Based on 

a Combination of Whole-core Sensors and Subassembly Sensors. The 

ultimate optimum choice of protection systems to be employed against 

local core incidents will depend on many factors, including the actual 

propagative nature of subassembly anomalies, the degree to which propa­

gation can be tolerated safely (in the sense of being able to shut the 

reactor down and remove decay heat, and the technology of Instrument 

systems. At this stage of development, a variety of approaches to 

instrument system usage is possible, van Erp has suggested as one 

possible choice the following system for core protection: 

1) Five reactor-trip channels actuated by pressure pulse sensors, 

each with two-out-of-three logic. 

2) Two reactor-trip channels actuated by high-sensitivity anomal­

ous-reactivity detectors (analog type), each with two-out-of-three logic. 

3) Approximately 14 reactor-trip channels, based on subassembly 

temperature sensors arranged in 3/19, 4/19, or 5/19 logic, and covering 

core regions of 19 subassemblies per scram channel, or alternatively to 

item (3): 

*Babcock and Wilcoxl'*^ suggested an approach such as this, using ad­
jacent subassemblies, van Erp 1"*̂  has suggested a broadening of the general 
concept. 
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3a) Approximately 38 reactor-trip channels, based on subassembly 

temperature sensors, arranged in 3/7, 4/7, or 5/7 logic, covering core 

regions of seven subassemblies per channel. 

The following quasi-protection subsystems are also provided: 

4) Block automatic extraction of control rods on high outlet tem­

perature for each individual subassembly (setpoint value SPi), 

5) Start automatic power cutback by X% on high outlet temperature 

for each individual subassembly (setpoint value SP2 > SPi; X '̂' 20% of 

nominal power). 

Furthermore, the following surveillance subsystems, with alarm 

functions, are provided: 

6) outlet temperature sensors for each subassembly; 

7) flow sensors in a limited number (say '̂  10) of subassembly-

positions; 

8) localized-boiling detectors; * 

9) fission product detectors; 

10) core-vibration detectors. 

The usual reactor trips on bulk coolant temperature, total core neutron 

flux, etc., would also be employed. 

Each subassembly is to be provided with from one to three outlet 

temperature sensors, which are to be used for the functions specified 

under (3), (3a), (4), (5), and (6). 

The reactor-trip channels described under (3) or (3a) do not offer 

protection against sodium voiding or rather extensive fuel damage to a 
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single subassembly, if it is assumed that the outlet temperature sensors 

of contiguous subassemblies will only give a higher signal after these 

subassemblies have been affected through, e.g., mechanical distortion, 

melt-through, etc. They may detect a cluster of overheated subassem­

blies, however, and for the protection of the public health and safety, 

this may prove to be significant. 

van Erp^"*^ also suggested the .possibility of deliberately mixing the 

outlet flow of subassemblies (if practical) in a manner that thermo­

couples from several subassemblies would receive significant signals 

from a major increase in the exit coolant temperature from one. 

D- Protection Against Whole-core Accidents 

The problem of protection against whole-core accidents appears not 

to be one of developing novel types of Instrumentation, or even the 

generation of a dependable reactor-trip signal in a timely fashion, but 

rather to limit, through proper design and operation of the core and 

cooling system, the possible rates of reactivity insertion or loss of 

coolant flow. In addition, there exists the need to provide reliable 

safety systems, considering the entire chain from sensor signal to 

insertion of safety rods, and to avoid, if possible, the initiation of 

serious transients in flow and power by the malfunctioning of control 

and safety systems, particularly as they relate to provisions employed 

to prevent thermal shock in the event of sudden reactor shutdown. 

For the purpose of illustration, van Erpl'tS has suggested an in­

strument system for protection against whole-core accidents, consisting 

of the following subsystems: 

1) two manual reactor-trip channels; 

2) three high-neutron-flux reactor-trip channels, i.e., one each 

for the source-range, the intermediate-range, and the power-range 

neutron-flux instruments. (The source-range reactor-trip channel can 

be manually bypassed only after having obtained a permissive signal 
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from the intermediate-range instruments; the intermediate-range reactor-

trip channel can be manually bypassed only after having obtained a 

permissive signal from the power-range instruments. Both source-range 

and intermediate-range reactor-trip channels are automatically rein­

stated upon lowering of the neutron flux); 

3) one low-flow reactor-trip channel for each primary coolant loop 

(actuated by power-to-flow ratio devices; flow measured by means of flow 

sensors installed on each primary coolant loop); 

4) reactor-trip channels for loss of power to, or malfunction of, 

each primary coolant pump (actuated by, e.g., voltage sensors, watt­

meters, breaker position monitors, and rate-of-change tachometers). 

5) high-outlet-temperature reactor-trip channels for each primary 

loop (actuated by sensors on primary coolant loops; possibly with lead/ 

lag networks to compensate for coolant transit time and sensor time 

constants); 

6) high-Al reactor-trip channels for each primary loop (actuated 

by sensors on primary coolant loops, measured across core plus blankets; 

possibly with lead/lag networks to compensate for coolant transit time 

and sensor time constants. Items (5) and (6) could possibly be combined; 

7) Reactor-trip channels to protect against loss of secondary heat 

sink (actuated by sensors in intermediate sodium loop and steam-genera­

ting loop); 

8) seismic reactor-trip channels. 

From the accident analyses presented in Ghapter II, it follows that, 

as long as the reactor-trip system functions correctly, it should be 

possible to meet a performance criterion such as "whole-core accidents 

should not result in clad damage or fuel melting, except for some low-
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probability accidents, for which some clad damage may be permissible."* 

For a serious loss-of-flow transient, such as that caused by a locked 

rotor of a primary pump on a two-loop primary coolant system, the maxi­

mum coolant temperature reached is approximately 730°C, for the case 

in which the reactor-trip signal is generated by a 30°C increase of the 

outlet temperature, without the benefit of a lead/lag network (see Fig. 

22). Flow sensors, electrical voltage or power sensors, or rate-of-

change pump-speed sensors should have given earlier reactor-trip signals, 

in which case the maximum coolant temperature would have remained still 

lower. 

Figure 23 shows that for a reactivity transient at nominal power 

With insertion rate as high as 3.0 $/sec the highest coolant temperature 

reached is only 648°C if the reactor-trip signal is generated by high 

flux (120% of nominal value). A reactivity accident at nominal inlet 

coolant temperature, starting from a power level of 1% of nominal with 

a reactivity insertion rate of 1.0 $/sec and with scram on high neutron 

flux (120% of nominal), results in a peak value of the neutron flux of 

157% of nominal and in a maximum coolant outlet temperature below the 

value corresponding to nominal steady-state operation (Fig. 24). 

Whole-core transients are considered in this report only with a 

properly functioning reactor-trip system. Without such a properly 

functioning system, any of the transients discussed in the foregoing 

could develop into a major accident. Reliability of the reactor-trip 

is therefore of the utmost importance. 

E. Concluding Remarks 

Any definitive determination regarding the proper choice of ins­

trument systems to protect LMFBR cores against local anomalies must 

*These analyses assumed a "3g" acceleration of the safety rods. Further 
study, as well as some determination of limits on clad-damage thresholds, 
reactivity-insertion rates, and sensor reactor-trip settings would be 
required to ascertain whether the difference between an acceleration of 
say, 3g and Ig is important. 
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await the development of more information concerning the relation 

between instrument capability, potential and probable effects from fuel-

failure propagation, core resistance to deformation, and capability for 

safety-rod insertion in the presence of distortion. Actual exper­

ience with various instrument systems will probably be required to 

adjudicate the possible conflict between the objectives of fast, re­

liable reactor trip and good LMFBR economics. 

Some of the important considerations and questions are the 

following: 

1) How are the relatively intangible advantages of diversity of 

sensors for protection against the same event to be evaluated? 

2) In view of the possible problems in achieving and maintaining 

a very low probability of spurious reactor shutdowns from a protection 

system employing trip signals based on each individual subassembly, 

should one accept the possibility of relaxing the normally rigid pro­

tection-system requirements asked of reactor-trip channels for these 

instrument systems? For example, if reactor trip on a 2/3 basis 

from each individual subassembly is to be normally employed, can the 

protection-system requirements be reduced to 2/2 if a thermocouple fails 

between times of convenient replacement? Or, is it possible to accept 

operation until the next fuel-handling period with a limited number of 

subassemblies unprotected by thermocouples if all the thermocouples in 

a few subassemblies fail? 

3) If the employment of multiple flowmeters in each subassembly 

in order to achieve a low probability of spurious reactor-trip signals 

proves to be impractical or prohibitively expensive, will it be possible 

to employ a single flowmeter and, by proper testing and interpretation 

of signals, distinguish between a sensor fault and a true anomaly? As 

in (2) above, would operation with flowmeters known to be 

faulty, be permissible ̂ ^til the next shutdown, if only a limited 

number of subassemblies were unprotected in this fashion? 
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4) Are there potentially serious adverse effects such as an ex­

cessive number of penetrations or difficulties in refueling introduced 

by the hundreds of leads which would accompany thermocouples and flow­

meters for each subassembly? 

5) Since analysis indicates that, to some extent, delay for a 

fraction of a second in the sensing of a local anomaly and the initi­

ating of a reactor trip may be acceptable, are there gains to be made 

in instrument reliability or cost by accepting some such delay, either 

within the framework of similar sensors or sensors employing different 

approaches? 

6) How important will be the detection of gas bubbles in the pri­

mary system? If important, what sensitivity is required? 

7) Will possible safety questions associated with an anticipated 

transient involving the rapid loss of most or all primary-system coolant 

flow provide added incentives for any of the instrumentation intended 

primarily to detect local core anomalies? 

8) How will the uncertainties in core design and behavior intro­

duced by stainless steel swelling influence the need, the accessibility, 

and the usefulness of the various instrument systems? For example, 

may short- or long-term shifts in thermocouple reading result from 

bowing or other forms of subassembly distortion? 

9) How might flow irregularities from subassembly exits influence 

various instrument systems? 

10) How great will be the need to locate precisely and efficiently 

which subassembly has been subject to clad rupture during normal 

operation? 

11) How important will be the role of computers in LMFBR safety 

systems? What common-mode failures could their use introduce? On the 

other hand, would computers enable the more ready use of possible com— 
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binations of signals to provide some of the bases for reactor-trip or 

some other form of protective action, where a single signal would be 

deemed to lack sufficient reliability or meaning? Some such possible 

combinations of signals might be the following: 

a) concurrent anomalous readings or Indications of local flow 

blockages (within a subassembly) by a flowmeter and thermocouple might 

lead to fast run-in of rods. 

b) essentially concurrent signals of two of several sensors (sub­

assembly exit thermocouple, exit plenum pressure, bulk boiling, local 

boiling). Here, two signals above their alarm settings but below their 

scram settings might lead to reactor trip; two signals below their alarm 

setting but above their normal background might lead to a fast rod 

run-in^ 

c) an Increase in delayed-neutron activity above normal might 

trigger: 

(1) a review of the recent past, and near future data from the 

subassembly exit thermocouples and flowmeters for anomalous behavior, 

with actions to be taken accordingly. 

(2) A review of recent past readings on pressure-sensing or 

boiling detectors, with actions to be taken accordingly; 

(3) A reduction in the signal requirement for alarm, rod-run-in, 

or reactor trip for thermocouples, pressure sensors, or boiling 

detectors; 

(4) a normalization of base reactivity at conditions one minute 

before the delayed-neutron Indication and a sharp reduction In the 

reactivity anomaly required to cause rod run-in or reactor shutdown. 
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APPENDIX A 

Mean-square Current Reading 

A number of recent reports'*Q-'*3 give excellent descriptions of the 

rationale of mean-square or "Campbelllng" output channels, as well as 

performance data from several practical versions of such systems. In 

the adaptation of such channels to a large LMFBR plant, stronger back­

grounds, and more electronic and cable noise, would have to be accommo­

dated, whereas a shorter response time may be desirable, if not manda­

tory. 

To provide a framework for this discussion, a statement of Campbell's 

theorem is indicated. Briefly, we may describe the whole counting channel 

circuit, including the detector, as a composite filter with several time 

constants which responds to an input event by delivering a current pulse 

i(t) = i^F(t/T), (2) 

where 1 is the peak current and T the mean duration of the current 
m 

pulse. We suppose that input events occur randomly at a mean rate n. 

When nT > 1, the resulting superposition of individual pulses produces 

a fluctuating output current I, characterized by a probability distri­

bution; this distribution is in turn describable in terms of its cumu-

lants A, . Campbell's theorem^®"^^ now asserts that 

^ = lim {nTi^ / " [F(t/T)]'' d(t/T) } . (3) 

nT-x>o 

Superposition of pulses with different amplitudes as well as different 

shape factors results in replacing amplitude and integral in Eq. 2 by 

suitably weighted averages. 

In a fission-chamber channel, amplitude dispersion results not only 

from the distribution of ionization per event, but also from the geo­

metrical distribution of ionization tracks in the chamber; the latter 
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also causes some fluctuation of the shape factor, if filter time con­

stants are comparable to the chamber collection time (including the 

relatively long collection time for positive ions). These dispersions 

have a practical effect on the fluctuations attached to a readout system 

which is arranged to measure the second cumulant, equal to the mean-square 

channel current I^ when pole-zero uncompensated circuits are used (such 

filters cannot pass a dc current). The readout device usually further 

removes high-frequency components of the mean-square signal. Overall 

readout fluctuations, composed of contributions due to dispersion in nT, 

dispersion in i , and dispersion in F(t/T), may thus be smoothed by 

choice of a large mean pulse duration T or low-readout filter-cutoff 

frequency — in either case, smoothing inevitably Increases the response 

time to a sudden increase in input rate n. 

We add now some remarks concerning the main object of mean-square 

readout, the Improvement of gamma (and noise) background discrimination. 

To illustrate, one may write the mean-square current due to signal rate 

n = N /T and background rate n^ = N,/T as 

<^L)^s-[4^b)/<^L)]J/ F2(X) dx, (4) 

which shows that the background correction is much smaller than the rela­

tive background contribution to the dc current (which one can observe 

with a pole-zero compensated or other dc-coupled filter). The factor 

^i^ \ //i^ \ is very roughly equal to the square of the ratio of 

mean charges delivered in the ion chamber by Compton recoils and fission 

fragments, respectively, and thus depends strongly on the design of the 

fission chamber as well as on the incident gamma spectrum. Improvements 

in chamber design can in principle reduce this ratio; at the same time, 

the hard gamma environment of an LMFBR may make it worse (in comparison 

with a water-cooled reactor channel). The number N = n^T includes con­

tributions from noise pulses, especially cable noise and pickup. One of 

the inherent problems of mean-square readout is the relative ease with 

which ac signals within the accepted frequency band can contribute to 

the readout; such signals abound in reactor installations and must be 

carefully screened out. 
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In using a mean-square readout channel for surveillance during 

startup, the fluctuation problem described above is usually dealt with 

through a fixed filter, which delivers level and period indications at 

a fixed response time, with fluctuations varying inversely with power 

level. From the user's point of view, one would prefer an instrument 

which responds always as fast as possible, subject to a maximum fluctua­

tion limit. This performance can be achieved by filter switching or 

continuous filter tuning. Opto-electronic devices which allow continu­

ous variation of a light-sensitive resistance with a light-emitting diode 

are available; such devices might be employed in an analog feedback sys­

tem to secure automatic rapid response at high input rates. A more 

ambitious approach, aiming at greater overall reliability and reduced 

maintenance requirements, would be a digital channel in which input 

counts as well as currents are digitized at an early stage and processed 

from there on. A digital period meter with count input has been des­

cribed.^"* Digital processing further offers certain possibilities of 

on-line performance testing which also remain to be developed. 
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APPENDIX B 

Current-pulae Operation of Fission Chambers 

Fission chambers have an intrinsic efficiency roughly proportional 

to the fissionable coating thickness and plate area. A fission fragment 

emitted by the coating forms a fission track in the gas in about 2 nsec; 

track length at STP, in suitable gases (argon or methane) amounts to 

1.5 cm, but most of the ionization is deposited in the first 0.5 cm. 

Thus, a chamber with 1-mm plate spacing and a gas pressure of 2-3 atm. 

yields of the order of 10^ ion pairs per fission. Neglecting the 

deposition time and making the simplifying assumption that all the 

ionization is deposited halfway between plates, one finds a current 

pulse 

i(t) = (Qv/d)(l - e"^/^^), t 5 d/2v 

and (5) 

•/̂ ^ fr. ij,\f d/2vRC ,. -t/RC ^ ,̂  
i(t) = (Qv/d) (e - 1) e ' , t =̂  d/2v, 

wnere Q = 1,6 x 10 ^̂  C and v, the electron transport velocity, amounts 

to 2 X 10^ cm/sec in methane (slightly slower for argon-methane mix­

tures), d is the plate spacing, and RC is the time constant of the 

amplifier input circuit. 

Note now that conventional voltap;e-pulse amplification collects the 

current on a capacity C = amplifier input capacity + cable capacity + 

chamber capacity. R is kept large, and thus a voltage pulse of peak 

height Q/C appears at the amplifier input; d and v are relatively un­

important. In contrast, for current-pulse amplification the pulse 

height rises to a peak (Qv/d)(1 - e ), where now R is the cable 

impedance, say 25 ohm, while C is the device capacitance only. It is 

thus evident that d must be made small in order to secure large pulses: 

as the pulse charge Q is compressed into a narrower time interval, 

pulses rise well above noise; the faster the chamber, the better the 
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S^/N ratio. For available amplifiers with common-base input stage con­

figuration and 100-200-MHz bandwidth, input noise amounts to less than 

1 uA.^^ In contrast, a chamber with d = 1 mm, v = 10^ cm/sec, and 

Q = 1.6 X 10~^^ C delivers a nominal peak current of about 16 yA per 

fission, at a pulse length somewhat more than 10 nsec.6'+ A conventional 

chamber filled with "slow" gas cannot match this noise discrimination 

even when bandwidth is restricted, but still allows current-pulse ampli­

fication in the input amplifier, followed by integration in a subse­

quent stage — a stratagem which results in better performance than 

obtainable with conventional preamplifiers whenever the cable connecting 

the fission chamber and preamplifier is unavoidably long. This, as has 

been frequently pointed out, makes special efforts to locate preampli­

fiers as close as possible to the detector, in a relatively hostile 

environment, unnecessary. 

Conventional fission chambers, offered by several vendors, feature 

100-200-pF capacity with typical plate spacings of 3-5 iran. Filling gas 

is pure argon or argon with added nitrogen; sensitivities from 0.1 to 

0.8 cps/nv (thermal) are offered. To achieve such a sensitivity, en— 

ricned fissionable coatings of several hundred pg/cm^ are required, re­

sulting in rather broad fission pulse—height distributions and cor­

responding plateau slopes. 

In optimizing design for fast current-pulse amplification, some 

tradeoff between plate spacing and area is required to avoid an undue 

increase of the capacity when spacing is diminished; this implies a 

reduction of sensitivity, since coating thickness cannot be further in­

creased without resulting in unacceptable degradation of the pulse-

height spectrum. This tradeoff can, however, be compensated by design­

ing part of the chamber as a folded transmission line with the character­

istic impedance of the cable, to which it must be matched by a conical 

coupler. The capacity of this transmission line part is then iiranaterial, 

and only the remainder of the chamber contributes to pulse risetime and 

length according to Eq. 5. 
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High-temperature cables of appropriate impedance and required temper­

ature stability are not available. Transmission lines operating at room 

temperature can be readily designed to have inherent risetimes less than 

1 nsec/100 ft,^^ but the increase in resistivity of conductors at high 

temperatures and required radiation-resistant construction would be ex­

pected to worsen this performance by a considerable margin. Another 

problem may be the accommodation of temperature-dependent changes in di­

electric constant versus expansion of dimensions, through which the line 

impedance may become mismatched. 

To sum up: current-pulse operation of fission chambers is feasible 

with chambers of conventional design but more efficacious if a chamber 

of special design, which secures fast collection and thus large current-

pulse amplitude, is used in conjunction with a special cable of low 

impedance, Sucn a channel can operate in pulse-counting mode at mean 

rates over 10 pulses per second, using electronics which are available 

off tne shelf; advantages of this counting mode are stressed elsewhere. 

At the same time, such a channel still is compatible with current or 

mean-square current readout, at somewhat improved performance in com­

parison to conventional chambers to the extent to which mean pulse 

height due to gamma background can be reduced by certain design options. 

% 
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APPENDIX C 

Brief Description of Detection Schemes 

A. Fission Gas Monitors 

1. Charged Wire. Plate, or Rod 

A blanket gas or sparging stream is introduced into a sampling 

volume with conducting walls at positive voltage with respect to a 

wire, plate, or rod electrode located inside this volume. Ions formed 

by beta decay are attracted to, and lodged on, the electrode. The 

latter is continuously or intermittently translated to another volume, 

well-shielded from the sampling volume, where it is viewed by a gamma 

or beta detector. This exposes the detector only to chain decay charac­

teristic of fission products, whence the system discriminates against 

all other induced beta activities. 

Integrating detection is achieved by stripping the activity from 

the wire in a small water volume; the wire is continuously cycled 

through sampling and detection stations. Noble gas fission products 

which decay in the sampling volume are thus effectively transferred 

to the detector. If the transport loss of gas activity is negligible, 

the sampling volume samples the gas blanket volumetrically, and the 

number of counts delivered by the detector is equal to the product 

(volume fraction) x (detection efficiency) x (number of active atoms 

expelled by cladding perforation). 

2. Charged Point Counter^^^ 

A small beta detector is suspended in the sampling volume, accumu­

lating ions formed by beta decay when the walls are charged to positive 

voltage. Discrimination is effected through the range of beta particles. 

Aside from decays taking place on its surface, the counter only responds 
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to beta particles from a surrounding volume defined by the mean beta 

range, much smaller than the sampling volume. A second counter at wall 

potential can be used for background subtraction. 

3. Chromatographic Selection 

Samples of the blanket gas stream are introduced to a train of 

surface traps with well-defined retention time, thus allowing, for ex­

ample, rapid evolution of argon and relatively long retention of xenon. 

Xenon activities can be separated by selective valving and introduction 

into a shielded counting trap. 

4. Gas Detachment 

Any system which aims at the quantitative detection of fission 

gases to indicate fuel failure must assume a certain credible mechanism 

for gas detachment from the fuel, which involves both direct emission 

from the fuel surface and diffusion from deeper layers. Detailed cal­

culations and investigations of these phenomena have been carried out 

in the FFTF program, and preliminary reports on findings are contained 

in Refs. 130-133. A second problem involves the sparging and drying 

efficiencies of the gas separator, together with the mean delay result-

ing from that equipment, particularly if samples are taken from every 

subassembly through a cycling valve. Some of these problems have been 

considered in the text, and specific mention is made in the summary 

concerning the need for engineering development of these hardware items. 

Gas-detachment studies tend to discount rapid failure detection 

by some means which may be devised to detect large bubbles in the sub­

assembly flow. At high flow velocities, gas bubbles of more than 

minute size are unstable; hence, even a large gas bubble emerging from 

a crack or pinhole would be well dispersed by the time the stream 

arrives at the upper grid plate, where bubble-detection equipment 

could be located. While bubble detection, say by acoustic imaging, 
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is therefore virtually ruled out, gas evolution or boiling still may 

result in a detectable density effect in a very sensitive flowmeter of 

the eddy-current type; such a signal could conceivably be detected by 

correlation. 

5. Gas Solubilitv 

The problem of gas solubility is clearly related to the above-

mentioned problem of gas detachment, since solubility depends on 

bubble size. Whereas gas detachment concerns chiefly schemes based on 

fission gas detection, solubility also affects tagging-gas uptake. 

Insofar as conditions of flow and temperature vary across the core, 

while the structure of a cladding failure is unpredictable, indications 

of fuel-failure sensors are inherently nonquantitative, and inference 

regarding the seriousness of a failure from the observed signal strength 

becomes correspondingly uncertain. Improvements in that respect may, 

however, become available through studies of gas solubility and de­

tachment, as well as experience with on-line failure-detection systems. 

6. Gas Tagging 

This scheme^^^ involves the following sequence of events: sub­

assemblies are tagged by mixing a certain isotopic mixture of xenon into 

the internal plenum gas of the fuel pins, which are combined in each 

subassembly. Upon receiving an indication of fuel failure from the 

blanket-gas monitor (which is based on fission product gas activity), 

a sample of the gas blanket is taken. By this time, this sample will 

include tag xenon released through the cladding failure. The subassembly 

containing the failed element, or elements, is indentified by mass 

spectroscopically comparing relative intensities of single mass-peaks. 

The method is thus immune from solubility and gas-transport effects, 

so far as differentiation between subassemblies is concerned, but en­

counters difficulties described above regarding discrimination between 

degrees of failure. 
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As the number of subassemblies increases, it becomes more diffi­

cult to provide clean differentiation with the available four isotopes 

which are not produced in fission (except, to some extent, in fission 

with very fast neutrons). Admixture of krypton provides two more such 

isotopes, which may broaden the scope of available variations and 

permutations sufficiently for an LMFBR core. An upper limit to the 

differentiation is set by both fast-neutron fission production and 

neutron capture depletion. In conjunction with a single mass spectrometer, 

a complete scan requires considerable time, especially when both xenon 

and krypton are used; however, an automated system could probably be 

designed to reduce this time considerably, if scanning-time reduction 

should be considered important. 

B. Detection Systems Based on the Coolapt, 

1, Gamma Detection 

A small volume of coolant is viewed by a Ge(Li) detector cooled at 

least to room temperature and well-shielded from any external background. 

Let X and X^ be the concentrations of signal and background activities 

contained in the source volume; consider a single background gamma ray 

(assuming nonvented fuel; the background is virtually due to sodium 

only) which registers a peak at spectrometer channel N, ; let V, be the 

detection volume, R the resolution for a signal gamma peak registering 
s 

in channel N , e the detection efficiency (assumed to be uniform over 
s 

the gamma spectrum), a the photopeak fraction of the detector, and t 

the counting time. Then one readily finds for the signal^/background 

ratio Ŝ /B within the signal photopeak 

S2/B = a l / \ ) [a2/(l - a)] (eV^N^/R^N^) t. 
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Assume the following parameter values: 

= 10^; 

eV, = 10"^; 
d 
a = 0.1; 

N, /N = 3; 
b s 

R = 0.005. 

Then the required concentration of the signal activity to achieve unit 

S^/B in a 1-min count amounts to 500 decays/sec/cm^ coolant; the total 

background count rate under these conditions is 10'*/sec. Unit S^/B, to 

be sure, affords no particular discrimination against false alarms; 

thus, with the assumed parameter values, a specific activity of 5000/sec 

would be required for substantial assurance. The prospect of fission 

product detection is thus rather uncertain, whereas the chance of de­

tecting a tag activity (incorporated inside the cladding or coated onto 

pin surfaces) would be substantially better. Since the range of suit­

able elements is limited by various compatibility requirements, a viable 

scheme of failure location could be devised by coding all fuel with the 

same element and using cyclic sampling. A single, fairly sophisticated 

gamma-ray spectrometer could then be optimized for this detection and 

would not impose unacceptably severe maintenance requirements on operat­

ing personnel. On the other hand, a two-tag schemel55 offers in prin­

ciple the prospect of dispensing with the coolant-sampling manifold 

and would require only a single, on-line coolant-bypass loop. In com­

parison with gas tagging, fuel tagging with a solid delivers a much 

faster indication, but is considerably less sensitive, owing to the 

coolant background; this lack of sensitivity should, however, be con­

sidered an advantage, since solid tagging will thus discriminate between 

a pinhole leak and an intermediate or critical failure, and may even be 

designed to indicate fuel disassembly if it should be possible to tag 

only the core of a fuel pin. The cost of fabrication of tagged fuel 

is at present unknown. A particularly effective location system could 

be based on a combination of gas and fuel tagging, or tagging and sampling; 
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such a system could be designed to achieve location as well as degree 

of failure discrimination at minimum delay, and with high reliability 

in comparison to the performance of any system relying on a single 

scheme. 

2. Delayed-neutron (DN) Detection 

All the delayed-neutron precursors are halogens; 16% have half-

lives less than 1 sec, 40% with 2.3 sec, 20% with 6.2 sec and 22% with 

about 20 sec, while the remaining 3% only have a half-life of 60 sec. 

The total production of DN emitters amounts to 1.5% per fission. Delayed-

neutron detection for gas-bonded (oxide) fuel is a matter of detecting 

a small but steady increase in the neutron count rate after a fuel pin 

has lost a fairly large fraction of its cladding, rather than the de­

tection of a sudden release of activity. Although the signal is thus 

small, it also may be expected to be fairly steady, which favors DN 

location by cycling of flow channels through a single detection station. 

Neutron detection is an inherently inefficient process; Ŝ /B considera­

tions therefore require a very careful design of the coolant-transport 

system as well as the detection-station geometry. If we let V, be the 

detection volume viewed by a bank of neutron counters embedded in 

moderator, V the total volume occupied by coolant in transit at flow 

rate F, and X the decay constant, we may estimate very approximately 

(for ideal flow) a signal attenuation of 

a(X) = (XV^/F) exp[-XV^/F] 

for each delayed-neutron group. In order to save at least some of the 

activities which decay in less than 6 sec, V, and F must be made as 

large as possible, and V as small as possible. In a sampling loop, 

this calls for a powerful pump which can drive coolant through a narrow 

duct at high flow rate, with a widening or coil in the detection station. 

Widening is unfortunately limited by considerations of optimum neutron-

detection geometry. 
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Detection of debris from ruptured fuel cans is possible with the 

same detection system, but requires very different electronics.'^^ If 

retention of halogen DN precursors in the detection volume on a specific 

surface should be possible, this would evidently render DN detection 

very much more efficient. Delayed-neutron detection is inherently non-

quantitative in view of the sensitivity of the signal to the detailed 

flow pattern. 
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